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NOTES

This Special Act was incorporated in the Broward County Charter by public referendum as of March 9, 1976.

CHAPTER 71-575

ANACT relating to Broward County repealing Chapter 69-917 and Chapter 70-616 Laws of Florida; adopting the

Dade County 1970 edition of the South Florida Building Code as amended as the standard for Broward County;

enforcement and inspection shall be the responsibility of elected or appointed officials in each municipality in the

county; providing a penalty; removal from office for nonfeasance, misfeasance or malfeasance; provided that all

laws, ordinances or resolutions in existence in any municipality or unincorporated area of Broward County in

conflict herewith are repealed; the Board of County Commissioners, nor anymunicipality, may pass a law in conflict

herewith; amending Section 203 of the South Florida Building Code relating to secretary to the Board of Rules and

Appeals; amending Section 203 of the South Florida Building Code relating to secretary to the Board, office space,

equipment and additional personnel by adding a new Sub-section (a); amending Sub-section (a) of Section 203.1 of

the South Florida Building Code relating tomembership of the Board of Rules andAppeals; amending Sub-section

(b) of Section 204.1 of the South Florida Building Code relating to the term of Board membership, providing that

all Board members appointed under Chapter 70-616 Laws of Florida are held over and reaffirmed to complete the

terms appointed for; amending Section 203.2 relating to compensation for Board members, amending Sub-section

(b) of Section 203.3 of the SouthFloridaBuildingCode relating to officers and procedure; amending Sub-section (e)

of Section 203.3 of the South Florida Building Code as it relates to a quorum; amending Sub-section (d) (2) of

Section 203.4 of the South Florida Building Code as it relates to revisions to the Code; repealing Sub-section (d) (3)

of Section 203.4 of the South Florida Building Code by adding new Sub-section (e) and a new Sub-section (f)

relating to costs of appeal and procedure of appeal; amending Sub-section (a) (2) of Section 203.5 relating to the

powers of the Board of Rules andAppeals; repealing Sub-section (c) of Section 203.6 of the South Florida Building

Code; providing an effective date.

Be It Enacted by the Legislative of the State of Florida:

Section 1. Chapter 69-917 and Chapter 70-616 of the Special Acts, Laws of Florida are hereby repealed.

Section 2. The South Florida Building Code, Dade County 1970 edition, as amended, hereafter referred to as the

South Florida Building Code, shall apply to all municipalities and unincorporated areas of Broward County,

Florida.

(a) The South Florida Building Code as applicable to Broward County shall apply countywide in both

incorporated and unincorporated areas to all new buildings and structures, both private and public and to

all operations, additions and repairs in any new or existing building or structure, both private and public,

including but not limited to all public or private school facilities, notwithstanding the provisions of Section

8 of the Florida Education Finance Act of 1973; county buildings or structures; municipal and state

buildings or structures; hospitals and any other building or structure of any governmental authority.

(b) The SouthFloridaBuildingCode shall take precedence over and supersede the Southern StandardBuilding

Code in Broward County regardless of whether the Southern Standard Building Code may be more or less

stringent that the South Florida Building Code.

Section 3.

(a) Inspection and enforcement of the South Florida Building Code (as amended for Broward County) by

competent and qualified building inspectors shall be the responsibility of elected or appointed city

commissioners, city councilmen and mayor of each municipality; and the responsibility of elected and

appointed members of the Board of County Commissioners in all unincorporated areas within Broward

County.
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(b) Inspection of all school facilities shall be based on the minimum standards of the South Florida Building

Code as applicable to Broward County, notwithstanding the provisions of Section 8, Sub-section 4, of the

Florida Education Finance Act of 1973.

(c) The Board of Rules and Appeals shall certify each and every Building Department after it has determined

to its satisfaction that the Building Inspectors which include the Building Official, Chief Plumbing

Inspector and Chief Electrical Inspector are properly competent and qualified by the provisions of the

South Florida Building Code as amended from time to time by the Broward County Board of Rules and

Appeals. Those building departments not certified by the Board must utilize architects or engineers or

professional architectural or consulting engineering firms meeting the requirements for a Building Official

as prescribed in Section 201 of the South Florida Building Code or other certified building departments for

inspections until they are capable of being certified by the Board. Violation of this Section by any appointed

or elected official or officials shall constitute a misdemeanor of the second degree, punishable as provided

in Florida Statutes, Section 775.082 or 775.083.

Section 4.

(a) For the purpose of inspection, competent and qualified building inspectors shall be employed by these

elected or appointed officials charged with the responsibility of enforcing this act. If any of the elected or

appointed officials named in Section 3 of this act knowingly allow or permit any new buildings or

structures, both private and public or any alterations, additions and repairs in any new or existing building

or structure, both private and public, including but not limited to public schools, county buildings or

structures, municipal and state buildings or structures, hospitals, and any other building or structure of any

governmental authority, to be erected within Broward County in violation of the South Florida Building

Code, or if any of the elected or appointed officials prohibit, by any means, directly or indirectly, the use of

any materials, types of construction and methods of design authorized by the Code or alternate materials,

types of construction and methods of design approved by the provisions of the Code, then the elected or

appointed official or officials may be removed from office for nonfeasance, misfeasance or malfeasance in

office. Violation of this Section by an appointed or elected official shall constitute a misdemeanor of the

second degree, punishable as provided in Florida Statutes Section 775.082 or 775.083.

(b) Any inspector (such as and including but not limited to structural, engineering, plumbing, mechanical or

electrical) or other building official charged with enforcing or otherwise supervising or inspecting any work

covered under any section of the South Florida Building Code as applicable to Broward County pursuant

to Chapter 71-575, Laws of Florida, and who is required to hold or who otherwise holds a Certificate of

Competency in any area of construction shall not use that Certificate of Competency to engage in free

enterprise thereby competing against persons or firmswhosework hemay also inspect, normay he allow his

Certificate of Competency to be used by another person or firm.

Section 5. Any laws, ordinances of resolutions now in existence in the unincorporated areas in Broward County, or

in any municipality in conflict herewith are hereby repealed.

Section 6. Neither the Board of County Commissioners nor any municipality may pass any law in conflict with this

act, specifically but not limited to raising or lowering any standards in the South Florida Building Code.

History: Chapters 69-917, 70-616, 72-482, 72-485, 73-427, 74-435, 74-437, 74-448, and Referendum 11/6/84.

(See Sec. 203 for legislative enactment concerning the Broward County Board of Rules and Appeals.)

BROWARD COUNTY AMENDMENTS
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CHARTER OF BROWARD COUNTY, FLORIDA, BOARD OF COUNTY COMMISSIONS

Section 9.02 Building Code and the Board of Rules and

Appeals

A. Purpose.

(1) It shall be the function of the BrowardCounty

Board of Rules and Appeals to exercise the

powers, duties, responsibilities, and obliga-

tions as set forth and established in Chapter

71-575, Laws of Florida, Special Acts of 1971,

as amended by Chapters 72-482 and 72-485,

Laws of Florida, Special Acts of 1972; Chap-

ter 73-427, Laws of Florida, Special Acts of

1973; Chapters 74-435, 74-437, and 74-448,

Laws of Florida, Special Acts of 1974; and

Chapter 98-287, as amended byChapter 2000-

141, Laws of Florida, or any successor build-

ing code to the Florida Building Code appli-

cable to the County, as amended.

(2) The provisions of the Florida Building Code

shall be amended only by the Board of Rules

and Appeals and only to the extent and in the

manner specified in the Building Code. The

County Commission or a Municipality shall

not enact any ordinance in conflict with Chap-

ter 98-287 and Chapter 2000-141, Laws of

Florida, asmay be amended from time to time.

(3) The Board of Rules and Appeals shall con-

duct a program to monitor and oversee the

inspection practices and procedures employed

by the various governmental authorities

charged with the responsibility of enforcing

the Building Code.

(4) The Board of Rules and Appeals shall orga-

nize, promote and conduct training and edu-

cational programs designed to increase and

improve the knowledge and performance of

those persons certified by the Board of Rules

and Appeals pursuant to the Building Code

and may require the completion of certain

minimumcourses, seminars or other studypro-

grams as a condition precedent to the issuance

of certificates by the Board of Rules and Ap-

peals pursuant to the Building Code.

B. Effective January 1, 2003, there shall be aBroward

County Board of Rules and Appeals, "Board of Rules

and Appeals," composed of thirteen (13) members and

nine (9) alternates as follows:

(1) Six (6) members and three (3) alternates shall

be appointedby theCountyCommission.Each

County Commissioner shall nominate one (1)

member or one (1) alternate by lot to the

Board of Rules and Appeals subject to ap-

proval by a majority of the County Commis-

sion.

(2) Seven (7) members and six (6) alternates shall

be appointed by the Broward County League

of Cities.

(3) The membership of the Board of Rules and

Appeals shall be comprised of one (1) of each

of the following trades or groups: architect,

general contractor, structural engineer, me-

chanical engineer, electrical engineer, master

electrician, master plumber, air conditioning

contractor, swimming pool contractor, roof-

ing contractor, fire service professional, a dis-

abled person, and a consumer advocate.

(4) Alternate membership for the Board of Rules

and Appeals shall be comprised of one (1)

each of the following trades or groups: archi-

tect, general contractor, structural engineer,

mechanical engineer, electrical engineer, mas-

ter electrician, master plumber, roofing con-

tractor, and a fire service professional.

(5) No more than one (1) member and no more

than one (1) alternate shall be appointed to

represent the same category.

(6) TheCountyCommission andBrowardCounty

League of Cities shall coordinate appoint-

ments to the Board of Rules and Appeals in

order to ensure they are consistent with the

requirements of this Section.

(7) Except for consumer advocates and disabled

persons, all members and alternates appointed

by the County Commission and the Broward

CountyLeague of Cities to the Board of Rules

and Appeals shall be qualified to serve on the
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Board of Rules and Appeals by being regis-

tered as a professional or by having been li-

censed as a contractor, and by having been

active in their respective profession or trade

for not less than ten (10) years.

(8) Members and alternates to the Board of Rules

and Appeals shall be residents of the County

and shall have served in their professional ca-

pacity in the State of Florida for a period of

two (2) years.

(9) A quorum of the Board of Rules and Appeals

shall consist of a majority of the total mem-

bership of the Board of Rules and Appeals,

and a majority vote of those members voting

on a measure shall be necessary for the Board

of Rules and Appeals to take affirmative ac-

tion.

(10) All appointments to the Board of Rules and

Appeals shall be for a term of three (3) years.

A member shall be permitted to serve a maxi-

mum of three (3) consecutive terms. Service

prior to the effective date of this Section shall

be considered in determining the member's

ability to be reappointed. All members and

alternates shall continue in office until their

successors are duly appointed.

(11) The Board of Rules and Appeals shall adopt

rules of procedure to seat alternates in the

event all board members are not present for a

scheduled meeting of the Board.

(12) The County Commission or Broward County

League of Cities, whichever is the appointing

authority, may remove, either by its own ac-

tion or upon recommendation of the majority

of the Board of Rules and Appeals, any mem-

ber or alternate for misconduct, incompe-

tence, or neglect of duty.

(13) Any vacancy occurring on the Board of Rules

and Appeals shall be filled for the remainder

of the former member's or alternate's term of

office by appointment of theCountyCommis-

sion when the formermember or alternate was

a County Commission appointee, or by the

Broward County League of Cities when the

former member or alternate was a Broward

County League of Cities appointee.

C. In order to carry out the objects and purposes

stated in the Building Code and in this Section of the

Charter, the Board of Rules and Appeals shall employ

administrative and clerical personnel as shall be re-

quired to perform the duties and functions provided in

the Building Code and in this Section of the Charter.

The Board of Rules and Appeals shall determine in its

sole discretion those positions which shall be subject to

civil service classifications and procedures. The fund-

ing of the personnel for the Board of Rules and Ap-

peals shall be subject to the County Commission's

budgetary process.

D. In order to carry out the objects and purposes

stated in the Building Code and in this Section of the

Charter, the County Commission shall establish rea-

sonable fees and charges to be collected from the above-

described governmental authorities within the County.

Any fees and charges paid to the County shall be

deposited in a special fund for the exclusive use and

benefit of the Board of Rules and Appeals.

E. The County Commission may adopt ordinances

that establish ethical standards and regulations con-

cerning potential conflicts of interest regarding the

members, alternates and staff of the Board of Rules

and Appeals.

BROWARD COUNTY AMENDMENTS
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Section 101 General

101.1 Title. These regulations shall be known as the

"FloridaBuildingCode" hereinafter referred to asFBC

or "this Code."

101.2 Scope. The provisions of this Chapter shall gov-

ern the administration and enforcement of the FBC,

Fire Protection Provisions of this Code and FFPC and

shall apply countywide in both incorporated and unin-

corporated areas of Broward County, Florida. The

provisions of this Code shall apply to the construction,

alteration, relocation, enlargement, replacement, re-

pair, equipment, use and occupancy, location, mainte-

nance, removal and demolition of every building or

structure or any appurtenances connected or attached

to such buildings or structures.

Exceptions:

1. Detached one- and two-family dwellings and

multiple single-family dwellings (town houses)

not more than three stories above grade plane

in height with a separate means of egress and

their accessory structures shall comply with

the FBC, Residential, and Broward County

Amendments, Chapter 1.

2. Code Requirements that address snow loads

and earthquake protection are pervasive; they

are left in place but shall not be utilized or

enforced because Florida has no snow load or

earthquake threat.

101.2.1 Appendices. Provisions in the appendices

shall not apply unless specifically adoptedbyBORA.

101.2.2 Definitions.

A. AHJ (means Authority Having Jurisdic-

tion) shall be a federal, state, local (Build-

ing or Fire Service Provider), or individ-

ual such as a Building Official, Assistant

Building Official; Chief Electrical/Me-

chanical/Plumbing/Structural Inspector;

Fire Chief; Fire Marshal/Fire Code Of-

ficial; orBrowardCountyBoardof Rules

and Appeals.

B. BORAmeans theBrowardCountyBoard

of Rules and Appeals.

C. Architect means Registered Architect,

registered in the State of Florida.

D. Engineermeans licensedProfessionalEn-

gineer, licensed in the State of Florida.

E. BCAIB means the Building Code Ad-

ministrators and Inspectors Board.

F. FFPC means the adopted Florida Fire

Prevention Code including the Broward

County Local Fire Amendments to the

Florida Fire Prevention Code.

G. HVHZ means the High Velocity Hurri-

cane Zone.

H. State means the State of Florida.

I. FACmeansFloridaAdministrativeCode.

J. Fire ServiceProvidermeansFireDepart-

ment.

K. FireCodeManager/Administratormeans

Fire Code Official or Fire Marshal.

L. SFBC means South Florida Building

Code, Broward Edition.

M. G.C. means an unlimited General Con-

tractor licensed by either the CILB, the

Broward County Central Examining

Board or theMiami-Dade Construction

Trades Qualifying Board.

N. CILB means the Florida Construction

Industry Licensing Board.

O. ECLBmeans theFloridaElectricalCon-

tractors Licensing Board.

101.3 Intent. The purpose of this Code is to establish

the minimum requirements to safeguard, the public

health, safety and general welfare through structural

strength, means of egress, facilities, stability, sanita-

tion, adequate light and ventilation, energy conserva-

tion, and safety to life and property from fire and other

hazards attributed to the built environment and to

provide safety to fire fighters and emergency respond-

ers during emergency operations.

101.4 Referenced Codes. The other codes listed in Sec-

tions 101.4.1 through 101.4.10 and referenced else-

where in this Code shall be considered part of the

requirements of this Code to the prescribed extent of

each such reference.

101.4.1 Electrical. The provisions of Chapter 27 of

the FBC, Building, NFPA 70, Fire Protection Pro-

visions of this Code and FFPC shall apply to elec-

trical components, equipment, and systems.

§ 101FLORIDA BUILDING CODE
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101.4.2 Gas. The provisions of the FBC, Fuel Gas,

shall apply to the installation of gas piping, gas

appliances and related accessories as covered in this

Code. These requirements apply to gas piping sys-

tems extending from the point of delivery to the inlet

connections of appliances, and the installation and

operation of residential and commercial gas appli-

ances and related accessories.

101.4.3 Mechanical. The provisions of the FBC,

Mechanical, shall apply to the installation of me-

chanical systems, including, but not limited to, alter-

ations, repairs, replacement, equipment, appliances,

fixtures, fittings and appurtenances, including ven-

tilating, heating, cooling, air conditioning and re-

frigeration systems, vacuum, compressed air and

pneumatic systems, incinerators and other energy-

related devices.

101.4.4Plumbing.Theprovisionsof theFBC,Plumb-

ing, Fire Protection Provisions of this Code and

FFPC shall apply to every plumbing installation,

including, but not limited to, alterations, repairs,

replacement, equipment, appliances, fixtures, fit-

tings and appurtenances when connected to a water

or sewage systems, compressed air systems, lawn

sprinkler systems and all aspects of a medical gas

system.

101.4.5 Property maintenance. Reserved.

101.4.6 Fire prevention.For provisions related to fire

prevention, refer to FFPC as referenced in Florida

Statute 633, Broward County Local FFPCs as ad-

opted and the Fire Protection Provisions of this

Code as referenced above. FFPC shall apply to mat-

ters affecting or relating to structures, new or exist-

ing; processes and premises from the hazard of fire

and explosion arising from the storage, handling or

use of structures, materials or devices; from condi-

tions hazardous to life, property or public welfare in

the occupancy of structures or premises; and from

the construction, extension, repair, alteration or re-

moval of fire suppression and alarm systems or fire

hazards in the structure or on the premises from

occupancy or operation.

101.4.7 Energy. The provisions of the FBC, Energy

Conservation, shall apply to all matters governing

the design and construction of buildings for energy

efficiency.

101.4.8 Existing buildings. The provisions of the

FBC Existing Building shall apply to matters gov-

erning the repair, alteration, change of occupancy,

addition to and relocation of existing buildings.

101.4.9Accessibility.For provisions related to acces-

sibility, refer to the FBC, Accessibility.

101.4.10Manufactured buildings.For additional ad-

ministrative and special code requirements, see sec-

tion 458, FBC, Building, Rule 61-41 FAC, and Flor-

ida Statue 553.

Section 102 Applicability

102.1 General. Where there is a conflict between a

general requirement and a specific requirement, the

specific requirement shall be applicable. Where, in any

specific case, different sections of this Code specify

different materials, methods of construction or other

requirements, the most restrictive shall govern.

102.1.1 The FBC, Fire Protection Provisions of this

Code and FFPC does not apply to, and no code

enforcement action shall be brought with respect to,

zoning requirements, land use requirements and

owner specifications or programmatic requirements

which do not pertain to and govern the design,

construction, erection, alteration, modification, re-

pair or demolition of public or private buildings,

structures or facilities or to programmatic require-

ments that do not pertain to enforcement of the

FBC, and FFPC. Additionally, a local code enforce-

ment agency may not administer or enforce the

FBC, Building to prevent the siting of any publicly

owned facility, including, but not limited to, correc-

tional facilities, juvenile justice facilities, or state

universities, community colleges, or public educa-

tion facilities, as provided by law.

102.2 Building. The provisions of the FBC and FFPC

shall apply to the placement, construction, erection,

alteration, modification, repair, equipment, use and

occupancy, location, maintenance, relocation, removal

and demolition of every public and private building,

structure or facility or floating residential structure, or

any appurtenances connected or attached to suchbuild-

ings, structures or facilities. Additions, alterations, re-

pairs and changes of use or occupancy group in all

buildings and structures shall comply with the provi-

sions provided in the FBC Existing Building and the

FFPC. The following buildings, structures and facili-

§ 101 BROWARD COUNTY AMENDMENTS
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ties are exempt from the FBC as provided by law, and

any further exemptions shall be as determined by the

legislature and provided by law:

A. Building and structures specifically regulated

and preempted by the federal government.

B. Railroads and ancillary facilities associated

with the railroad.

C. Nonresidential farm buildings on farms.

D. Temporary buildings or sheds used exclusively

for construction purposes.

E. Mobile or modular structures used as tempo-

rary offices, except that the provisions of Part

II (Sections 553.501—553.513, Florida Stat-

utes) relating to accessibility by persons with

disabilities shall apply to such mobile or mod-

ular structures.

F. Those structures or facilities of electric utili-

ties, as defined in Section 366.02, Florida Stat-

utes, which are directly involved in the gener-

ation, transmission, or distribution of

electricity.

G. Temporary sets, assemblies, or structures used

in commercial motion picture or television

production, or any sound-recording equip-

ment used in such production, on or off the

premises; except as required in Section 102.2.6

of this Code.

H. Chickees constructed by theMiccosukee Tribe

of Indians of Florida or the Seminole Tribe of

Florida. As used in this paragraph, the term

"chickee" means an open-sided wooden hut

that has a thatched roof of palm or palmetto

or other traditional materials, and that does

not incorporate any electrical, plumbing, or

other nonwood features.

I. Family mausoleums not exceeding two hun-

dred fifty (250) square feet (23 m2) in area

which are prefabricated and assembled on site

or preassembled and delivered on site and have

walls, roofs, and a floor constructed of gran-

ite, marble, or reinforced concrete.

J. Temporary housing provided by the Depart-

ment of Corrections to any prisoner in the

state correctional system.

K. A building or structure having less than one

thousand (1,000) square feet (93 m) which is

constructed and owned by a natural person for

hunting andwhich is repaired or reconstructed

to the same dimension and condition as ex-

isted on January 1, 2011, if the building or

structure:

1. Is not rented or leased or used as a prin-

cipal residence;

2. Is not located within the 100-year flood-

plain according to The Federal Emer-

gency Management Agency's current

Flood Insurance Rate Map; and

3. Is not connected to any offsite electric

power or water supply.

L. Swings and other playground equipment ac-

cessory to a one- or two-family dwelling.

Exception: Electrical service to such play-

ground equipment shall be in accordance with

Chapter 27 of this Code.

102.2.1 In addition to the requirements of Sections

553.79 and 553.80 Florida Statutes, facilities subject

to the provisions of Chapter 395 Florida Statutes

and Part II of Chapter 400 Florida Statutes shall

have facility plans and/or specifications reviewed

and construction surveyed by the state agency au-

thorized to do so under the requirements of Chapter

395 Florida Statutes and Part II of Chapter 400

Florida Statutes and the certification requirements

of the Federal Government.

102.2.2 Residential buildings or structures moved

into or within a county or municipality shall not be

required to be brought into compliance with the

state minimum building code in force at the time the

building or structure is moved, provided:

1. The building or structure is structurally

sound and in occupiable condition for

its intended use;

2. The occupancy use classification for the

building or structure is not changed as a

result of the move;

3. The building is not substantially remod-

eled;

4. Current FFPC requirements for ingress

and egress are met;
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5. Electrical, gas, mechanical and plumb-

ing systemsmeet the codes in force at the

time of construction and are operational

and safe for reconnection; and

6. Foundation plans are sealed by an Engi-

neer orArchitect, if requiredby theFBC,

Building orResidential for all residential

buildings or structures of the same occu-

pancy class.

102.2.3 The Building Official shall apply the same

standard to a moved residential building or struc-

ture as that applied to the remodeling of any com-

parable residential building or structure to deter-

mine whether the moved structure is substantially

remodeled. The cost of the foundation on which the

moved building or structure is placed shall not be

included in the cost of remodeling for purposes of

determining whether a moved building or structure

has been substantially remodeled.

102.2.4 This section does not apply to the jurisdic-

tion and authority of the Department of Agricul-

ture and Consumer Services to inspect amusement

rides or the Department of Financial Services to

inspect state-owned buildings and boilers.

102.2.5TheBrowardCountyBuilding andFireCode

enforcement district shall be governed by BORA.

102.2.6 Temporary motion picture and television sets.

All temporary plumbing installations shall be in-

stalled so as not to create a sanitary nuisance as

defined by Section 386.01, Florida Statutes. A per-

mit shall be required and issued to the producer,

upon the filing of an application by the producer, for

one (1) electrical permit to cover each complete

motion picture production or television series.

102.3 Application of references. References to chapter

or section numbers, or to provisions not specifically

identified by number, shall be construed to refer to such

chapter, section, or provision of this Code.

102.4 Referenced codes and standards. The Codes and

standards referenced in this Code shall be considered

part of the requirements of this Code to the prescribed

extent of each such reference and as further regulated

in Sections 102.4.1 and 102.4.2.

102.4.1 Conflicts. Where conflicts occur between

provisions of this Code and referenced codes and

standards, the provisions of this Code shall apply.

102.4.2 Provisions in referenced codes and standards.

Where the extent of the reference to a referenced

code or standard includes subject matter that is

within the scope of this Code or the Florida Codes

listed in Section 101.4, the provisions of this Code

or the Florida Codes listed in Section 101.4, as

applicable, shall take precedence over the provisions

in the referenced code or standard.

102.5 Partial invalidity. Reserved.

102.6 Existing structures. The legal occupancy of any

structure existing on the date of adoption of this Code

shall be permitted to continue without change, except

as is specifically covered in this Code, the FBC Exiting

Building, and/or the Fire Protection Provisions of this

Code and FFPC, or as is deemed necessary by the

Building Official for the general safety and welfare of

the occupants and the public.

102.6.1 Existing Building Code violations that are

discovered by the AHJ, owner and/or an owner's

representative(s) and/or any interested party shall be

cited by the Building Official and/or Fire Marshal/

Fire Code Official for such violations. All such vio-

lations shall be repaired and corrected in accor-

dance with the SFBC and/or FBC in effect on the

date of the structure received a building permit.

Existing buildings shall comply with FFPC and this

Code.

102.7 Relocation of manufactured buildings.

1. Relocation of an existingmanufactured build-

ing does not constitute an alteration.

2. A relocated building shall comply with wind

speed requirements of the new location, using

the appropriate wind speed map. If the exist-

ing building was manufactured in compliance

with the Standard Building Code (prior to

March 1, 2002), the wind speed map of the

Standard Building Code shall be applicable. If

the existingbuildingwasmanufactured in com-

pliance with the FBC (after March 1, 2002),

the wind speedmap of the FBC shall be appli-

cable.

3. A relocated building shall comply with the

flood hazard area requirements of the new

location, if applicable.

102.8 Existing mechanical equipment. An agency or

local governmentmaynot require that existingmechan-
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ical equipment located on or above the surface of a

roof be installed in compliance with the requirements

of the FBC except during reroofing when the equip-

ment is being replaced or moved during reroofing and

is not in compliance with the provisions of the FBC

relating to roof mounted mechanical units.

Section 103 Department of Building Safety

Reserved.

Section 104 Powers and Duties of the Building Offi-

cial, Assistant BuildingOfficial, FireCode

Official, Chief Inspector, Plan Examiner,

and Inspector

104.1 Building Official. As set forth herein:

104.1.1 Appointment of a Building Official. The ap-

pointing authority shall appoint a Building Official,

and such person shall meet the following minimum

qualifications and be certified by BORA, as speci-

fied in Section 104.1.3. The Building Official does

not have to be personally present at the governmen-

tal department as long as he or she is available and

can perform his or her duties.

104.1.1.1 Appointment of an Interim Building

Official.

a) In the event that the Building Offi-

cial is not available to perform his

or her duties, each appointing au-

thority shall appoint an Interim

BuildingOfficial provided suchper-

son is qualified as set forth in Sec-

tion 104.1.3 of this Code, BORA

shall be timely notified in writing

by theBuildingOfficial or appoint-

ing authority of the starting date

and period of time that the Interim

BuildingOfficial orAssistantBuild-

ing Official will assume the Build-

ing Official's duties. The name of

the Interim Building Official will

be recorded by BORA, but he or

she will not be issued a certifica-

tion card as a Building Official. If

there is one Inspector hired by an

appointing authority in Broward

County, that Inspector shall be a

BuildingOfficial. TheBuildingOf-

ficial shall have the authority to

delegate powers, duties and assign-

ments to subordinate regular em-

ployees working under his or her

authority, butonly to those employ-

ees certified by BORA as qualified

to perform such powers, duties and

assignments. It shall be his or her

duty and responsibility to super-

vise and coordinate the work of all

subordinateAssistantBuildingOf-

ficials, Chief Inspectors, Plans Ex-

aminers and Inspectors.

b) In the event that the Building Offi-

cial's employmentwith the jurisdic-

tion is terminated, an Interim

BuildingOfficialmaybe appointed

while the Building Official is being

replacedwith a permanent appoin-

tee. The Interim Building Official

shall be qualified as a Building Of-

ficial as specified inSection104.1.3.

An Interim Building Official's ap-

pointment will be limited to ninety

(90) calendar days. At the written

request of the chief executive offi-

cer (City Manager, Acting City

Manager, or Mayor) for demon-

strated cause, aone-timeninety (90)

calendar days extension may be

granted by BORA's Administra-

tiveDirector.Anyadditional exten-

sions beyond this point must be

requested inwriting toBORA'sAd-

ministrative Director a minimum

of forty-five (45) calendar days

prior to the second period expira-

tion date. This request must be re-

viewed and approved by the Board

of Rules and Appeals at its next

regularly scheduled meeting. The

name of the Interim Building Of-

ficial will be recorded by BORA,

but he/she will not be issued a cer-

tification card as a Building Offi-

cial.

104.1.2 Powers and Duties of the Building Official.

TheBuildingOfficial shall be vestedwith the powers

and subject to regulations, as provided by Chapter

468 Florida Statues and BORA, as set forth in Sec-
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tion 113 of this Code. TheBuildingOfficial is hereby

authorized and directed to enforce the provisions of

this Code. The Building Official shall delegate pow-

ers, duties and assignments to BORA certified Chief

Inspectors to render interpretations of this Code

and to adopt policies and procedures in order to

clarify the application of the technical provisions of

this Code in categories in which the Building Offi-

cial is not certified. Such interpretations, policies,

and procedures shall be in compliance with the in-

tent and purpose of this Code. Such policies and

procedures shall not have the effect of waiving re-

quirements specifically provided for in this Code.

104.1.2.1TheBuildingOfficial orChief Plumb-

ing Inspector shall have the power to abate any

nuisance by the issuance of a notice in writing,

to correct and/or eleminate the nuisancewithin

a reasonable amount of time.

104.1.3 Certification of the Building Official and the

AssistantBuildingOfficial.Tobe eligible for appoint-

ment as a Building Official or Assistant Building

Official, such person shall be certified as required by

BCAIB as a Building Code Administrator.

104.1.3.1 Such person shall be certified by

BORA and shall meet at least one of the fol-

lowing qualifications:

104.1.3.1.1 A Florida Registered Archi-

tect or Florida licensed Professional En-

gineer having practiced for at least seven

(7) years, a minimum of five (5) years

shall have been within the jurisdiction of

the HVHZ.

104.1.3.1.2 Ten (10) years combined ex-

perience as aMaster Electrician, Electri-

calContractor,GeneralContractor,Mas-

terMechanical,Mechanical Contractor,

Class A Air Conditioning Contractor,

Master Plumber, Plumbing Contractor,

Chief Inspector, Standard Plans Exam-

iner or Standard Inspector appointed by

anAHJ or school board within the State

of Florida. A minimum of five (5) years

shall have been within the jurisdiction of

the HVHZ.

104.1.3.2 As part of the experience require-

ments above, the applicant shall have been

appointed as Chief Inspector, Standard Plans

Examiner or Standard Inspector by an AHJ

or school boardwithin the State of Florida for

a minimum of two (2) years.

104.1.3.3 Each of the applicants shall possess

a current Certificate of Competency or a Pro-

fessional Engineer license or Architect regis-

tration issued by at least one (1) of the follow-

ing entities:

A. Florida Construction Industry Li-

censing Board as a General Con-

tractor, Mechanical Contractor or

Plumbing Contractor.

B. Florida Electrical Contractors Li-

censingBoardas anElectricalCon-

tractor.

C. Broward County Central Examin-

ing Board of Building Construc-

tion Trades. (As Class "A" Unlim-

ited General Contractor.)

D. Broward County Central Examin-

ingBoard of Electricians as aMas-

ter Electrician and/or Electrical

Contractor.

E. Broward County Central Examin-

ing Board of Mechanical Contrac-

tors andSpecialtyMechanicalCon-

tractors as a Mechanical

Contractor or Class A Air Condi-

tioning Contractor.

F. Broward County Central Examin-

ing Board of Plumbers as aMaster

Plumber.

G. Miami-DadeCountyConstruction

Trades Qualifying Board, for any

of the above-referenceddisciplines.

H. FloridaBoard of Architecture and

Interior Design.

I. Florida Board of Professional En-

gineers.

104.1.3.4 An applicant for Certification as

Building Official or Assistant Building Offi-

cial under the provisions of this section may

only substitute two (2) years HVHZ experi-

encewith two (2) years of statewide experience

by passing the BORA HVHZ exam.

104.1.3.5 An applicant for Certification as a

Building Official or Assistant Building Offi-
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cial under the provisions of this section who is

a graduate from an accredited school holding

a Bachelor or Associate of Science Degree in

Engineering, Architecture or Building Con-

struction from an accredited school may be

credited for a maximum of two (2) years for

Bachelor's Degree or a maximum of one (1)

year for anAssociateDegree towards the com-

bined experience requirements. This credit is

not applicable towards the requirements un-

der Section 104.1.3.1.1.

104.2 Assistant Building Official. As set forth herein:

104.2.1 Appointment of an Assistant Building Offi-

cial. Each appointing authority may appoint a per-

son qualified as set forth in Section 104.1.3 to serve

as an Assistant Building Official. To be eligible for

appointment as an Assistant Building Official, such

person shall be certified by BORA and shall meet

thequalifications equal to the requirements forBuild-

ing Official. No other title is recognized for certifi-

cation by BORA.

104.2.2 Powers and Duties of the Assistant Building

Official. The Assistant Building Official shall be

vested with the powers and subject to regulations, as

providedbyChapter 468FloridaStatues andBORA,

as set forth in Section 113 of this Code. The Assis-

tant Building Official shall be responsible for duties

as assigned by the Building Official. The Assistant

Building Official shall fulfill the duties of the Build-

ing Official during the absence of the Building Offi-

cial with full responsibilities of the position.

104.3 Appointment of the Chief Electrical, Mechanical,

Plumbing and Structural Inspector. As set forth herein:

Each appointing authority shall appoint a person qual-

ified as set forth in the below Sections to serve as Chief

Inspector in each discipline stated above. If there is one

(1) Inspector (each discipline stated above) hired by an

appointing authority in Broward County, that Inspec-

tor shall be a Chief Inspector (Chief or Head of the

Division). The Chief Inspector (Chief or Head of the

Division) does not have to be personally present at the

governmental department as long as he or she is avail-

able and can perform their duties. To be eligible for

appointment as aChief Inspector (eachdiscipline stated

above), such person shall be certified by BORA.

104.3.1 Interim Chief Inspector. In the event that a

Chief Inspector's employment is terminated with a

jurisdiction, or is otherwise unavailable, an Interim

Chief Inspector may be appointed for up to ninety

(90) days while the Chief Inspector is being replaced

with a permanent appointee. An approved applica-

tion for a Chief Inspector must be submitted to

BORA prior to the expiration of the ninety (90)

days. The Interim Chief Inspector shall be qualified

as a Chief Inspector as specified in Section 104.5,

104.6, 104.7 or 104.8 of this Code. BORA shall be

notified in writing by the Building Official of the

name and starting date of the Interim Chief Inspec-

tor. The name of the InterimChief Inspector will be

recorded by BORAbut he or she will not be issued a

certification card as the Chief Inspector.

104.4 Powers and Duties of the Chief Electrical, Me-

chanical, Plumbing and Structural Inspector. The Chief

Inspector (each discipline stated above) shall be vested

with the powers and subject to regulations byBORAas

set forth in Section 113 of this Code. The Chief Inspec-

tor shall have the power to delegate powers, duties and

assignments to subordinate regular employees working

under his or her authority, but only to those employees

certified by BORA as qualified to perform such pow-

ers, duties and assignments within his or her particular

discipline. It shall be his or her duty and responsibility

to supervise and coordinate thework of all subordinate

Plans Examiners and Inspectors within his or her par-

ticular discipline. The Chief Inspector shall have the

sole authority to render interpretations of this Code

and to adopt policies and procedures in order to clarify

the application of its provisions within his or her par-

ticular discipline. Such interpretations, policies, and

procedures shall be in compliance with the intent and

purpose of this Code. Such policies and procedures

shall not have the effect of waving requirements specif-

ically provided for in this Code.

104.5 Certification of the Chief Electrical Inspector. To

be eligible for appointment as aChief Electrical Inspec-

tor, such person shall be certified as required byBCAIB

as an Electrical Plans Examiner and as an Electrical

Inspector. Engineers are exempt from BCAIB certifi-

cation.

104.5.1 Such person shall be certified by BORA and

shall meet the following qualification:

104.5.1.1AnElectrical Plans Examiner serving for a

minimum of one (1) year for an AHJ or school
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board within the State of Florida and who complies

with at least one (1) of the qualifications of Section

104.10.2.1.

104.5.2 Each of the applicants shall possess a cur-

rent Certificate of Competency or a Professional

License in the discipline requested as aMaster Elec-

trician or Electrical Contractor or Engineer issued

by at least one of the following entities:

A. Florida Electrical Contractors Licens-

ing Board.

B. Broward County Central Examining

Board of Electricians.

C. Miami-Dade County Construction

Trades Qualifying Board.

D. Florida Board of Professional Engi-

neers.

104.6 Certification of the Chief Mechanical. To be eli-

gible for appointment as aChief Mechanical Inspector,

such person shall be certified as required by BCAIB as

a Mechanical Plans Examiner and as a Mechanical

Inspector. Engineers are exempt from BCAIB certifi-

cation.

104.6.1 Such person shall be certified by BORA and

shall meet the following qualification:

104.6.1.1 AMechanical Plans Examiner serv-

ing for a minimum of one (1) year for an AHJ

or school board within the State of Florida

and who complies with at least one (1) of the

qualifications of Section 104.10.3.1.

104.6.2 Each of the applicants shall possess a cur-

rent Certificate of Competency or a Professional

License in the discipline requested as a Master Me-

chanical orMechanical Contractor or Class "A"Air

Conditioning Contractor or Engineer issued by at

least one (1) of the following entities:

A. Florida Construction Industry Licens-

ing Board.

B. Broward County Central Examining

Board of Mechanical Contractors and

Specialty Mechanical Contractors.

C. Miami-Dade County Construction

Trades Qualifying Board.

D. Florida Board of Professional Engi-

neers.

104.7 Certification of the Chief Plumbing Inspector. To

be eligible for appointment as aChief Plumbing Inspec-

tor, such person shall be certified as required byBCAIB

as a Plumbing Plans Examiner and as a Plumbing

Inspector. Engineers are exempt from BCAIB certifi-

cation.

104.7.1 Such person shall be certified by BORA and

shall meet the following qualification:

104.7.1.1APlumbing Plans Examiner serving

for a minimum of one (1) year for an AHJ or

school board within the State of Florida and

who complies with at least one (1) of the qual-

ifications of Section 104.10.4.1.

104.7.2 Each of the applicants shall possess a cur-

rent Certificate of Competency or a Professional

License in the discipline requested as a Master

Plumber or Plumbing Contractor or Engineer is-

sued by at least one (1) of the following entities:

A. Florida Construction Industry Licens-

ing Board.

B. Broward County Central Examining

Board of Plumbers.

C. Miami-Dade County Construction

Trades Qualifying Board.

D. Florida Board of Professional Engi-

neers.

104.8 Certification of the Chief Structural Inspector.To

be eligible for appointment as a Chief Structural In-

spector, such person shall be certified as required by

BCAIB as a Standard Plans Examiner and Standard

Inspector or be a Florida Registered Architect or Flor-

ida Licensed Professional Engineer in the discipline

requested.

104.8.1 Such person shall be certified by BORA and

shall meet the following qualification:

104.8.1.1 Be a Standard Plans Examiner ap-

pointed as such, for aminimumof one (1) year

by an AHJ or school board within the State of

Florida and who complies with at least one (1)

of the qualifications of Section 104.10.1.1.

104.8.2 Each of the applicants shall possess a cur-

rent Certificate of Competency as a G.C. or a Pro-

fessional Engineer license or Architect registration

issued by at least one (1) of the following entities:

A. Florida Construction Industry Licens-

ing Board.
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B. Broward County Central Examining

Board of Building Construction Trades.

C. Miami-Dade County Construction

Trades Qualifying Board.

D. Florida Board of Professional Engi-

neers.

E. Department of Business and Profes-

sional Regulation as an Architect.

104.9Appointment of theElectrical,Mechanical, Plumb-

ing and Structural Plans Examiner. As set forth herein:

Each appointing authority shall appoint a person qual-

ified as set forth in the above and below Sections to

serve as Plans Examiner in each discipline as stated

above. To be eligible for appointment as a Plans Exam-

iner, such person shall be certified by BORA.

104.10 Powers andDuties of the Electrical,Mechanical,

Plumbing and Structural Plans Examiner. The Plans

Examiner shall be responsible for duties as assigned by

the Chief Inspector within his or her particular disci-

pline. The Plans Examiner shall fulfill the duties of the

Chief Inspector during the absence of theChief Inspec-

tor with full responsibilities of the position within his

or her particular discipline. The Plans Examiner shall

examine all plans and/or specifications and applica-

tions for permits within his or her particular discipline.

When approvals by other agencies having authority

may logically be required to be affixed to the plans

and/or specifications before approval by the Plans Ex-

aminer, such approval shall be affixed to the plans

and/or specifications before examination by the Plans

Examiner. If the application or plans and/or specifica-

tions do not conform to the requirements of all perti-

nent laws or regulations, the Plans Examiner shall re-

ject such application in writing, stating the reasons

therefore and citing the relevant code section(s). Plans

and/or specifications which are rejected, as stated here-

inabove, shall be returned for correction. Pen notations

on mechanically reproduced plans and/or specifica-

tionsmay be accepted for onlyminor corrections. If the

applications, plans and/or specifications, upon exami-

nation, are found to comply with the requirements of

thisCode, the plans and/or specifications shall be signed

and marked approved.

104.10.1 Certification of the Structural Plans Exam-

iner. To be eligible for appointment as a Structural

Plans Examiner, such person shall be certified by

BCAIB as a Standard Plans Examiner or be a Flor-

idaRegisteredArchitect or FloridaLicensed Profes-

sional Engineer in the discipline requested.

104.10.1.1 Such person shall also be certified

by BORA by meeting at least one (1) of the

following:

104.10.1.1.1Be a Florida Registered Ar-

chitect or a Florida Licensed Profes-

sional Engineer, in the discipline re-

quested and having practiced for a

minimum of five (5) years within the

State of Florida, two (2) years of which

shall have been within the HVHZ or by

passing BORA's HVHZ exam.

104.10.1.1.2Be a Standard Inspector ap-

pointed as such, for a minimum of one

(1) year by an AHJ or school board

within the State of Florida andwho com-

plies with at least one (1) of the qualifi-

cations of Section 104.16.3.1.

104.10.1.2 Limited Plans Examiner certifica-

tions may be issued to individuals holding

current Building Contractor or Residential

Contractor licenses and who otherwise meet

the requirements of the appropriate section

under which they are qualifying, with duties

limited to the scope of work authorized by

their license.

104.10.1.3Each of the applicants shall possess

a current Certificate of Competency or a Pro-

fessional Engineer license or Architect regis-

tration issued by at least one (1) of the follow-

ing entities:

A. Florida Construction Industry Li-

censing Board.

B. Broward County Central Examin-

ing Board of Building Construc-

tion Trades.

C. Miami-DadeCountyConstruction

Trades Qualifying Board.

D. Florida Board of Professional En-

gineers Department of Business

and Professional Regulation as an

Architect.

104.10.2 Certification of the Electrical Plans Exam-

iner. To be eligible for appointment as an Electrical

Plans Examiner, such person shall be certified as
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required by BCAIB as an Electrical Plans Examiner

and as an Electrical Inspector. Engineers are exempt

from BCAIB certification.

104.10.2.1 Such person shall be certified by

BORA and shall meet at least one of the fol-

lowing qualifications:

104.10.2.1.1 An Engineer in the disci-

pline requested and having practiced for

a minimum of five (5) years within the

State of Florida.

104.10.2.1.2AnElectrical Inspector serv-

ing for a minimum of one (1) year for an

AHJ or school board within the State of

Florida and who complies with at least

one (1) of the qualifications of Section

104.12.3.1.

104.10.2.2Each of the applicants shall possess

a current Certificate of Competency or a Pro-

fessional License in the discipline requested as

a Master Electrician or Electrical Contractor

or Engineer issued by at least one (1) of the

following entities:

A. Florida Electrical Contractors Li-

censing Board.

B. Broward County Central Examin-

ing Board of Electricians.

C. Miami-DadeCountyConstruction

Trades Qualifying Board.

D. Florida Board of Professional En-

gineers.

104.10.3 Certification of the Mechanical Plans Ex-

aminer.To be eligible for appointment as aMechan-

ical Plans Examiner, such person shall be certified as

required by the BCAIB as a Mechanical Plans Ex-

aminer and as a Mechanical Inspector. Engineers

are exempt from BCAIB certification.

104.10.3.1 Such person shall be certified by

BORA and shall meet at least one of the fol-

lowing qualifications:

104.10.3.1.1 An Engineer in the disci-

pline requested and having practiced for

a minimum of five (5) years within the

State of Florida.

104.10.3.1.2 A Mechanical Inspector

serving for a minimum of one (1) year

for an AHJ or school board within the

State of Florida and who complies with

at least one (1) of the qualifications of

Section 104.13.3.1.

104.10.3.2Each of the applicants shall possess

a current Certificate of Competency or a Pro-

fessional License as a Master Mechanical or

Mechanical Contractor or Class "A" Air Con-

ditioning Contractor or Class "B" Air Condi-

tioning Contractor or Engineer issued by at

least one (1) of the following entities:

A. Florida Construction Industry Li-

censing Board.

B. Broward County Central Examin-

ing Board of Mechanical Contrac-

tors andSpecialtyMechanicalCon-

tractors.

C. Miami-DadeCountyConstruction

Trades Qualifying Board.

D. Florida Board of Professional En-

gineers.

104.10.3.2.1 Individuals holding licenses

as aClass "B"AirConditioningContrac-

tor, with a current Certificate of Compe-

tency issued by the above-mentioned

Boards, shall have duties limited to the

examination of air conditioning andme-

chanical plans within the scope of his or

her Certificate of Competency.

104.10.4 Certification of the Plumbing Plans Exam-

iner. To be eligible for appointment as a Plumbing

Plans Examiner, such person shall be certified as

required by BCAIB as a Plumbing Plans Examiner

and as a Plumbing Inspector. Engineers are exempt

from BCAIB certification.

104.10.4.1 Such person shall be certified by

BORA and shall meet at least one of the fol-

lowing qualifications:

104.10.4.1.1 An Engineer in the disci-

pline requested and having practiced for

a minimum of five (5) years within the

State of Florida.

104.10.4.1.2APlumbing Inspector serv-

ing for a minimum of one (1) year for an

AHJ or school board within the State of

Florida and who complies with at least

one (1) of the qualifications of Section

104.14.3.1.
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104.10.4.2Each of the applicants shall possess

a current Certificate of Competency or a Pro-

fessional License in the discipline requested as

aMaster Plumber or Plumbing Contractor or

Engineer issued by at least one (1) of the fol-

lowing entities:

A. Florida Construction Industry Li-

censing Board.

B. Broward County Central Examin-

ing Board of Plumbers.

C. Miami-DadeCountyConstruction

Trades Qualifying Board.

D. Florida Board of Professional En-

gineers.

104.11 Powers andDuties of the Electrical,Mechanical,

Plumbing, Roofing and Structural Inspector. The Elec-

trical, Mechanical, Plumbing, Roofing, and Structural

Inspectors shall comply with rules and regulations of

this Code, enforcing all the laws, rules and regulations

relating thereto in the area of jurisdiction and enforc-

ing all the provisions of this Code. If defects, omissions

or violations exist on any other part relating towork for

which approval is requested, the issuance of the Ap-

proval shall be withheld until corrections have been

made to the defective portion and the same aremade to

complywith this Code. The Inspector shall serve notice

to the contractor/representative or owner/representa-

tive in writing, stating the reasons therefore and citing

the relevant code section(s) of this Code.

104.12 Electrical Inspector. As set forth herein:

104.12.1Appointment of anElectrical Inspector.Each

appointing authority shall appoint a person quali-

fied as set forth in Section 104.12.3 to serve as an

Electrical Inspector. To be eligible for appointment

as an Electrical Inspector, such person shall be cer-

tified by BORA.

104.12.2 Powers and Duties of the Electrical Inspec-

tor.

104.12.2.1 Such employee shall have the duties

and powers as delegated by the Chief Electri-

cal Inspector except that the Chief may not

delegate authority to subordinates to interpret

provisions of this Electrical Code.

104.12.2.2 It shall be the duty of the Electrical

Inspector to inspect any work on electrical

installations shall be held to include and gov-

ern all work and materials used in installing,

maintaining and/or extending a systemof elec-

trical wiring for the use of light, heat, power or

low voltage systems, and all appurtenances,

apparatus, or equipment used in connection

therewith, inside of or attached to any build-

ing or structure, lot or premises) and every

electrical system or device, (all wiring, appara-

tus and equipment, and all installations for

light, heat, power and low voltage systems),

installed in new construction, additions, alter-

ations or repairs to existing electrical systems,

apparatus or equipment in existing construc-

tion.

104.12.2.3 The Electrical Inspector shall issue

an Approval for all installations of light, heat,

power and lowvoltage systems (burglar alarms,

central vacuums, communications, computer

systems, fiber optics, fire alarms, telephone,

television and all other systems ninety-eight

(98) volts and less) that comply with the rules

and regulations of this Electrical Code.

104.12.2.4 A 30-day temporary electrical ser-

vice connection shall be approved by the Elec-

trical Inspector, where the need for electrical

power exists, if the wiring installation, appa-

ratus or equipment is found to be in a safe

operating condition. Under these circum-

stances, an application for temporary service

shall be made in writing by the electrical con-

tractor, firm, corporation, or owner request-

ing a temporary service connection to the pub-

lic utility system or isolated generating plant.

104.12.2.5 The Electrical Inspector is hereby

empowered to inspect or re-inspect any wir-

ing, equipment or apparatus used in the instal-

lation of light, heat, power or low voltage

systems and if this wiring, equipment, appara-

tus or low voltage system is found to be unsafe

to life or property, the Electrical Inspector

shall serve notice to the owner and/or opera-

tor, in writing, stating the reasons therefore

and citing the relevant code section(s) of this

Electrical Code, that the hazardous wiring, or

equipment exists and shall be corrected within

a reasonable period of time.

104.12.2.6 The Electrical Inspector is hereby

given the power to disconnect extension cords,

temporary wiring, branch circuits, feeder con-
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ductors or the main service supplying electri-

cal energy to any portion of an electrical wir-

ing system in buildings, or on premises, if this

wiring is in the opinion of the Electrical In-

spector, considered to be hazardous to life or

property.Anyperson, firmor corporation sup-

plying current, shall disconnect service from

the source of supply upon instructions from

the Chief Electrical Inspector where hazards

are deemed to exist, after receiving written

notice citing the appropriate Code Section(s)

of this Electrical Code from the Electrical In-

spector.

104.12.3 Certification of the Electrical Inspector. To

be eligible for appointment as an Electrical Inspec-

tor, such person shall be certified as required by

BCAIB as an Electrical Inspector. Engineers are

exempt from BCAIB certification.

104.12.3.1 Such person shall be certified by

BORA and shall meet at least one of the fol-

lowing qualifications:

104.12.3.1.1 An Engineer in the disci-

pline requested.

104.12.3.1.2 Five (5) years construction

experience in the electrical discipline in a

supervisory capacity and possess a Cer-

tificate of Competency as aMaster Elec-

trician or Electrical Contractor.

104.12.3.1.3 Five (5) years construction

experience in the electrical discipline and

five (5) years' experience as an Electrical

Inspector certified by BCAIB and pos-

sess a Certificate of Competency as a

MasterElectricianorElectricalContrac-

tor.

104.12.3.1.4 Seven (7) years construc-

tion experience in the electrical disci-

pline and possess a Certificate of Com-

petency as a Journeyman Electrician.

104.12.3.1.5 Ten (10) years' experience

as an Electrical Inspector certified by

BCAIB. A person with multi-discipline

certifications can only be certified in one

(1) discipline. A person certified under

this section is exempt from Section

104.12.3.2.

104.12.3.2Each of the applicants shall possess

a current Certification of Competency or a

ProfessionalLicense in the discipline requested

as a Master Electrician or Electrical Contrac-

tor or Journeyman Electrician or Engineer

issued by at least one (1) of the following

entities:

A. Florida Electrical Contractors Li-

censing Board.

B. Broward County Central Examin-

ing Board of Electricians.

C. Miami-DadeCountyConstruction

Trades Qualifying Board, Block

proctored.

D. Florida Board of Professional En-

gineers.

104.12.3.3An applicant for Certification as an

Electrical Inspector under the provisions of

this Section who is a graduate from an accred-

ited school holding a Bachelor or anAssociate

of Science Degree in Electrical Engineering

may be credited for two (2) years for a Bache-

lor Degree or one (1) year for an Associate

Degree towards the combined experience re-

quirements. This credit is not applicable to-

wards the requirements under Section

104.12.3.1.1.

104.13 Mechanical Inspector. As set forth herein:

104.13.1 Appointment of a Mechanical Inspector.

Each appointing authority shall appoint a person

qualified as set forth in Section 104.13.3 to serve as

Mechanical Inspector. To be eligible for appoint-

ment as a Mechanical Inspector, such person shall

be certified by BORA.

104.13.2Powers andDuties of theMechanical Inspec-

tor.

104.13.2.1 Such employee shall have the duties

and powers as delegated by theChief Mechan-

ical Inspector except that the Chief may not

delegate authority to subordinates to interpret

provisions of this Mechanical Code.

104.13.2.2 The Mechanical Inspector shall is-

sue anApproval for all installations of mechan-

ical systems, including alterations, repairs, re-

placement, equipment, appliances, fixtures,

fittings and/or appurtenances thereto, includ-

ing ventilating, heating, cooling, air condition-
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ing and refrigeration systems andother energy-

related systems that comply with the rules and

regulations of this Mechanical Code.

104.13.2.3 It shall be the duty of the Mechan-

ical Inspector to inspect all installations of

ventilation, air conditioning and refrigeration

systems and equipment. Existing installations

not conforming to the requirements of this

Mechanical Code shall be made to comply,

when relocated, or when altered or repaired, in

compliance with the FBC, Existing Building.

TheMechanical Inspector shall enforce all the

laws, rules and regulations relating thereto in

the area of jurisdiction and to enforce all the

provisions of this Mechanical Code.

104.13.3 Certification of the Mechanical Inspector.

To be eligible for appointment as a Mechanical

Inspector, such person shall be certified as required

by the BCAIB as aMechanical Inspector. Engineers

are exempt from BCAIB certification.

104.13.3.1 Such person shall be certified by

BORA and shall meet at least one (1) of the

following qualifications:

104.13.3.1.1 An Engineer in the disci-

pline requested.

104.13.3.1.2 Five (5) years construction

experience in the mechanical discipline

in a supervisory capacity and possess a

Certificate of Competency as a Master

Mechanical or Mechanical Contractor

or Class "A" Air Conditioning Contrac-

tor or Class "B" Air Conditioning Con-

tractor.

104.13.3.1.3 Five (5) years construction

experience in the mechanical discipline

and five (5) years' experience as a Me-

chanical Inspector certified by BCAIB

and possess aCertificate of Competency

as a Master Mechanical or Mechanical

Contractor or Class "A" Air Condition-

ing Contractor or Class "B" Air Condi-

tioning Contractor.

104.13.3.1.4 Seven (7) years construc-

tion experience in the mechanical disci-

pline and possess a Certificate of Com-

petency as a Journeyman Mechanical.

104.13.3.1.5 Ten (10) years' experience

as a Mechanical Inspector certified by

BCAIB. A person with multi-discipline

certifications can only be certified in one

(1) discipline. A person certified under

this section is exempt from Section

104.13.3.2.

104.13.3.2Each of the applicants shall possess

a current Certificate of Competency or a Pro-

fessional License in the discipline requested as

aMasterMechanical orMechanical Contrac-

tor or Class "A" Air Conditioning Contractor

or Class "B" Air Conditioning Contractor or

Journeyman Mechanical or Engineer issued

by at least one (1) of the following entities:

A. Florida Construction Industry Li-

censing Board.

B. Broward County Central Examin-

ing Board of Mechanical Contrac-

tors andSpecialtyMechanicalCon-

tractors.

C. Miami-DadeCountyConstruction

Trades Qualifying Board.

D. Florida Board of Professional En-

gineers.

104.13.3.2.1 Individuals holding licenses

as aClass "B"AirConditioningContrac-

tor, with a current Certificate of Compe-

tency issued by the above-mentioned

Boards, shall have duties limited to the

inspection of air conditioning and me-

chanical work within the scope of his or

her Certificate of Competency.

104.13.3.3 An applicant for Certification as a

Mechanical Inspector under the provisions of

this Section who is a graduate from an accred-

ited school holding a Bachelor or anAssociate

of Science Degree in Mechanical Engineering

may be credited for two (2) years for a Bache-

lor Degree or one (1) year for an Associate

Degree towards the combined experience re-

quirements. This credit is not applicable to-

wards the requirements under Section

104.13.3.1.1.

104.14 Plumbing Inspector. As set forth herein:

104.14.1 Appointment of a Plumbing Inspector.Each

appointing authority shall appoint a person quali-

fied as set forth in Section 104.14.3 to serve as
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Plumbing Inspector. To be eligible for appointment

as a Plumbing Inspector, such person shall be certi-

fied by BORA.

104.14.2 Powers and Duties of the Plumbing Inspec-

tor.

104.14.2.1 Such employee shall have the duties

and powers as delegated by the Chief Plumb-

ing Inspector except that the Chief may not

delegate authority to subordinates to interpret

provisions of this Plumbing Code.

104.14.2.2 The Plumbing Inspector shall issue

an Approval for all installations of plumbing

and sanitary systems, appliances, plumbing

fixtures, fittings and/or appurtenances thereto,

including heating and storing water, backflow

and backsiphonage, public and private sewer

disposal and drainage systems that comply

with the rules and regulations of this Plumb-

ing Code.

104.14.2.3 It shall be the duty of the Plumbing

Inspector to inspect all newplumbing or drain-

age systems or parts thereof or additions, al-

terations, repairs or changes to the existing

plumbing or drainage installations or fixtures

or appliances shall conform to the require-

ments of this Plumbing Code. The Plumbing

Inspector shall enforce all the laws, rules and

regulations relating thereto in the area of ju-

risdiction and to enforce all the provisions of

the Plumbing Code.

104.14.2.4 It shall be the duty of the Plumbing

Inspector to inspect any Plumbing system, he

or she has reason to believe has become unsan-

itary or deflective. Nothing contained in this

PlumbingCode shall be deemed to require any

plumbing or drainage system or part thereof,

or any other work regulated by this Plumbing

Code and existing prior to the effective date of

this Plumbing Code, to be altered, changed,

reconstructed, removed or demolished if such

work was installed in accordance with all ap-

plicable laws in effect prior to the date this

Plumbing Code became effective, except when

any suchplumbing or drainage systemor other

work regulated by this Plumbing Code is dan-

gerous, unsafe, unsanitary or a menace to life,

healthorproperty, in theopinionof thePlumb-

ing Inspector.

104.14.2.5 All installations regulated by this

Plumbing Code or related drainage work shall

be maintained and executed in such a manner

as to not constitute a nuisance or to threaten

or impair the health of any individual or the

public in general. The contents of such instal-

lations shall not be permitted to overflow in a

building, on a premises or upon the surface of

the ground, street, or sidewalk. It shall be

unlawful for any person, firm, or corporation

whether owner or agent, to create, keep, cause,

maintain, propagate, or permit the existence

of a nuisance as defined in this PlumbingCode.

Any building or premises found to be unsani-

tary or inadequate, orwhich constitute a health

or safety hazard, or which by reason of illegal

use or improper use, occupancy or mainte-

nance constitute a violation of the provisions

of this Plumbing Code, shall be deemed to be

unsafe. The Plumbing Inspector shall have the

power to abate any nuisance by the issuance of

a notice to correct and/or eliminate the nui-

sance within a reasonable length of time.

104.14.3 Certification of the Plumbing Inspector. To

be eligible for appointment as a Plumbing Inspector,

such person shall be certified as required by BCAIB

as a Plumbing Inspector. Engineers are exempt from

BCAIB certification.

104.14.3.1 Such person shall be certified by

BORA and shall meet at least one of the fol-

lowing qualifications:

104.14.3.1.1 An Engineer in the disci-

pline requested.

104.14.3.1.2 Five (5) years construction

experience in the plumbing discipline in

a supervisory capacity andpossess aCer-

tificate of Competency as a Master

Plumber or Plumbing Contractor.

104.14.3.1.3 Five (5) years construction

experience in the plumbingdiscipline and

five (5) years' experience as a Plumbing

Inspector certified by BCAIB and pos-

sess a Certificate of Competency as a

Master Plumber or Plumbing Contrac-

tor.

104.14.3.1.4 Seven (7) years construc-

tion experience in the plumbing disci-

pline and possess a Certificate of Com-

petency as a Journeyman Plumber.
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104.14.3.1.5 Ten (10) years' experience

as a Plumbing Inspector certified by

BCAIB. A person with multi-discipline

certifications can only be certified in one

(1) discipline. A person certified under

this section is exempt from Section

104.14.3.2.

104.14.3.2Each of the applicants shall possess

a current Certificate of Competency or a Pro-

fessional License in the discipline requested as

aMaster Plumber or Plumbing Contractor or

Journeyman Plumber issued by at least one (1)

of the following entities:

A. Florida Construction Industry Li-

censing Board.

B. Broward County Central Examin-

ing Board of Plumbers.

C. Miami-DadeCountyConstruction

Trades Qualifying Board.

D. Florida Board of Professional En-

gineers.

104.14.3.3 An applicant for Certification as a

Plumbing Inspector under the provisions of

this Section who is a graduate from an accred-

ited school holding a Bachelor or anAssociate

of Science Degree in Mechanical Engineering

may be credited for two (2) years for a Bache-

lor Degree or one (1) year for an Associate

Degree towards the combined experience re-

quirements. This credit is not applicable to-

wards the requirements under Section

104.14.3.1.1.

104.15 Roofing Inspector. As set forth herein:

104.15.1 Appointment of a Roofing Inspector. Each

appointing authority shall appoint a person quali-

fied as set forth in Section 104.15.3 to serve as a

Roofing Inspector. To be eligible for appointment as

a Roofing Inspector, such person shall be certified

by BORA.

104.15.2 Powers and Duties of the Roofing Inspector.

104.15.2.1 Such employee shall have the duties

and powers as delegated by the Chief Struc-

tural Inspector except that the Chief may not

delegate authority to subordinates to interpret

provisions of this Code. A Roofing Inspector,

if properly certified, may be assigned to per-

form Roofing Inspections as delegated by the

Chief Structural Inspector. Certified Stan-

dard Inspectors may be assigned duties as a

Roofing Inspector.

104.15.2.2 The Roofing Inspector shall serve

notice to the Roofing Contractor/representa-

tive or owner/representative in writing, stating

the reasons therefore and citing the relevant

code section(s).

104.15.3 Certification of the Roofing Inspector. To

be eligible for appointment as a Roofing Inspector,

such person shall be certified by BCAIB as a Stan-

dard Inspector or Standard Roofing Inspector or be

a Florida Registered Architect or Florida Licensed

Professional Engineer in the discipline requested.

104.15.3.1 Such person shall also be certified

by BORA by meeting at least one of the fol-

lowing:

104.15.3.1.1Be a Florida Registered Ar-

chitect or a Florida Licensed Profes-

sionalEngineer in thediscipline requested

with two (2) years of HVHZ experience

or passing BORA's HVHZ exam.

104.15.3.1.2 Be a BCAIB certified Stan-

dard Inspector or Standard Roofing In-

spector with five (5) years of experience

within the State of Florida, two (2) years

of which shall have been within the

HVHZ or by passing BORA's HVHZ

exam. An individual qualifying through

this path shall be required to acquire a

Roofing Contractor license, by exam,

from either the Construction Industry

Licensing Board (CILB), Broward

County Examining Board or theMiami-

Dade Construction Trades Qualifying

Board, within one (1) year of initial cer-

tification.

104.15.3.1.3 Be a licensed Roofing Con-

tractor, by exam, from either the Con-

struction Industry Licensing Board

(CILB), Broward County Examining

Board or theMiami-Dade Construction

Trades Qualifying Board with at least

five (5) years of experience within the

State of Florida in the roofing discipline

with that License of which two (2) years

shall have been within the HVHZ or by

passing BORA's HVHZ exam.
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104.15.3.1.4 Five (5) years construction

experience within the State of Florida in

the roofing discipline in a supervisory

capacity of which at least two (2) years

shall have been within the HVHZ or by

passing BORA's HVHZ exam. An indi-

vidual qualifying through this path shall

be required to acquire a Roofing Con-

tractors License, by exam, from either

the Construction Industry Licensing

Board (CILB), Broward County Exam-

ining Board or the Miami-Dade Con-

structionTradesQualifyingBoard,within

one (1) year of initial certification as an

inspector.

104.15.3.1.5 Ten (10) years construction

experience within the State of Florida in

the roofing discipline of which at least

two (2) years shall have been within the

HVHZ or by passing BORA's HVHZ

exam. An individual qualifying through

this path shall be required to acquire a

Roofing Contractors License, by exam,

from either the Construction Industry

Licensing Board (CILB), Broward

County Examining Board or theMiami-

Dade Construction Trades Qualifying

Board, within one (1) year of initial cer-

tification as an inspector.

104.15.3.2 An applicant for Certification as a

Roofing Inspector under the provisions of this

section who is a graduate from an accredited

school holding a Bachelor or Associate of Sci-

ence Degree in Engineering, Architecture or

BuildingConstructionmay be credited for two

(2) years for Bachelor Degree or one (1) year

for anAssociateDegree towards the combined

experience requirements. This credit is not ap-

plicable towards the requirements under Sec-

tion 104.15.3.1.1.

104.15.3.3 An applicant for certification as

Roofing Inspector under the provisions of this

section may only substitute the required two

(2) years HVHZ experience with two (2) years

of statewide experience by passing the BORA

HVHZ exam.

104.16 Structural Inspector. As set forth herein:

104.16.1Appointment of a Structural Inspector.Each

appointing authority shall appoint a person quali-

fied as set forth in Section 104.16.3 to serve as a

Structural Inspector. To be eligible for appointment

as a Structural Inspector, such person shall be certi-

fied by BORA.

104.16.2 Powers and Duties of the Structural Inspec-

tor. Such employee shall have the duties and powers

as delegated by the Chief Structural Inspector ex-

cept that the Chief may not delegate authority to

subordinates to interpret provisions of this Code.

104.16.2.1The Structural Inspector shall serve

notice to the Structural Contractor/represen-

tative or owner/representative in writing, stat-

ing the reasons therefore and citing the rele-

vant code section(s).

104.16.2.2The Structural Inspector shall issue

an Approval for installations of all building

components, as listed in Section 110.3 of this

Code.

104.16.3 Certification of the Structural Inspector.To

be eligible for appointment as a Structural Inspec-

tor, such person shall be certified by BCAIB as a

Standard Inspector or be a Florida Registered Ar-

chitect or Florida Licensed Professional Engineer in

the discipline requested.

104.16.3.1 Such person shall also be certified

by BORA by meeting the requirements of at

least one (1) of the following:

104.16.3.1.1Be a Florida Registered Ar-

chitect or a Florida Licensed Profes-

sionalEngineer in thediscipline requested

with two (2) years of HVHZ experience

or by passing BORA's HVHZ exam.

104.16.3.1.2 Be a BCAIB certified Stan-

dard Inspector in the Structural disci-

pline with five (5) years of experience

within the State of Florida, of which,

two (2) years shall have been within

HVHZ or by passing BORA's HVHZ

exam. An individual qualifying through

this path shall be required to acquire a

G.C. license, by exam, within one (1)

year of initial certification as an inspec-

tor.

104.16.3.1.3 Be a licensed G.C. with at

least five (5) years of experience within

the State of Florida in the Structural

discipline with that license of which, two
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(2) years shall have been within the

HVHZ or by passing BORA's HVHZ

exam.

104.16.3.1.4 Five (5) years construction

experience in the Structural discipline in

a supervisory capacity of which at least

two (2) years shall have been within the

jurisdiction of HVHZ or by passing

BORA's HVHZ exam. An individual

qualifying through this path shall be re-

quired to acquire an Unlimited G.C. li-

cense, by exam, fromeither theConstruc-

tion Industry Licensing Board (CILB),

Broward County Examining Board or

the Miami-Dade Construction Trades

Qualifying Board, within one (1) year of

initial certification as an inspector.

104.16.3.1.5 Ten (10) years construction

experience in the Structural discipline of

which at least two (2) years shall have

beenwithin the jurisdictionof theHVHZ

or by passing BORA's HVHZ exam. An

individual qualifying through this path

shall be required to acquire an Unlim-

ited G.C. license, by exam, from either

the Construction Industry Licensing

Board (CILB), Broward County Exam-

ining Board or the Miami-Dade Con-

structionTradesQualifyingBoard,within

one (1) year of initial certification as an

inspector.

104.16.3.2 An applicant for Certification as a

Structural Inspector under the provisions of

this section who is a graduate from an accred-

ited school holding a Bachelor or Associate of

Science Degree in Engineering, Architecture

or Building Construction may be credited for

two (2) years for Bachelor Degree or one (1)

year for anAssociateDegree towards the com-

bined experience requirements. This credit is

not applicable towards the requirements un-

der Section 104.16.3.1.1.

104.16.3.3Limited Building or Residential In-

spector certificationsmay be issued to individ-

uals holding current Building Contractor or

Residential Contractor licenses and who oth-

erwise meet the requirements of the appropri-

ate section under which they are qualifying,

with duties limited to the scope of work autho-

rized by their license.

104.16.3.4 An applicant for certification as

Structural Inspector under the provisions of

this section may only substitute the required

two (2) year HVHZ experience with two (2)

years of statewide experience by passing the

BORA HVHZ exam.

104.15.3.5Building Inspectors (structural) cer-

tified by BORA on or after July 1st, 2020 shall

be required to obtain a Reinforced Unit Ma-

sonry certification within two years from their

initial BORA certification date.

104.17Certification of BuildingDepartments andBuild-

ingCode InspectionEnforcementPersonnel.BORAshall

certify each and every BuildingDepartment after it has

determined to its satisfaction that the Building Code

Inspection Enforcement Personnel are qualified by the

provisions of this Code. These positions shall include

at a minimum the Building Official, Chief Electrical

Inspector, Chief Mechanical Inspector, Chief Plumb-

ing Inspector, and Chief Structural Inspector.

104.17.1Only such persons that have been examined

and certified by BORA may be appointed or have

the powers and duties of a Building Official, Assis-

tantBuildingOfficial, orChief Inspector.EachBuild-

ing Official, Assistant Building Official, and Chief

Inspector shall obtain a separate card for each gov-

ernmental AHJ by which he or she is employed.

Plans Examiners and Inspectors shall be issued a

single certification card that is valid Countywide

upon approval.

104.17.2 The certification of Building Department

Inspection Personnel may be revoked, for cause, by

BORA. BORAmay deny, refuse to renew, suspend,

or revoke BORA certificate of a Building Official,

Assistant Building Official, Chief Inspector, Plans

Examiner, or Inspector if it finds that any of the

following grounds exist:

A. Any cause for which issuance of a certif-

icate could have been refused had it then

existed and been known to BORA.

B. Violation of FBC.

C. Falsification of records relating to the

certificate.
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D. Having been found guilty of or having

pleaded guilty or nolo contendere to a

felony, whether or not a judgment of

conviction has been entered.

E. Failure to meet any of the renewal re-

quirements.

F. Having been convicted of a crime in any

jurisdiction which directly relates to the

practice of the building code inspection,

plan review, or administration.

G. Making or filing a report or record that

the certificate holder knows to be false,

or knowingly inducing another to file a

false report or record, or knowingly fail-

ing to file a report or record required by

the state or local law, or knowingly im-

peding or obstructing such filings, or

knowingly inducing another person to

impede or obstruct such filing.

H. Failure to properly enforce applicable

building codes or permit requirements

within this state which the certificate

holder knows are applicable by commit-

tingwillfulmisconduct, gross negligence,

gross misconduct, repeated negligence,

or negligence resulting in a significant

danger to life or property.

I. Accepting labor, service, or materials at

no charge or at a noncompetitive rate

fromanypersonwhoperformswork that

is under the enforcement authority of

the certificate holder and who is not an

immediate family member of the certifi-

cate holder. For the purpose of this para-

graph, the term "immediate familymem-

ber" means a spouse, child, parent,

sibling, grandparent, aunt, uncle, or first

cousin of the person or the person's

spouse or any person who resides in the

primary residence of the certificate

holder. BORA upon verification of the

above grounds, shall immediately notify

the Building Official, Assistant Building

Official, Chief Inspector, Plans Exam-

iner and/or the Inspector involved, who,

upon notification from BORA, shall ap-

pear before the Board to explain why his

or her certification should not be re-

voked.

104.17.3 When Building Departments fail to meet

certification criteria, they will immediately be noti-

fied to cease activities until such time as require-

ments of this Code are met.

104.17.4 Application for certification shall contain

such pertinent information as is considered relevant

by BORA.

104.17.5 Certification shall be for the remainder of

the current biennial certification period for initial

employment and shall be renewed biennially on Jan-

uary 1 of each even-numbered year thereafter.When

a Building Official, Assistant Building Official or

Chief Inspector, resigns from his or her position, his

or her card becomes inactive until he or she again

returns towork for a BuildingDepartment, at which

time, upon proper application, he or she will be

issued a new certification card, at a renewal fee in the

amount appropriate for each discipline according to

BORA Fee Schedule for Certification.

104.17.6 Applications for certification will not be

considered unless the application is made on a form

prescribed by BORA.

104.17.7 Certification Fee. Reserved.

104.17.8 Within ten (10) days of receipt of a prop-

erly completed application, the Secretary to BORA

(Administrative Director) shall, after performing a

review of the application: grant temporary certifica-

tion, limit certification to a particular discipline or

deny it, stating the reasons for denial. Any such

determination is subject to final review and approval

or revision by BORA. The temporary certification

shall only be effective through the date of final

action by BORA with respect to the application.

The Secretary of BORA may delegate this duty to

the Chief Code Compliance Officers.

104.17.9 Certification may be withdrawn, rescinded

or suspended if, upon investigation, it is found that

the certified person has failed to enforce the Code,

abused the powers of office, or withheld or con-

cealed information on the application which, if

known to BORA, may have been cause for denying

certification.

104.17.10 Any person, whose certification has been

denied, withdrawn or rescinded, may appeal to

BORA in open meeting and may produce witnesses

and be represented by counsel in support of his or

her claim.
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104.17.11 Suspension of Certification Requirements.

See Section 113.11.7.

104.18Recertificationof BuildingDepartmentsandBuild-

ing Code Inspection Enforcement Personnel.

104.18.1 All Building Departments shall be recerti-

fied biennially byBORA.Tobe recertified, all Build-

ing Officials, Assistant Building Officials, Chief In-

spectors, Plans Examiners, and Inspectors who are

presently certified by BORA, shall meet the follow-

ing criteria and comply with the current require-

ments for initial certification:

104.18.1.1 Be currently certified by BORA.

104.18.1.2Be presently employed by a govern-

mental AHJ (Building Department) within

Broward County. See Section 104.17.

104.18.1.3 All Building Officials, Assistant

Building Officials, Chief Inspectors, Plans Ex-

aminers, and Inspectors, to be recertified shall

obtain twenty-eight (28) contact hours within

a two (2) consecutive calendar year biennial

renewal period (starting January 1, on an even

year, through December 31, of the next odd

year) by attending formal education courses,

workshops, and seminars, any of which shall

be approved by BORA, the Miami-Dade

County Code Compliance Office, the BCAIB,

the Construction Industry Licensing Board,

or theElectrical Contractors LicensingBoard,

and be related to the individual's discipline.

Continuing education contact hours shall in-

clude courses approved as discipline specific

category (courses which are specific to the

code chapters enforced by the specific disci-

pline) andnon-discipline specific category. Spe-

cific courses mandated for license holders by

the State of Florida Boards shall be classified

as non-discipline specific, unless clearly indi-

cated as discipline specific by a State agency. A

minimum of one-half (½) of the twenty-eight

(28) contact hourswithin a two (2) consecutive

calendar year biennial renewal period shall be

discipline specific category.Meetings of BORA

Committees shall be counted as one (1) hour

in the non-discipline specific category andpro-

fessional associationmeetings shall be counted

as not to exceed one (1) hour in the discipline

specific category for a maximum of fourteen

(14) contact hourswithin a two (2) consecutive

calendar year biennial renewal period. Unless

authorized by BORA Staff online education

courses, workshops and seminars do not meet

this requirement and shall not be accepted.

104.18.1.4 Prorating of continuing education

contact hours. For any person newly certified,

the required continuing education is prorated

according to the number of months remaining

in the renewal period. To determine the con-

tinuing education required, divide the number

of months remaining in the renewal period

from the time of certification by twenty-four

(24) and multiply the result by twenty-eight

(28). The result, rounded up to the next round

number, is the number of continuing educa-

tional hours required. Half of these hours

shall be discipline specific. Any person newly

certifiedwithin less than six (6)months remain-

ing in the renewal period shall not be required

to have any continuing educational credits.

104.18.2 A previously employed Building Official,

Assistant Building Official, Chief Inspector, Plans

Examiner or Inspector may be recertified biennially

upon the presentation of twenty-eight (28) contact

hours of education accumulated during the previ-

ous two (2) consecutive calendar years.

104.18.3 If certification is not renewed and allowed

to lapse, the application for recertification shall be

accompanied with proof acceptable to BORA that

the twenty-eight (28) contact hour requirement of

continued education has been met.

104.18.4 By December 5 of the second year (the

odd-numbered year) of a biennially renewal period,

on a form as approved by BORA, each Building

Official shall submit to BORA a list of currently

employed personnel who are to be recertified for the

ensuing new biennial renewal period, on a form as

approved byBORA.Recertification is to be effective

on January 1 of each biennial renewal period (the

even-numbered year).

104.19 Fire Prevention Bureau. A Fire Prevention Bu-

reau shall be established within the fire department,

under the direction of the Fire Chief, which shall con-

sist of such fire department personnel as may be as-

signed thereto, by the Fire Chief, in accordance with

the requirements prescribed herein. The function of

this bureau shall be to assist the Fire Chief in the

administration and enforcement of the Fire Protection
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Provision of this Code, and FFPC. Personnel assigned

to the bureau as the Fire Marshal, Fire Code Official,

Fire Plans Examiner, and/or Fire Inspector shall be

certified by BORA. As set forth herein: (See also

Broward Local Fire Amendments to FFPC.)

104.19.1 Appointment, Powers and Duties and Certi-

fication of the Fire Marshal/Fire Code Official, Fire

Plans Examiner, and/or Fire Inspector. There shall

be appointed by the Fire Chief, certain fire preven-

tion personnel to be assigned to the Fire Prevention

Bureau to serve as Fire Marshal/Fire Code Official,

Fire Plans Examiner, and/or Fire Inspector.

104.19.1.1 Certification of Fire Marshal/Fire

Code Official, Fire Plans Examiner, and/or

Fire Inspector shall comply with the require-

ments set forth in theBrowardCountyAmend-

ments to the FFPC.

104.19.1.2 Powers and Duties. The Fire Mar-

shal or Fire Code Official, Fire Plans Exam-

iner, and/or Fire Inspector shall be vested with

the powers and perform the duties as set forth

in the Broward County Amendments to the

FFPC.

104.19.2.1No enforcing agency may issue any

permit for construction, erection, alteration,

repair, or demolition until the Building Offi-

cial, in conjunction with the appropriate fire

plans examiner, has reviewed the plans and/or

specifications for such proposal and both offi-

cials have found the plans and/or specifica-

tions to be in compliance with FFPC and the

applicable fire safety standards as determined

by the local authority in accordancewithFFPC

andChapter 633, Florida Statutes. In the event

that agreement cannot be reached between the

Building and Fire Officials, the dispute shall

be referred to the Fire Code Committee for

review and recommendation to BORA.

104.19.2.2 Industrial construction on sites

where design, construction, and fire safety are

supervised by appropriate design and inspec-

tion professionals and which contain ade-

quate in-house fire departments, is exempt;

subject to local government option, from re-

viewof plans and/or specifications and inspec-

tions, providing owners certify that applicable

codes and standards have beenmet and supply

appropriate approved drawings to the building

department. The enforcing agency shall issue

a permit to construct, erect, alter, repair, or

demolish any building when the plans and/or

specifications for such proposal comply with

the Fire Protection Provisions of this Code,

FFPC, and Chapter 633, Florida Statues.

104.19.2.3 Approval of Fire Department ac-

cessibility and all tests of fire alarm detection

and suppression systems, smoke evacuation

systems and life safety systems shall be con-

ducted prior to final structural inspection and

issuance of Certificate of Occupancy. (See Sec-

tion 111.)

104.20 Stop-Work Orders. See Section 115, StopWork

Order.

104.21 Orders to Eliminate Dangerous or Hazardous

Conditions.Whenever the Fire Chief or his or her duly

authorized representative shall find in any building or

upon any premises, dangerous or hazardous conditions

or materials, including, but not limited to violations of

the requirements encompassed in Chapter 633, Florida

Statutes, or the following paragraphs, he or she shall

order such violations and dangerous conditions or ma-

terials removed or remedied.

104.21.1 Dangerous or unlawful amounts of com-

bustible or explosive or otherwise hazardous mate-

rials.

104.21.2 Hazardous conditions arising from defec-

tive or improperly installed equipment for handling

or using combustible or explosive or otherwise haz-

ardous materials.

104.21.3Dangerous accumulationof rubbish,waste-

paper, boxes, shavings, or other flammable materi-

als.

104.21.4Accumulations of dust or wastematerial in

air conditioning or ventilation systems or of grease

in kitchen or other exhaust ducts.

104.21.5 Obstructions to, on, or under fire escapes,

stairs, passageways, or doors, liable to interfere with

the operations of the fire department or egress of

occupants; locked exits shall constitute an unsafe

condition.

Exception: Unless permitted by the Fire Protection

Provisions of this Code and FFPC.
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104.21.6 Obstruction to windows. Where windows

are required to provide the second means of escape

from a room or area, the following are prohibited:

A. Bars that cannot be opened from the

inside.

B. Other obstructions such as security grills.

Exception:Only one (1) window is required to

meet the above where two (2) windows are in

the same room or area.

104.21.7 Any building or other structure which, for

want of repairs, lack of adequate exit facilities, au-

tomatic or other fire alarm apparatus or fire extin-

guishing equipment, or by reason of age or dilapi-

dated condition, or from any other cause, create a

hazardous condition.

104.21.8Any building or structure vacated or unoc-

cupied shall be properly secured to prevent entry by

unauthorized persons.

104.21.9The improper storage, transporting or han-

dling of all classes of flammable or combustible

liquids or otherwise hazardous substances any place

within the enforcing jurisdiction.

104.22 Certification. All Fire Department Inspection

Personnel shall be certified by BORA as set forth in the

current Broward County Amendments to the FFPC.

104.23 Recertification. All Fire Department/Fire Pre-

vention Bureau Inspection Personnel shall be recerti-

fied by BORA as set forth in the current Broward

County Amendments to the FFPC.

104.24 Applications and permits.Reserved. See Section

105.

104.25 Notices and Orders. The Building Official or his

or her duly authorized representative and/or FireMar-

shal/Fire Code Official or his or her duly authorized

representative shall issue all necessary notices or orders

to ensure compliance with this Code, the Fire Protec-

tion Provisions of this Code, FFPC, and all Fire Codes.

104.25.1 Concealed Work. The Building Official or

his or her duly authorized representative and/or Fire

Marshal/Fire CodeOfficial or his or her duly autho-

rized representativemay order portions of the struc-

tural frame of a building and/or structure to be

exposed for inspection when, in his or her opinion,

there is a good reason to believe that a building or

portion thereof is in an unsafe or dangerous condi-

tion or that there is willful or negligent concealment

of a violation of this Code, the Fire Protection

Provisions of this Code, FFPC, and all Fire Codes.

104.26 Inspections. Reserved. See Section 110.

104.27 Identification. Reserved.

104.28 Right of Entry. Upon presentation of proper

credentials, the Building Official or his or her duly

authorized representativeor theFireChief/FireMarshal/

Fire Code Official or his or her duly authorized repre-

sentative may enter, at any reasonable time, any build-

ing, structure or premises for the purpose of making

any inspection or investigation, which falls under the

provisions of this Code, and FFPC.

104.29 Department records. Reserved.

104.30 Liability. Reserved.

104.31 Modifications. Reserved.

104.32 Alternative materials, design and methods of

construction and equipment.The provisions of the tech-

nical codes are not intended to prevent the installation

of any material or to prohibit any design or method of

construction not specifically prescribed by this Code,

provided any such alternative has been reviewed and

approved by the BuildingOfficial and/or FireMarshal/

Fire Code Official (according to the Fire Protection

Provisions of this Code and FFPC). An alternative

material, design or method of construction shall be

approved where the Building Official and/or Fire Mar-

shal/Fire Code Official (according to the Fire Protec-

tion Provisions of this Code and FFPC) finds that the

proposed design is satisfactory and complies with the

intent of the provisions of this Code, and that the

material, method of construction offered for the pur-

pose intended; is at least the equivalent of that pre-

scribed in the technical codes in quality, strength, effec-

tiveness, fire resistance, durability and safety. Where

alternate life safety systems are designed, the "SFPE

Engineering Guide to Performance-Based Fire Protec-

tion Analysis andDesign of Buildings", or other meth-

ods approved by the BuildingOfficial and/or FireMar-

shal/FireCodeOfficial (according to theFireProtection

Provisions of this Code and FFPC) may be used. The

Building Official and/or Fire Marshal/Fire Code offi-

cial (according to the Fire Protection Provisions of this

Code and FFPC) shall require that sufficient evidence

or proof be submitted to substantiate any claim made

regarding the alternative. Where the alternative mate-

§ 104FLORIDA BUILDING CODE

27FBC 7th Edition, 2020

UniquePageID
UniquePageID
15755_06089136



rial, design or method of construction is not approved,

the building official shall respond inwriting, stating the

reasons why the alternative was not approved.

104.32.1 Research reports. Supporting data, where

necessary to assist in the approval of materials or

assemblies not specifically provided for in this Code,

shall consist of valid research reports fromapproved

sources.

104.32.2 Tests. Whenever there is insufficient evi-

dence of compliance with the provisions of this

Code, or evidence that a material or method does

not conform to the requirements of this Code, or in

order to substantiate claims for alternativematerials

or methods, the Building Official shall have the

authority to require tests as evidence of compliance

to be made at no expense to the jurisdiction. Test

methods shall be as specified in this Code or by

other recognized test standards. In the absence of

recognized and accepted test methods, the building

official shall approve the testing procedures. Tests

shall be performed by an approved agency. Reports

of such tests shall be retained by the Building Offi-

cial for the period required for retention of public

records.

104.32.3 Accessibility. Alternate designs and tech-

nologies for providing access to and usability of a

facility for persons with disabilities shall be in accor-

dance with provisions of the FBC, Accessibility.

104.33 Standards. The types of construction or mate-

rials or methods of design referred to in this Code shall

be considered as standards of quality and strength.

New types of construction or materials or methods of

design shall be at least equal to these standards for the

corresponding use intended.

104.34 Approved materials and equipment. Materials,

equipment, and devices approved by the Building Offi-

cial shall be constructed and installed in accordance

with such approval.

104.34.1 Used materials and equipment. The instal-

lation of used materials which meet the require-

ments of this Code for new materials is permitted.

Used equipment and devices shall not be installed

unless approved by the Building Official.

104.35 Application for the use of alternative methods

and materials.

104.35.1 Any person desiring to use types of con-

struction or materials or methods of design not

specificallymentioned in this Code shall file with the

Building Official and/or Fire Marshal/Fire Code

Official, in writing, authentic proof in support of

claims thatmay bemade regarding the sufficiency of

such types of construction or materials or methods

of design and request approval and permission for

their use. Such documentation shall be attached to

and be made a part of the permit documents.

104.35.2The Building Official and/or FireMarshal/

Fire CodeOfficial shall approve such alternate types

of construction or materials or methods of design if

it is clear that the standards of this Code are at least

equaled. If, in the opinion of the Building Official

and/or Fire Marshal/Fire Code Official, the stan-

dards of this Code will not be satisfied by the re-

quested alternate, he or she shall refuse approval.

104.36 Appeal.Any person, whose request for alternate

types of construction and materials or methods of

design has been denied by the Building Official and/or

FireMarshal/Fire CodeOfficial, may appeal to BORA

or Fire Code Committee by written request to the

Secretary of the Board, and such written request shall

be transmitted to BORA or Fire Code Committee if

fire related. For fire related appeals see FFPC.

104.37 Appeal by Others. Any person, in whose

considered opinion an action by the Building Offi-

cial or FireMarshal/Fire CodeOfficial approving or

disapproving construction under this Code does not

satisfy the standards of the Code for reasons of

safety, quality or strength, may appeal to BORA by

written request to the Secretary of the Board, and

such written request shall be transmitted to BORA

or BORA Fire Code Committee. For fire related

appeals see FFPC.

Section 105 Permits

105.1 Required. Any owner or authorized agent who

intends to construct, enlarge, alter, repair, move, re-

move, demolish or to change the occupancy any build-

ing, structure, or to erect, install, enlarge, alter, repair,

remove, convert or replace any impact-resistant cover-

ings, electrical, gas, mechanical or plumbing system,

the installation of which is regulated by this Code, or to

cause any such work to be done; shall first make appli-

cation to the Building Official and/or Fire Code Offi-

cial as indicated in FFPC or a duly authorized repre-

sentative and obtain the required permits.

105.1.1 Annual Facility Permit. The Building Offi-

cial is authorized to issue an annual facility permit

§ 104 BROWARD COUNTY AMENDMENTS

28FBC 7th Edition, 2020

UniquePageID
UniquePageID
15755_31421029



for any occupancy to facilitate routine maintenance

or emergency service, repair, refurbishing, minor

renovations of service systems or manufacturing

equipment installations/relocations.TheBuildingOf-

ficial shall be notified of major changes and shall

retain the right to make inspections at the site as

deemed necessary. An annual facility permit shall be

assessedwith an annual fee and shall be valid for one

(1) year from date of issuance. A separate permit

shall be obtained for each facility and for each con-

struction trade, as applicable. The permit applica-

tion shall contain a general description of the pa-

rameters of work intended to be performed during

the year.

105.1.2 Annual Facility Permit Records. The holders

of an annual premises permit shall maintain a de-

tailed record listing all work performed under such

annual facility permit on forms provided by the

Building Official and shall make that record avail-

able to the Building Official or his or her authorized

employees upon demand, in order that the work

may be inspected as deemed necessary. The holder

of the annual facility permit shall be responsible for

insuring that all work performed under such permit

conforms to this Code and if inspection reveals that

such work does not so conform, the work will be

corrected or removed. The annual premises permit

shall be subject to cancellation for violation of the

provisions of applicable regulations.

105.1.3 Food Permit. In accordance with Section

500.12, Florida Statutes, a food permit from the

Department of Agriculture and Consumer Services

is required of any person who operates a food estab-

lishment or retail store.

105.1.4 Public swimming pool. The local enforcing

agencymay not issue a building permit to construct,

develop, or modify a public swimming pool without

proof of application, whether complete or incom-

plete, for an operating permit pursuant to Section

514.031, Florida Statutes. A certificate of comple-

tion or occupancy may not be issued until such

operatingpermit is issued.The local enforcing agency

shall conduct its review of the building permit ap-

plication upon filing and is accordance with Chap-

ter 553, Florida Statutes. The local enforcing agency

may confer with the Department of Health, if nec-

essary, but may not delay the building permit appli-

cation review while awaiting comment from the De-

partment of Health.

105.2Work exempt from permit. Exemptions from per-

mit requirements of this Code shall not be deemed to

grant authorization for any work to be done in any

manner in violation of the provisions of this Code.

Permits shall not be required for the following:

A. No permit shall be required in this or any of

the following Sections for general mainte-

nance or repairs which do not change the oc-

cupancy and the value of which does not ex-

ceed fifteenhundreddollars ($1,500.00) in labor

and material as determined by the Building

Official.

B. No permit is required for the installation of a

concrete slab on grade in the right-of-way that

is less than two hundred fifty (250) square feet

in total, installed entirely within a public right-

of-way and solely for the purpose of accessi-

bility to public transportation shall not be

considered a structure as described in Section

105.1.

C. No permit shall be required for storm water

gutter systems installed on buildings regulated

by the FBC Residential, that have an eave

height of thirty (30) feet or less unless such

gutters are installed behind any part of the

eave drip metal.

D. Electrical.

1. No permit shall be required for installa-

tions performed by companies whose

work is regulated by Chapter 364, Flor-

ida Statutes, for unregulated inside tele-

phone wiring on new construction for

commercial occupancies.

2. No permit shall be required for installa-

tions performed by companies whose

work is regulated by Chapter 364, Flor-

ida Statutes, in single family occupan-

cies, whether detached or townhouse.

3. Permits shall not be required for the in-

stallation, replacement, removal or me-

tering of any load management control

device.

E. Gas.

1. Portable heating appliance not connected

to a building air distribution system.
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2. Replacement of anyminor part that does

not alter approval of equipment ormake

such equipment unsafe.

F. Mechanical.

1. Portable heating appliance not connected

to a building air distribution system.

2. Portable ventilation equipment not con-

nected to a building air distribution sys-

tem.

3. Portable cooling unit not connected to a

building air distribution system.

4. Steam, hot or chilledwater pipingwithin

any heating or cooling equipment regu-

lated by this Code.

5. Replacement of any part which does not

alter its approval or make it unsafe, in-

cluding replacement of thermostats.

6. Portable evaporative cooler.

7. Self-contained refrigeration system con-

taining ten (10) pounds (4.54 kg) or less

of refrigerant and actuated bymotors of

one (1) horsepower (746 W) or less.

8. The installation, replacement, removal,

or metering of any load management

control device.

9. Portable air compressors, dust collectors

and their correspondentdistributions sys-

tems.

10. Pool heating equipment. Plumbing and

electrical permits are required.

G. Plumbing.

1. The stopping of leaks in drains, water,

soil, waste or vent pipe provided, how-

ever, that if any concealed trap, drain

pipe, water, soil, waste or vent pipe be-

comes defective and it becomes neces-

sary to remove and replace the same

with new material, such work shall be

considered as new work and a permit

shall be obtained and inspection made

as provided in this Code.

2. The clearing of stoppages or the repair-

ing of leaks in pipes, valves, faucets or

fixtures, and the removal and reinstalla-

tion of water closets, provided such re-

pairs do not involve or require the re-

placement or rearrangement of valves,

pipes or fixtures.

3. The cleaning of septic tanks, or tempo-

rary placement of chemical toilets on

construction sites where such work is

located within the property lines.

H. Roofing.

1. No permit will be required for mainte-

nance or repair of any roof covering, as

provided in Chapter 15, for work not

exceeding fifteen hundred dollars

($1,500.00) as determined by the Build-

ing Official.

105.2.1Emergency repairs.Where equipment replace-

ments and repairs must be performed in an emer-

gency situation, the permit application shall be sub-

mitted within the next working business day to the

Building Official.

105.2.2 Minor repairs. Ordinary minor repairs may

be made with the approval of the Building Official

without a permit, provided the repairs do not in-

clude the cutting away of any wall, partition or

portion thereof, the removal or cutting of any struc-

tural beam or load-bearing support, or the removal

or change of any required means of egress, or rear-

rangement of parts of a structure affecting the egress

requirements; additionally, ordinary minor repairs

shall not include addition to, alteration of, replace-

ment or relocation of any standpipe, water supply,

sewer, drainage, drain leader, gas, soil, waste, vent or

similar piping, electric wiring systems ormechanical

equipment or other work affecting public health or

general safety, and such repairs shall not violate any

of the provisions of the technical codes.

105.2.3Public ServiceAgencies/OtherApprovals.An

enforcing authority may not issue a building permit

for any building construction, erection, alteration,

modification, repair or addition unless the permit

either includes on its face or there is attached to the

permit the following statement: "NOTICE: In addi-

tion to the requirements of this permit, theremay be

additional restrictions applicable to this property

that may be found in the public records of this

County, and there may be additional permits re-

quired from other governmental entities such as

water management districts, state agencies or fed-

eral agencies."
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In addition, the Building Official shall require that

the laws, rules and regulations of any other regula-

tory AHJ, and where such laws, rules and regula-

tions are applicable and are known to the Building

Official, shall be satisfied before a permit shall be

issued. The Building Official shall require such evi-

dence, as in his or her opinion is reasonable, to show

such other approvals. The BuildingOfficial shall not

thereby be held responsible for enforcement of such

other regulations as he or she is not specifically

authorized to enforce. Following are some, but not

necessarily all, other agencies having jurisdiction:

105.2.3.1 The Engineering Department, Fire

Department and/or Police Department for the

moving of buildings, structures and heavy

equipment over or the temporary blocking of

streets or other public spaces, or the tempo-

rary construction, or storage of material, or

construction operations on streets or other

public spaces; and for land clearing adjacent

to existing sidewalks; as well as for the dis-

charge of rainwater or other water runoff on

streets or other public spaces into the public

sewers.

105.2.3.2 The Fire Department for the burn-

ing of construction or demolition waste or the

use or storage of explosives.

105.2.3.3 The City and/or County Tax asses-

sor and Collector for the moving or demoli-

tion of any building or structure.

105.2.3.4BrowardCountyEnvironmental Pro-

tection and Growth Management Depart-

ment and/or Florida Department of Environ-

mental Regulation for (but not limited to):

A. The adequacy of waste treatment

plants receiving waste from indus-

trial, commercial, public, or dwell-

ing units.

B. Waste treatment and disposal sys-

tems.

C. Waste disposal wells.

D. Waste water collection systems.

E. Air pollution.

F. Underground and above ground

liquid fuel storage.

105.2.3.5 Broward County Health Depart-

ment, Florida Department of Health for (but

not limited to):

A. Onsite sewage treatment and dis-

posal systems.

B. Places where food or drink is pre-

pared or served to the public, but

not regulated by the Department

of Business and Professional Reg-

ulation or by the Department of

Agriculture and Consumer Ser-

vices.

C. Public water supply and supply

wells.

D. Public swimming pools.

E. Chemical toilets as set forth in Sec-

tion 311.1 of the Florida Plumb-

ing Code.

F. Mobile home parks as set forth in

Sections 513 and 723, Florida Stat-

utes.

105.2.3.6 The State Hotel Commission for the

construction, alterationoraddition tomultiple-

residential rental units or places where food

and/or drink is prepared or served to the pub-

lic.

105.2.3.7 The U.S. Army Corps of Engineers,

for construction of bulkheads or docks adja-

cent to or extending into navigable waters.

105.2.3.8Federal regulations limiting construc-

tion during periods of national emergency.

105.2.3.9 The Public Works Department for

bulkheads, docks, similar construction or fill

along water front property.

105.2.3.10 The Rules and Regulations of the

State Fire Marshal.

105.2.3.11 The State of Florida Bureau of

Elevator Inspectionand/or theBrowardCounty

Permitting, Licensing and Consumer Protec-

tion Division, Elevator Section.

105.2.3.12TheDepartment of Agriculture and

Consumer Services (Grocery stores and con-

venience stores) or Department of Business

and Professional Regulation (public restau-

rants).
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105.2.3.13 In addition to the plumbing permit,

permits shall be required by other regulating

authorities having jurisdiction. Following are

some, but not necessarily all, other required

permits:

A. Fire Department and Police De-

partment before obstructing or ex-

cavating in any public thorough-

fare;

B. Engineering Department before

cutting any street paving, sidewalk

curb or sewage system or part

thereof or appurtenance thereof;

or otherwise cutting, tapping or

piercing any public sewer or appur-

tenance thereof;

C. Building Official before the addi-

tion of any fixtures or the removal

or alteration of any structural or

load bearing members.

105.3 Application for Permit Required. Any applicant

desiring a permit to be issued by the Building Official

or Fire Code Official as required, shall first file an

application therefore in writing or electronically on a

form furnished by the Building Department or Fire

Department for that purpose.

105.3.0.1 Qualification of Applicant. Applica-

tion for permit will be accepted from owner,

qualifiedpersonsor firms, or authorizedagents.

105.3.0.1.1 Qualification of persons or

firms. Persons or firms shall be qualified

in accordance with the rules of the

Broward County Central Examining

Board, OrdinanceNo. 78-9 and Chapter

9 of the Broward County Codes; the

State of Florida, Department of Profes-

sional Regulation by authority of Chap-

ter 489, Parts One and Two of the Flor-

ida Statutes; or other Examining Boards

as specifically approved by BORA.

105.3.0.2 Application Form. Each application

for a permit, shall be submitted with the re-

quired fee, and filed with the Building Depart-

ment on the Broward County Uniform Build-

ingPermitApplication (effectiveApril 1, 2016)

furnished for that purpose (see Appendix A of

the Broward County Administrative Provi-

sions). The application shall describe the prop-

erty on which the proposed work is to be done

and shall include both the legal description

and more commonly known address. The ap-

plication shall also show the use or occupancy

of the building or structure; shall be accompa-

nied by plans and/or specifications as required

hereafter; shall state the value of the proposed

work; as specified in Section 109, shall give

such other information as reasonably may be

required by the Building Official to describe

the proposed work; and shall be attested by

the owner, qualified person or firm or autho-

rized agents. The Permit Application shall be

inscribed with the application date and the

Edition of the Code in effect and comply with

the requirements of Section 713.135(5) and

(6), Florida Statutes. The code in effect on the

date of application shall govern the project.

For a building permit for which an application

is submitted prior to the effective date of the

FBC, the state minimum building code in ef-

fect in the permitting jurisdiction on the date

of the application shall govern the permitted

work for the life of the permit and any exten-

sion granted to the permit.

Effective October 1, 2017, a local enforcement

agency shall post each type of building permit

application on its website. Completed applica-

tions must be able to be submitted electronically

to the appropriate building department. Ac-

cepted methods of electronic submission in-

clude, but are not limited to, e-mail submission

of applications in portable document format or

submission of applications through an elec-

tronic fill-in form available on the building de-

partment's website or through a third-party sub-

mission management software. Payments,

attachments, or drawings required as part of the

permit application may be submitted in person

in a nonelectronic format, at the discretion of

the building official.

105.3.0.3 Attesting of Application. The permit

application shall be signed in a space pro-

vided, before an officer duly qualified to ad-

minister oaths, by the owner, qualified person

or firm, or authorized agents. The contractor

may sign solely and independently from either

anOwner or Owner's Agent for the purpose of

applying for a building permit.
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105.3.0.4 Changes to Application. In the event

of a change in any material fact given in the

attested applicationwhich served as a basis for

issuing the permit, the permit holder shall

immediately file an amended attested applica-

tion detailing such changed conditions. In the

event the change in the attested application is a

change in the person responsible for the work,

the owner shall immediately stop thework and

notify theBuildingOfficial inwriting detailing

such changed conditions and any other infor-

mation required by the Building Official or in

lieu thereof a new attested permit application

shall be filed immediately by a new qualified

applicant. If such changed conditions are de-

termined to be in compliance with this Code

and other applicable regulations, an amended

building permit will be issued, without addi-

tional fee if the changed condition shall not be

greater than those permitted in the original

permit.

105.3.1 Action on application. The Building Official
and Fire Code Official or his or her duly authorized

representative shall examine or cause to be exam-

inedapplications forpermits andamendments thereto

within thirty (30) working days after plans and/or

specifications are submitted andaccepted for a build-

ing permit. The Building Official or his or her duly

authorized representative shall notify the applicant

in writing or electronically, that a permit is ready for

issuance or that additional information is required.

If the application or the construction documents do

not conform to the requirements of pertinent laws,

the Building Official and/or Fire Code Official shall

reject such application in writing or electronically,

stating the reasons therefore citing relevant code

sections. If the Building Official and after consult-

ing with the Fire Code Official is satisfied that the

proposedwork conforms to the requirements of this

Code, laws and ordinances applicable thereto, the

Building Official shall issue a permit therefore as

soon as practicable, to persons or firms qualified in

accordance with Section 105.3.0.1.1 and/or

FFPC.1.12. When authorized through contractual

agreement with a school board, in acting on appli-

cations for permits, the building official shall give

first priority to any applications for the construction

of, or addition or renovation to, any school or edu-

cational facility.

105.3.1.1 Not more than sixty (60) calendar

days after the date of such notification, where

such additional information has not been sub-

mitted or the permit has not been purchased,

the application and/or the permit shall be-

come null and void. If the 60th day falls on a

Saturday, Sunday or a National Holiday the

next business day shall be used for the 60th day.

The Building Official may extend such permit

application to be corrected or purchased for a

single period of sixty (60) days after the initial

expiration date if the request is inwriting, for a

good reason and is submitted prior to the

initial expiration date.

105.3.1.2 Where an application and/or a per-

mit has become null and void, an applicant

may again apply, as set forth in Section 105.3

of this Code, and such applications shall be

processed as though there had been no previ-

ous application.

105.3.1.3 If a state university, Florida college

or public school district elects to use a local

government's code enforcement offices, fees

charged by counties and municipalities for en-

forcement of the FBConbuildings, structures,

and facilities of state universities state colleges

and public school districts shall not be more

than the actual labor and administrative costs

incurred for plans review and inspections to

ensure compliance with the Code.

105.3.1.4 Permits shall be required for the fol-

lowing operations:

105.3.1.4.1 The erection or construction

of any building or structure, the adding

to, enlarging, repairing, improving, alter-

ing, covering, or extending of any build-

ing or structure.

105.3.1.4.2 The moving of any building

or structure within, into, through or out

of the area of jurisdiction, or themoving

of a building or structure on the same

lot.

105.3.1.4.3The demolition of any build-

ing or structure. (Refer to Sections

116.1.4, 105.18.)

105.3.1.4.4 The installation, alteration

or repair of any sanitary plumbing, wa-

ter supply, lawn sprinkler or gas supply

system, as provided in the FBC, Plumb-

ing, and/or FBC Fuel Gas.
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105.3.1.4.5 The installation, alteration

or repair of any electricalwiringor equip-

ment, as provided in Chapter 27, Electri-

cal Systems; except as allowed in Section

105.17 of this Code. Any alteration or

extension of an existing wiring system is

not considered to be maintenance or re-

pair.

105.3.1.4.6 The installation, alteration

or major repair of any boiler, pressure

vessel, furnace, steam-actuated machin-

ery, or heat producing apparatus, includ-

ing the piping and appurtenances thereto

as provided in this Code.

105.3.1.4.7The erection, remodeling, re-

locating, repair, altering, or removal of

any sign, as provided in Section 3107 of

this Code.

105.3.1.4.8 The erection, alteration or

repair of any awning or similar appurte-

nance, as defined in Section 202 of this

Code.

105.3.1.4.9 The storage and use of all

volatile, flammable, or combustible liq-

uids, gases, and materials, but such per-

mits shall not be issued without the en-

dorsement of the Fire Chief, or his/her

designee, as provided in the FFPC.

105.3.1.4.10 The application, construc-

tion, or repair of any roof covering, as

provided inChapter 15, forwork exceed-

ing fifteen hundred dollars ($1,500.00).

105.3.1.4.10.1Notmore than twen-

ty-five (25) percent of the total roof

area or roof section of any existing

building or structure shall be re-

paired, replacedor recovered in any

12-month period unless the entire

roofing systemor roof section con-

forms to requirements of thisCode.

105.3.1.4.11 The installation, alteration

or major repair of any air conditioning,

refrigeration, vacuum, pneumatic or

other mechanical system, as provided in

the FBC, Mechanical. A permit shall

not be required for repairs that do not

change the location, size or capacity of a

compressor, coil, or duct.

105.3.1.4.12 The installation, alteration,

or repair of any apparatus producing air

contaminants.

105.3.1.4.13 The installation, alteration,

or repair of a swimming pool, as pro-

vided in Section 454 of this Code and

Chapter 42 of the Florida Residential

Code.

105.3.1.4.14 The installation, alteration,

or repair of any structure or facility on

private property defined by this or any

other regulationasbeingwithin the scope

of work of an engineering contractor.

105.3.1.4.15 The installation of exterior

windows and exterior glass doors in new

buildings or additions and the installa-

tion, alteration or repair of such win-

dows and doors in existing buildings.

105.3.1.4.16 The installation, alteration,

or repair of any curtain wall.

105.3.1.4.17 The installation, alteration,

or repair of any garage door in any ex-

isting building.

105.3.1.4.18 The installation, alteration,

or repair of any fence.

105.3.1.4.19 The installation, alteration,

or repair of any screen enclosure.

105.3.1.5 No permit may be issued for any

building construction, erection, alteration,

modification, repair, or addition unless the

applicant for such permit provides to the en-

forcing agency which issues the permit any of

the following documents which apply to the

construction for which the permit is to be

issued and which shall be prepared by or un-

der the direction of an engineer registered un-

der Chapter 471, Florida Statutes:

1. Plumbing documents for any new

building or additionwhich requires

a plumbing systemwithmore than

twohundred fifty (250) fixtureunits

or which costs more than one hun-

dred twenty-five thousand dollars

($125,000.00).

2. Fire sprinkler documents for any

new building or addition which in-

cludes a fire sprinkler systemwhich
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contains fifty (50) or more sprin-

kler heads. Personnel as autho-

rized byChapter 633, Florida Stat-

utes, may design a fire sprinkler

system of forty-nine (49) or fewer

heads and may design the altera-

tion of an existing fire sprinkler

system if the alteration consists of

the relocation, addition or dele-

tion of not more than forty-nine

(49)heads, notwithstanding the size

of the existing fire sprinkler sys-

tem.

3. Heating, ventilation and air-condi-

tioning documents for any new

building or additionwhich requires

more than a 15-ton-per-system ca-

pacity or which is designed to ac-

commodate more than one hun-

dred (100) persons or for which the

system costs more than one hun-

dred twenty-five thousand dollars

($125,000.00). This paragraphdoes

not include any document for the

replacement or repair of an exist-

ing system in which the work does

not require alteringa structural part

of the building or for work on a

residential one-family, two-family,

three-family or four-family struc-

ture.

An air-conditioning systemmaybe

designed by an installing air-con-

ditioning contractor certified un-

der Chapter 489, Florida Statutes

to serve any building or addition

which is designed to accommodate

onehundred (100) persons or fewer

and requires an air-conditioning

system with value of one hundred

twenty-five thousand dollars

($125,000.00) or less; and when a

15-ton-per-system or less is de-

signed for a singular space of a

building and each 15-ton system

or less has an independent duct

system. Systems not complying

with the above require design doc-

uments that are to be sealed by an

Engineer.

Example 1: When a space has two

(2) 10-ton systems with each hav-

ing an independent duct system,

the contractor may design these

two (2) systems since each system

is less than fifteen (15) tons.

Example 2:Consider a small single-

story office building, which con-

sists of six (6) individual offices

where eachoffice has a single three-

ton package air-conditioning heat

pump. The six (6) heat pumps are

connected to a single water-cool-

ing tower. The cost of the entire

heating, ventilation and air-condi-

tioning work is forty-seven thou-

sand dollars ($47,000.00) and the

officebuildingaccommodates fewer

than one hundred (100) persons.

Because the six (6)mechanical units

are connected to a common water

tower this is considered to be an

18-ton system. It therefore could

not be designed by amechanical or

air-conditioning contractor.

Note: It was further clarified by the

Commission that the limiting cri-

teria of one hundred (100) persons

and one hundred twenty-five thou-

sand dollars ($125,000.00) apply

to the building occupancy load and

the cost of the total air-condition-

ing system of the building.

4. Any specialized mechanical, elec-

trical, or plumbing document for

anynewbuilding or additionwhich

includes a medical gas, oxygen,

steam, vacuum, toxic air filtration,

clean agent fire extinguishing or

fire detection and alarm system

which costs more than five thou-

sand dollars ($5,000.00).

5. Electrical documents. See Section

471.003(2)(h), Florida Statues.

Note:Documents requiring an en-

gineer seal by this part shall not be

valid unless an Engineer who pos-

sesses a valid certificate of registra-
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tionhas signed, dated, and stamped

such document as provided in Sec-

tion 471.025, Florida Statutes.

6. All public swimming pools and

public bathing places as defined by

and regulated under Chapter 514,

Florida Statues.

105.3.2 Time Limitation.

105.3.2.1 Every permit issued shall become

null and void if work, as defined in Section

105.3.2.6 authorized by such permit is not

commenced within one hundred eighty (180)

days from the date the permit is issued or if the

work authorized by such permit is suspended

or abandoned for a period of ninety (90) days

after the time the work is commenced.

105.3.2.2 If the work covered by the permit

has not commenced, or has commenced and

has been suspended or abandoned, the Build-

ing Official may for good cause, extend such

permit for no more than two (2) periods of

ninety (90) days, not to exceed one (1) year,

from the date of expiration of the initial per-

mit, if an extension is requested.

105.3.2.3 If the work covered by the permit

has commenced, is in progress, has not been

completed and is being carried on progres-

sively in a substantial manner in accordance

with Section 105.3.2.6, the permit shall be in

effect until completion of the job.

105.3.2.4 If work has commenced and the

permit is revoked, becomes null and void or

expires because of lack of progress or aban-

donment, a new permit covering the proposed

construction shall be obtained before proceed-

ing with the work.

105.3.2.5 If a new building permit is not ob-

tained within one hundred eighty (180) days

from the date the initial permit became null

and void, the BuildingOfficial is authorized to

require that any work which has been com-

menced or completed be removed from the

building site; or alternately, he or she may

issue a new permit, on application, providing

the work in place and the required work to

complete the structuremeets all applicable reg-

ulations in effect at the time the initial permit

becamenull andvoidandany regulationswhich

may have become effective between the date of

expiration and the date of issuance of a new

permit.

Exception: On written request from owner or

the contractor, the Building Official may rein-

state the permit one (1) time. The job shall be

completed under the jurisdiction of the code

that the original permit was approved under.

The reinstated permit shall be subject to the

life safety requirements as determined by the

Fire Code Official.

105.3.2.5.1 A local government that is-

sues building permits shall send a writ-

ten notice of expiration, by e-mail or

UnitedStatesPostal Service, to theowner

of the property and the contractor listed

on the permit, no less than thirty (30)

days before a building permit is set to

expire. The written notice must identify

the permit that is set to expire and the

date the permit will expire.

105.3.2.6 Work shall be considered to have

commenced and be in active progress when the

permit has received an approved inspection

within ninety (90) days of being issued, or if in

the opinion of the Building Official, the per-

mit has a full complement of workers and

equipment is present at the site to diligently

incorporate materials and equipment into the

structure, weather permitting. This provision

shall not be applicable in case of civil commo-

tion or strike or when the building work is

halted due directly to judicial injunction, or-

der, or similar process. The fact that the prop-

erty or parties may be involved in litigation

shall not be sufficient to constitute an excep-

tion to the time period set forth herein.

Exception: A primary permit shall not be

deemed expired while the secondary permit is

considered active.

105.3.2.7 The fee for renewal, re-issuance and

extension of a permit shall be set forth by the

AHJ.

105.3.2.8 If the work covered by the permit is

subordinate to the permit issued to the general

(or prime) contractor, i.e. plumbing, electrical,

pool, etc., the subordinate permit will be in

effect for the full time of the contract permit.
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105.3.3Anenforcing authoritymaynot issue abuild-

ing permit for any building construction, erection,

alteration, modification, repair or addition unless

the permit either includes on its face or there is

attached to the permit the following statement: "NO-

TICE: In addition to the requirements of this per-

mit, there may be additional restrictions applicable

to this property that may be found in the public

records of this County, and there may be additional

permits required from other governmental entities

such as water management districts, state agencies

or federal agencies."

105.3.4 A building permit for a single-family resi-

dential dwelling must be issued within thirty (30)

working days of application; unless unusual circum-

stances require a longer time for processing the ap-

plication or unless the permit application fails to

satisfy the FBC or the enforcing agency's laws or

ordinances.

105.3.5 Identification of minimum premium policy.

Except as otherwise provided in Chapter 440, Flor-

ida Statutes, Workers' Compensation, every em-

ployer shall, as a condition to receiving a building

permit, show proof that it has secured compensa-

tion for its employees as provided in Sections 440.10

and 440.38, Florida Statutes.

105.3.6 Asbestos.The enforcing agency shall require

each building permit for the demolition or renova-

tion of an existing structure to contain an asbestos

notification statement which indicates the owner's

or operator's responsibility to comply with the pro-

visions of Section 469 Florida Statutes and to notify

the Department of Environmental Protection of his

or her intentions to remove asbestos, when applica-

ble, in accordance with state and federal law.

105.3.6.1 Asbestos removal.Moving, removal or dis-

posal of asbestos-containingmaterials on a residen-

tial building where the owner occupies the building,

the building is not for sale or lease, and the work is

performed according to the owner-builder limita-

tions provided in this paragraph. To qualify for

exemption under this paragraph, an owner must

personally appear and sign the building permit ap-

plication. The permitting agency shall provide the

person with a disclosure statement in substantially

the following form:

Disclosure Statement

State law requires asbestos abatement to be done by

licensed contractors. You have applied for a permit

under an exemption to that law. The exemption

allows you, as the owner of your property, to act as

yourownasbestos abatement contractor even though

you do not have a license. You must supervise the

construction yourself. You may move, remove or

dispose of asbestos-containing materials on a resi-

dential building where you occupy the building and

the building is not for sale or lease, or the building is

a farm outbuilding on your property. If you sell or

lease such building within one (1) year after the

asbestos abatement is complete, the law will pre-

sume that you intended to sell or lease the property

at the time theworkwas done, which is a violation of

this exemption. You may not hire an unlicensed

person as your contractor. Your work must be done

according to all local, state, and federal laws and

regulations which apply to asbestos abatement proj-

ects. It is your responsibility to make sure that peo-

ple employed by you have licenses required by state

law and by county or municipal licensing ordi-

nances.

105.3.7 Applicable Code for Manufactured Build-

ings. Manufacturers should be permitted to com-

plete all buildings designed and approved prior to

the effective date of a new code edition, provided a

clear signed contract is in place. The contract shall

provide specific data mirroring that required by an

application for permit, specifically, without limita-

tion, date of execution, building owner or dealer,

and anticipated date of completion. However, the

construction activity must commence within six (6)

months of the contract's execution. The contract is

subject to verification by the Department of Busi-

ness and Professional Regulation.

105.4 Conditions of Permit. A permit issued shall be

construed to be a license to proceed with the work and

not as authority to violate, cancel, alter or set aside any

of the provisions of the technical codes, nor shall issu-

ance of a permit prevent the Building Official, and/or

Fire Marshal/Fire Code Official, or their duly autho-

rized representative from thereafter requiring a correc-

tion of errors in plans, construction or violations of

this Code.

105.4.1 Compliance.

105.4.1.1 At any time when approved plans

and/or specifications are found to be in viola-

tion of this Code, the Building Official or his
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or her duly authorized representative and/or

Fire Marshal/Fire Code Official, or his or her

duly authorized representative shall notify the

designer and the designer shall correct the

drawings or otherwise satisfy the Building Of-

ficial or his or her duly authorized representa-

tive and/or FireMarshal/Fire Code Official or

his or her duly authorized representative that

the design and/or working drawings are in

compliance with this Code and FFPC.

105.4.1.2 Compliance with the Code is the respon-

sibility of the property owner and the permit holder.

The safety to persons and materials during actual

construction operations, as set forth in FBC Build-

ing, Chapter 33, is the responsibility of the permit

holder.

105.4.1.3 The Building Official or his or her duly

authorized representative and/or Fire Marshal/Fire

CodeOfficial or his or her duly authorized represen-

tative (according to this Code and FFPC) shall issue

a notice of violation(s) of this Code and/or correc-

tions ordered. Such notice shall be served on the

permit holder or his or her job representative by

mail, hand delivery, electronically or may be posted

at the site of the work. Refusal, failure or neglect to

comply with such notice or order within ten (10)

days, except where an appeal has been filed with

BORA, shall be considered a violation of this Code,

and shall be subject to the penalties as set in Section

114 of this Code. In event of failure to comply with

this section, no further permits shall be issued to

such person, firm, or corporation.

105.5 Additional options for closing a permit.

(a) Pursuant to section 553.79(15), Florida Stat-

ute, a property owner, regardless of whether

the property owner is the one listed on the

application for the building permit, may close

a building permit by complying with the fol-

lowing requirements:

1. The property owner may retain the orig-

inal contractor listed on the permit or

hire a different contractor appropriately

licensed in this state to perform the work

necessary to satisfy the conditions of the

permit and to obtain any necessary in-

spections in order to close the permit. If

a contractor other than the original con-

tractor listed on the permit is hired by

the property owner to close the permit,

such contractor is not liable for any de-

fects in the work performed by the orig-

inal contractor and is only liable for the

work that he or she performs.

2. The property ownermay assume the role

of an owner-builder, in accordance with

Sections 489.103(7) and 489.503(6).

3. For purposes of this section, the term

"close" means that the requirements of

the permit have been satisfied.

(b) If a building permit is expired and its require-

ments have been substantially completed, as

determined by the local enforcement agency,

the permit may be closed without having to

obtain a new building permit, and the work

required to close the permit may be done pur-

suant to the building code in effect at the time

the local enforcement agency received the ap-

plication for the permit, unless the contractor

has sought and received approval from the

local enforcement agency for an alternative

material, design, or method of construction.

(c) A local enforcement agency may close a build-

ing permit six (6) years after the issuance of

the permit, even in the absence of a final in-

spection, if the local enforcement agency de-

termines that no apparent safety hazards exist.

105.6 Suspension or Revocation of Permit.

105.6.1 The Building Official may revoke a permit

or approval issued under the provisions of this Code

in case of any false statement or misrepresentation

of fact in the application or on the plans and/or

specifications on which the permit or approval was

based.

105.6.2 Whenever the work for which a permit has

been issued is not being performed in conformity

with plans, specifications or descriptions, or ap-

proved plans and/or specifications are not being

kept at the site, it shall be the duty of the Building

Official to notify the contractor or owner or his or

her agent, in writing, that the permit is suspended.

Written notice shall be mailed or given to the permit

holder or his or her agent, and it shall be unlawful

for any person or persons to perform any work in or

about the building or structure except such work as

may be required for the correction of the expressed
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violations. And if, in the judgment of the Building

Official, there is imminent danger that requires im-

mediate action, the permit may be revoked or sus-

pended verbally, and written notice served later.

105.6.3 When a permit has been suspended, it shall

not be reinstated until all existing violations have

been corrected.Written notice of reinstatement shall

be given the permit holder if requested.

105.6.4 Upon request by the owner and/or permit

holder and upon investigation by the Building Offi-

cial to determine that the work has been abandoned

or that the permit holder is unable or unwilling to

complete the contract, a change of contractor may

be issued without the initial permit being revoked or

suspended.

105.6.4.1The foregoing will be permitted only

when the following stated persons have filed

with the Building Official a letter stating the

reason for a change of contractor being re-

quired andholding theBuildingOfficial harm-

less from legal involvement. All interested par-

ties shall be notified before action is taken.

1. Where the contractor being

changed is the prime contractor,

theowner shall file suchhold-harm-

less letter.

2. Where a sub-contractor or spe-

cialty contractor is the permit

holder, the owner and prime con-

tractor shall both file such hold-

harmless letters.

105.6.5.1Pursuant to section 553.79(15), Flor-

ida Statute, a local enforcement agency may

not deny issuance of a building permit to;

issue a notice of violation to; or fine, penalize,

sanction, or assess fees against an arms-length

purchaser of a property for value solely be-

cause a building permit applied for by a previ-

ous owner of the property was not closed. The

local enforcement agency shall maintain all

rights and remedies against the property owner

and contractor listed on the permit.

105.6.5.2Pursuant to section 553.79(15), Flor-

ida Statute, the local enforcement agency may

not deny issuance of a building permit to a

contractor solelybecause the contractor is listed

on other building permits thatwere not closed.

105.7 Placement of Permit Card. The building permit

card shall be maintained in a conspicuous place on the

front of the premises affected thereby during the hours

of work in progress and available on demand for exam-

ination by the Building Official. The permit card which

shall bear the description of the property, the nature of

the work being done, the name of the owner and con-

tractor and other pertinent information.

105.8 Notice of Commencement. In accordance with

Section 713.135, Florida Statutes, when any person

applies for a building permit, the authority issuing such

permit shall print on the face of each permit card in no

less than14-point, capitalized, boldfaced type:"WARN-

INGTOOWNER:YOURFAILURETORECORDA

NOTICE OF COMMENCEMENT MAY RESULT

INYOURPAYINGTWICEFORIMPROVEMENTS

TO YOUR PROPERTY. A NOTICE OF COM-

MENCEMENT MUST BE RECORDED AND

POSTEDONTHEJOBSITEBEFORETHEFIRST

INSPECTION. IF YOU INTEND TO OBTAIN FI-

NANCING, CONSULTWITHYOUR LENDEROR

AN ATTORNEY BEFORE RECORDING YOUR

NOTICE OF COMMENCEMENT."

105.9 Reserved. See Section 105.3.6 Asbestos.

105.10 Certificate of Protective Treatment for preven-

tion of termites. A weather resistant jobsite posting

board shall be provided to receive duplicate Treatment

Certificates as each required protective treatment is

completed, providing a copy for the person the permit

is issued to and another copy for the building permit

files. The Treatment Certificate shall provide the prod-

uct used identity of the applicator, time and date of the

treatment, site location, area treated, chemical used,

percent concentration and number of gallons used, to

establish a verifiable record of protective treatment. If

the soil chemical barrier method for termite prevention

is used, final exterior treatment shall be completed

prior to final building approval.

105.11 Notice of termite protection.A permanent sign,

which identifies the termite treatment provider and

need for re-inspection and treatment contract renewal,

shall be provided. The sign shall be posted near the

water heater or electric panel.

105.12Work starting before permit issuance.Uponprior

written approval of the Building Official, the scope of

work delineated in the building permit application and

plans may be started prior to the final approval and

§ 105FLORIDA BUILDING CODE

39FBC 7th Edition, 2020

UniquePageID
UniquePageID
15755_78269619



issuance of the permit, provided that any work com-

pleted (including exploratory uncovering of concealed

structural elements of existing buildings for design

information) is entirely at risk of the permit applicant

and the work does not proceed past the first required

inspection.

105.13 Phased permit approval. After submittal of the

appropriate construction documents, the Building Of-

ficial is authorized to issue a permit for the construc-

tion of foundations or any other part of a building or

structure before the construction documents for the

whole building or structure have been submitted and

upon payment of the required fee. The holder of such

permit for the foundation or other parts of a building

or structure shall proceed at the holder's own risk with

the building operation and without assurance that a

permit for the entire structure will be granted. Correc-

tions may be required to meet the requirements of the

technical codes.

105.14 Permit issued on basis of affidavit. Reserved.

105.15Opening protection.When any activity requiring

a building permit, not including roof covering replace-

ment or repair work associated with the prevention of

degradation of the residence, that is applied for on or

after July 1, 2008, and for which the estimated cost is

fifty thousand dollars ($50,000.00) or more for a build-

ing that is located in the wind borne debris region as

defined in the FBC and that has an insured value of

seven hundred fifty thousand dollars ($750,000.00) or

more, or, if the building is uninsured or for which

documentation of insured value is not present, has a

just valuation for the structure for purposes of ad

valorem taxation of seven hundred fifty thousand dol-

lars ($750,000.00) or more; opening protection as re-

quiredwithin the FBCBuilding or FBCResidential for

new construction must be provided.

Exception: Single family residential structures permit-

ted subject to the FBC are not required to comply with

this section.

105.16 Inspection of existing residential building not

impacted by construction.

(a) A local enforcing agency, and any local build-

ing code administrator, inspector, or other of-

ficial or entity, may not require as a condition

of issuance of a one- or two-family residential

building permit the inspection of any portion

of a building, structure, or real property that is

not directly impactedby the construction, erec-

tion, alteration,modification, repair, or demo-

lition of the building, structure, or real prop-

erty for which the permit is sought.

(b) This subsection does not apply to a building

permit sought for:

1. A substantial improvement as defined in

Section 161.54, Florida Statutes or as

defined in FBC.

2. A change of occupancy as defined in

FBC.

3. A conversion from residential to nonres-

idential or mixed use pursuant to Sec-

tion 553.79(20)(a), Florida Statutes or

as defined in FBC.

4. An historic building as defined in FBC.

(c) This subsection does not prohibit a local en-

forcing agency, or any local building code ad-

ministrator, inspector, or other official or en-

tity, from:

1. Citing any violation inadvertently ob-

served in plain view during the ordinary

course of an inspection conducted in

accordance with the prohibition in para-

graph (a).

2. Inspecting a physically nonadjacent por-

tion of a building, structure, or real prop-

erty that is directly impacted by the con-

struction, erection, alteration,

modification, repair, or demolition of

the building, structure, or real property

for which the permit is sought in accor-

dance with the prohibition in paragraph

(a).

3. Inspecting any portion of a building,

structure, or real property for which the

owner or other person having control of

the building, structure, or real property

has voluntarily consented to the inspec-

tionof that portionof thebuilding, struc-

ture, or real property in accordance with

the prohibition in paragraph (a).

4. Inspecting any portion of a building,

structure, or real property pursuant to
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an inspection warrant issued in accor-

dance with Sections 933.20—933.30,

Florida Statutes.

105.17 Streamlined low-voltage alarm system installa-

tion permitting.

(1) As used in this section, the term:

(a) "Contractor"meansapersonwho isqual-

ified to engage in the business of electri-

cal or alarm system contracting pursu-

ant to a certificate or registration issued

by thedepartment underPart II of Chap-

ter 489.

(b) "Low-voltage alarm system project"

means a project related to the installa-

tion, maintenance, inspection, replace-

ment, or service of a new or existing

alarm system, as defined in Section

489.505, that is hardwired operating at

low voltage, as defined in the National

Electrical Code Standard 70, Current

Edition, or a new or existing low-voltage

electric fence, and ancillary components

or equipment attached to such a system,

including, but not limited to, home-

automation equipment, thermostats,

closed-circuit television systems, access

controls, battery recharging devices, and

video cameras.

(c) "Low-voltage electric fence" means an

alarm system, as defined in Section

489.505, that consists of a fence struc-

ture and an energizer powered by a com-

mercial storage battery not exceeding

twelve (12) volts which produces an elec-

tric charge upon contact with the fence

structure.

(d) "Wireless alarm system" means a bur-

glar alarm systemor smoke detector that

is not hardwired.

(2) Notwithstanding any provision of law, this

section applies to low-voltage alarm system

projects for which a permit is required by a

local enforcement agency. However, a permit

is not required to install, maintain, inspect,

replace, or service a wireless alarm system,

including any ancillary components or equip-

ment attached to the system.

(3) A low-voltage electric fence must meet all of

the following requirements to be permitted as

a low-voltage alarm system project and no

further permit shall be required for the low-

voltage alarm system project other than as

provided in this section:

(a) The electric charge producedby the fence

upon contact must not exceed energizer

characteristics set forth in paragraph

22.108 and depicted in Figure 102 of

International Electrotechnical Commis-

sion Standard No. 60335-2-76, Current

Edition.

(b) A nonelectric fence or wall must com-

pletely enclose the low-voltage electric

fence. The low-voltage electric fencemay

be up to two (2) feet higher than the

perimeter nonelectric fence or wall.

(c) The low-voltage electric fence must be

identified using warning signs attached

to the fence at intervals of notmore than

sixty (60) feet.

(d) The low-voltage electric fence shall not

be installed in an area zoned exclusively

for single family or multi-family residen-

tial use.

(e) The low-voltage electric fence shall not

enclose the portions of a property which

are used for residential purposes.

(4) This section does not apply to the installation

or replacement of a fire alarm if a plan review

is required.

(5) A local enforcement agency shall make uni-

form basic permit labels available for purchase

by a contractor to be used for the installation

or replacement of a new or existing alarm

systemat a cost as indicated in Section 553.793,

FloridaStatutes. The local enforcement agency

may not require the payment of any additional

fees, charges, or expenses associated with the

installation or replacement of a new or exist-

ing alarm.

(a) A local enforcement agency may not re-

quire a contractor, as a condition of pur-

chasing a label, to submit information
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other than identification information of

the licensee and proof of registration or

certification as a contractor.

(b) A label is valid for one (1) year after the

date of purchase and may only be used

within the jurisdiction of the local en-

forcement agency that issued the label. A

contractor may purchase labels in bulk

for one (1) or more unspecified current

or future projects.

(6) A contractor shall post an unused uniform

basic permit label in a conspicuous place on

the premises of the low-voltage alarm system

project site before commencing work on the

project.

(7) A contractor is not required to notify the local

enforcement agency before commencing work

on a low-voltage alarm system project. How-

ever, a contractor must submit a UniformNo-

tice of a Low-Voltage Alarm System Project

as provided under subsection (7) to the local

enforcement agency within fourteen (14) days

after completing the project. A local enforce-

ment agency may take disciplinary action

against a contractor who fails to timely submit

a Uniform Notice of a Low-Voltage Alarm

System Project.

(8) The UniformNotice of a Low-Voltage Alarm

System Project may be submitted electroni-

cally or by facsimile if all submissions are

signed by the owner, tenant, contractor, or

authorized representative of such persons. The

UniformNotice of a Low-Voltage Alarm Sys-

tem Project shall be in the format prescribed

by the local enforcement agency andmust com-

plywith the requirementsof Section553.793(7),

Florida statues

(9) A low-voltage alarm system project may be

inspected by the local enforcement agency to

ensure compliance with applicable codes and

standards. If a low-voltage alarm system proj-

ect fails an inspection, the contractor must

take corrective action as necessary to pass in-

spection.

(10) A municipality, County, district, or other en-

tity of local government may not adopt or

maintain in effect an ordinance or rule regard-

ing a low-voltage alarm system project that is

inconsistent with this section.

(11) A uniform basic permit label shall not be re-

quired for the subsequentmaintenance, inspec-

tion, or service of an alarm system that was

permitted in accordance with this section.

The provisions of this act are not intended to

impose new or additional licensure require-

ments on persons licensed in accordance with

the applicable provisions of Chapter 489, Flor-

ida Statues.

105.18 Demolition. Application for building permits

for the work of demolition of buildings or structures, if

such building or structure is over twelve (12) feet in

height above grade or any wall of which is over forty

(40) feet in horizontal length, shall be accepted from

only qualified persons or firms. Qualifications of per-

sons or firms shall be in accordance with separate

ordinance providing for qualification and certification

of construction tradesmen.

105.18.1 A permit for the demolition of a building

or structure for which an application is made volun-

tarily by the owner shall expire sixty (60) days from

the date of issuance, and shall specifically require

the completion of the work for which the permit is

issued on or before the expiration date.

Section 106 Floor and Roof Design Loads

106.1 Live loads posted. In commercial or industrial

buildings, for each floor or portion thereof designed

for live loads exceeding fifty (50) psf (2.40 kN/m 2),

such design live loads shall be conspicuously posted by

the owner in that part of each story inwhich they apply,

using durable signs. It shall be unlawful to remove or

deface such notices.

106.2 Issuance of certificates of occupancy.Acertificate

of occupancy required by Section 111 shall not be

issued until the floor load signs, required by Section

106.1, have been installed.

106.3 Restrictions on loading. It shall be unlawful to

place, or cause or permit to be placed, on any floor or

roof of a building, structure, or portion thereof, a load

greater than is permitted by this Code.

106.3.1 Storage and Factory-Industrial Occupancies.

It shall be the responsibility of the owner, agent,
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proprietor or occupant of Group S and Group F

occupancies, or any occupancywhere excessive floor

loading is likely to occur, to employ a competent

Architect or Engineer in computing the safe load

capacity. All such computations shall be accompa-

nied by an affidavit from the Architect or Engineer

stating the safe allowable floor load on each floor in

pounds per square foot uniformly distributed. The

computations and affidavit shall be filed as a perma-

nent record of the building department.

Section 107 Submittal Documents

107.1 General.

107.1.1 Submittal documents. Submittal documents

consisting of construction documents, statement of

special inspections, geotechnical reports, structural

observation programs, and other data shall be sub-

mitted in two (2) or more sets of plans and/or spec-

ifications as described in Section 107.3 with each

application for a permit. The construction docu-

ments shall be prepared by a registered design pro-

fessional where required by Chapter 471, Florida

Statutes or Chapter 481, Florida Statutes. Where

special conditions exist, the Building Official is au-

thorized to require additional construction docu-

ments to be prepared by a registered design profes-

sional.

Exception: The Building Official is authorized to

waive the submission of construction documents

and other data not required to be prepared by a

registered design professional if it is found that the

nature of the work applied for is such that review of

construction documents is not necessary to obtain

compliance with this Code.

107.1.2 Where required by the Building Official

and/orFireMarshal/FireCodeOfficial, a third copy

of the plan showing parking, landscaping and drain-

age shall be provided.

107.2 Construction documents. Construction docu-

ments shall be in accordance with Sections 107.2.1

through 107.2.5.

107.2.1 Information on construction documents.Con-

structiondocuments shall bedimensionedanddrawn

upon suitablematerial. Electronicmedia documents

are permitted to be submitted when approved by the

Building Official. Construction documents shall be

of sufficient clarity to indicate the location, nature

and extent of the work proposed and show in detail

that it will conform to the provisions of this Code

and FFPC, relevant laws, ordinances, rules and reg-

ulations, asdeterminedby theBuildingOfficial and/or

Fire Marshal/Fire Code Official. (See also Section

107.3.5.1.)

107.2.1.1 At any time during the course of

construction, the BuildingOfficial and/or Fire

Marshal/Fire Code Official may require the

submittal of a first-floor elevation survey, as

built.

107.2.2 Fire protection system shop drawings. Shop

drawings for the fire protection system(s) shall be

submitted to indicate conformance with this Code,

FFPC and the construction documents and shall be

approved prior to the start of system installation.

Shop drawings shall contain all information as re-

quired by the referenced installation standards in

Chapter 9 of this Code and FFPC.

107.2.3 Means of egress. The construction docu-

ments shall show in sufficient detail the location,

construction, size, and character of all portions of

the means of egress including the path of the exits

discharge to the public way in compliance with the

provisions of this Code. In other than occupancies

in Groups R-2, R-3, and I-1, the construction doc-

uments shall designate the number of occupants to

be accommodated on every floor, and in all rooms

and spaces.

107.2.4 Exterior wall envelope. Construction docu-

ments for all buildings shall describe the exterior

wall envelope in sufficient detail to determine com-

pliance with this Code. The construction documents

shall provide details of the exterior wall envelope as

required, including flashing, intersections with dis-

similarmaterials, corners, end details, control joints,

intersections at roof, eaves or parapets, means of

drainage, water-resistive membrane and details

around openings.

The construction documents shall includemanufac-

turer's installation instructions that provide support-

ing documentation that the proposed penetration

and opening details described in the construction

documents maintain the weather resistance of the

exterior wall envelope. The supporting documenta-
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tion shall fully describe the exterior wall system that

was tested, where applicable, as well as the test pro-

cedure used.

107.2.4.1 Exterior balcony and elevated walk-

ing surfaces. Where balcony or other elevated

walking surfaces are exposed to water from

direct or blowing rain, or irrigation, and the

structural framing is protected by an impervi-

ous moisture barrier the construction docu-

ments shall include details for all elements of

the impervious moisture barrier system. The

construction documents shall include manu-

facturer's installation instructions. (CAC7834)

107.2.5 Site plan. The construction documents sub-

mitted with the application for permit shall be ac-

companied by a site plan showing to scale the size

and location of new construction and existing struc-

tures on the site, distances from lot lines, the estab-

lished street grades and the proposed finished grades

and, as applicable, flood hazard areas, floodways,

and design flood elevations; and it shall be drawn in

accordance with an accurate boundary line survey.

In the case of demolition, the site plan shall show

construction to be demolished and the location and

size of existing structures and construction that are

to remain on the site or plot. The building official is

authorized to waive or modify the requirement for a

site plan when the application for permit is for alter-

ation or repair or when otherwise warranted.

107.2.5.1 Design flood elevations. Where de-

sign flood elevations are not specified, they

shall be established in accordance with FBC

Ch. 16. The elevation above Mean Sea Level

(MSL) of the top of all first floors shall appear

on all construction plans and the Building

Official shall require that such elevations be

transferred to the accompanying application

for permit.

107.3 Examination of documents.The Building Official

and/or Fire Marshal/Fire Code Official shall examine

or cause to be examined each application for a permit

and the accompanying documents, consisting of draw-

ings, specifications, calculations (when required), and

additional data, and shall ascertain by such examina-

tions whether the construction indicated and described

is in accordance with the requirements of the technical

codes and all other pertinent laws or ordinances. All

plan review shall be performed by Plans Examiners

certified per Section 104 of this Code.

Exceptions 1: Building plans and/or specifications ap-

proved pursuant to Section 553 Part I, Florida Statutes

and state-approved manufactured buildings are ex-

empt from local codes enforcing agency plan reviews

except for provisions of the code relating to erection,

assembly or construction at the site. Erection, assem-

bly, and construction at the site are subject to local

permitting and inspections. Photocopies of plans ap-

proved according to FAC 61-41.009, shall be sufficient

for local permit application documents of record for

the modular building portion of the permitted project.

Exception 2. Reserved

107.3.0.1Plans and/or specifications forwhich

only minor correction is necessary may be

corrected by notation on the prints with the

approval of the designer.

107.3.0.2Plans and/or specifications forwhich

major correction is necessary shall be revised

by the designer and new corrected plans sub-

mitted.

107.3.1 Approval of construction documents. When

the Building Official issues a permit, the construc-

tion documents shall be approved, in writing or by

stampor electronically, as "Reviewed forCodeCom-

pliance. The Building Official shall retain one (1) set

of the approved (construction documents) plans

and/or specifications, and the other set shall be re-

turned to the (applicant) permit holder, who shall

maintain and keep this set at the site of work and

available for inspections by the Building Official or

his or her duly authorized representative and/or Fire

Marshal/Fire Code Official, or his or her duly au-

thorized representative.

107.3.2 Previous approval. Reserved.

107.3.3 Phased approval. Reserved. See Section

105.13.

107.3.4 Design professional in responsible charge.

107.3.4.0.1GeneralRequirements forPro-

fessional Design. For buildings and/or

structures (except single-family resi-

dences), alterations, repairs, improve-

ments, replacements or additions, cost-

ing fifteen thousand dollars ($15,000.00)
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or more, as specified herein, the plans/or

specifications shall be prepared and ap-

proved by, and each sheet shall bear the

impress seal of anArchitect or Engineer.

For any work involving structural de-

sign, the Building Official may require

that plans and/or specifications be pre-

pared by and bear the impress seal of an

Engineer, regardless of the cost of such

work.

Exception: Roofing as set forth in FBC

Chapter 15.

107.3.4.0.2 Plans and/or specifications

for proposed construction, where such

plans and/or specifications are required

by this Code to be prepared by and bear

the impress seal of an Architect or Engi-

neer, shall be submitted by the Architect

or Engineer or authorized representative

107.3.4.0.3 For alterations, repairs, im-

provements, replacements or additions

to a single-family residence, costing thirty

thousand dollars ($30,000.00) or more,

as specified herein, the plans and/or spec-

ifications shall be prepared and approved

by, and each sheet shall bear the impress

seal of anArchitect or Engineer. For any

work involving structural design, the

Building Official may require that plans

and/or specifications be prepared by and

bear the impress seal of an Engineer,

regardless of the cost of such work.

107.3.4.0.4 Plans and/or specifications

for work that is preponderantly of archi-

tectural nature shall be prepared by and

bear the impress seal of an Architect,

and such work that involves extensive

computation based on structural stresses

shall, in addition, bear the impress of

seal of an Engineer.

107.3.4.0.5 Plans and/or specifications

for work that is preponderantly of me-

chanical or electrical nature; at the dis-

cretion of the Building Official, shall be

prepared by, and bear the impressed seal

of an Engineer.

107.3.4.0.6Compliance with the specific

minimumrequirementsof thisCode shall

not be in itself deemed sufficient to as-

sure that a building or structure com-

plies with all of the requirements of this

Code. It is the responsibility of the Ar-

chitect and/or Engineer of Record for

the building or structure to determine

through rational analysis what design

requirements are necessary to comply

with this Code.

107.3.4.0.7 Plans and/or specifications

forwork that is preponderantlyof a struc-

tural nature shall be prepared by and

bear the impress seal of an Engineer.

107.3.4.0.8 Plans and/or specifications

for new construction requiring an aggre-

gate electrical service capacity of more

than six hundred (600) amperes or more

than two hundred forty (240) volts on

residential or more than eight hundred

(800) amperes or more than two hun-

dred forty (240) volts on commercial or

industrial or an electrical system having

a value greater thanone hundred twenty-

five thousand dollars ($125,000.00) or

any electrical system(s) for an assembly

area having an area greater than five

thousand (5,000) square feet or a fire

alarm and/or security alarm system(s)

which cost more than five thousand dol-

lars ($5,000.00) shall be prepared by and

signed, dated and bear the impress seal

of an Engineer who is competent in this

field of expertise. All plans and/or spec-

ifications prepared by anArchitect or an

Engineer pursuant to the requirements

of this Code shall be hand signed, dated,

and sealed by the respective Architect or

Engineerwhoprepared suchplans and/or

specifications.

107.3.4.1 Deferred submittals. Reserved.

107.3.4.2Certificationby contractors.Reserved.

107.3.4.3Application forExamination of Plans.

107.3.4.3.1 Complete plans and/or spec-

ifications shall be submitted in duplicate

and with a third copy of the plot plan

showingparking, landscaping anddrain-

age; or such plans may be submitted in
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single copy where it is evident that code

interpretation isneededbefore finalwork-

ing drawings can be prepared.

107.3.4.3.2 Plans and/or specifications

for proposed construction, where such

plans and/or specifications are not re-

quired to be prepared by and bear the

impress seal of an Architect or Engineer

shall be submitted by the designer with

the application as set forth in Section

105.3.

107.3.4.3.3 Construction Inspection. The

Professional Engineer of Record or the

Architect of Record in responsible charge

of the structural design shall include in

the construction documents the follow-

ing:

1. Special inspections required

by Section 110.10.2.

2. Other structural inspections

required by the Professional

Engineer of Record or the

Architect of Record in re-

sponsible charge of the struc-

tural design.

107.3.4.3.4 Application for permit for

new construction and additions shall be

accompaniedby a registered land survey-

or's certificate and plan in duplicate on

which shall be clearly indicated the prop-

erty-corner stakes, property-line dimen-

sions, existing structures and their loca-

tion, existing right-of-way, sidewalks,

easements, street zoning and property

zoning of record, critical elevations and

building setbacks required by law, gen-

eral block plan and other plan and other

pertinent survey data which may be re-

quired. The Building Official may waive

the requirements for such survey when

property-line stakes are existing and

known to be in place, and the work in-

volved is minor and/or is clearly within

building lines.

Exceptions:

1. TheBuildingOfficialmayau-

thorize the issuance of a per-

mit without plans and/or

specifications for small or un-

important work, but in no

instance where the work is of

a structural nature except as

set forth below.

2. TheBuildingOfficial will au-

thorize the issuance of a per-

mit for a single-family fall-

out shelter without a

professional seal on the plans

where the cost of such work

does not exceed five thou-

sand dollars ($5,000.00).

107.3.5 Minimum plan review criteria for buildings.

The examination of the documents by the Building

Official, or his or her duly authorized representative

and/or Fire Marshal/Fire Code Official, or his or

her duly authorized representative for that discipline

qualified under Section 104 of this Code shall in-

clude the following minimum criteria and docu-

ments: energy conservation code compliance docu-

ments, a floor plan; site plan; foundation plan; floor/

roof framing plan or truss layout; all fenestration

penetrations; flashing; and rough opening dimen-

sions; and all exterior elevations:

A. Building.

1. Site requirements:

a. Parking.

b. Fire access.

c. Vehicle loading.

d. Driving/turning radius.

e. Fire hydrant/water supply/

Post Indicator Valve (PIV).

f. Setback/separation (assumed

property lines).

g. Location of specific tanks,

water lines and sewer lines.

h. Flood hazard areas, flood

zones, design floodelevations,

lowest floor elevations, enclo-

sures, equipment, and flood

damage-resistant materials.

2. Occupancy group and special oc-

cupancy requirements shall be de-

termined.

§ 107 BROWARD COUNTY AMENDMENTS

46FBC 7th Edition, 2020

UniquePageID
UniquePageID
15755_25823238



3. Minimum type of construction

shall be determined (see FBC Ch.

5).

4. Fire resistant construction require-

ments shall include the following

components:

a. Fire resistant separations.

b. Fire resistant protection for

type of construction.

c. Protection of openings and

penetrationsof all rated com-

ponents.

d. Fire blocking and draft stop-

ping.

e. Calculated fire resistance.

5. Fire suppression systems shall in-

clude:

a. Early warning.

b. Smoke evacuation systems

schematic.

c. Fire sprinklers.

d. Standpipes.

e. Pre-engineered systems.

f. Riser diagram.

6. Life Safety systems shall be deter-

mined and shall include the follow-

ing requirements:

a. Occupant load and egress ca-

pacities.

b. Early warning.

c. Smoke control.

d. Stair pressurization.

e. Systems schematic.

f. BDA submittal, if applica-

ble.

7. Occupancy Load/Egress Require-

ments shall include:

a. Occupancy load.

b. Gross occupancy.

c. Net occupancy.

d. Means of egress.

e. Exit access.

f. Exit.

g. Exit discharge.

h. Stairs construction/geome-

try and protection.

i. Doors.

j. Emergency lighting and exit

signs.

k. Specific occupancy require-

ments.

l. Construction requirements.

m. Horizontal exits/exit passage-

ways.

8. Structural requirements shall in-

clude:

a. Soil conditions/analysis.

b. Termite protection.

c. Design loads.

d. Wind requirements.

e. Building envelope.

f. Structural calculations (if re-

quired).

g. Foundation.

h. Impact resistant coverings or

systems.

i. Wall systems.

j. Floor systems.

k. Roof systems.

l. Threshold inspection plan.

m. Stair systems.

n. Flood requirements in accor-

dance with Section 1612, in-

cluding lowest floor eleva-

tions, enclosures, flood

damage-resistant materials.

o. For windows and doors re-

placement include "Broward

County Uniform Retrofit

Window & Door Schedule".

9. Materials shall be reviewed and

shall at a minimum include the fol-

lowing:

a. Wood.

b. Steel.

c. Aluminum.

d. Concrete.

e. Plastic.

f. Glass.
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g. Masonry.

h. Gypsum board and plaster.

i. Insulating (mechanical).

j. Roofing.

k. Insulation.

10. Accessibility requirements shall in-

clude the following:

a. Site requirements.

b. Accessible route.

c. Vertical accessibility.

d. Toilet and bathing facilities.

e. Drinking fountains.

f. Equipment.

g. Special occupancy require-

ments.

h. Fair housing requirements.

11. Interior requirements shall include

the following:

a. Interior finishes (flame

spread/smoke develop).

b. Light and ventilation.

c. Sanitation.

12. Special systems:

a. Elevators.

b. Escalators.

c. Lifts.

13. Swimming pools:

a. Barrier requirements.

b. Spas.

c. Wading pools.

14. Photovoltaic:

a. Site plan.

b. Roof penetration approval.

c. Roof sealing detail.

d. Wind resistance ratings of

modules.

e. Roof live load approval.

f. Fire classification of build-

ing and modules.

g. Roof top shinglemodule rat-

ings if installed.

h. Design load path.

B. Electrical.

1. Wiring methods and materials.

2. Services, including riser diagram

electrical and/or fire.

3. Feeders and Branch Circuits, in-

clude circuit and location, AFCI's

and GFCI's.

4. Overcurrent protection.

5. Grounding and bonding.

6. Equipment location, sizes all equip-

ment.

7. Special occupancies.

8. Emergency systems.

9. Communication systems.

10. Low voltage.

11. Load calculations andpanel sched-

ules.

12. Design flood elevations.

13. Short circuit analysis.

14. Electrical legend.

15. Lighting specifications.

16. Accessibility requirements.

17. Selective coordination study if re-

quired by NFPA 70-2011.

18. Emergency generator, if applica-

ble.

19. Photovoltaic:

a. Lay out plan including com-

binerboxandaccessible junc-

tion boxes.

b. Size of system number of

modules.

c. Wire size at coldest tempera-

ture.

d. Listing and model numbers

of all equipment and rack-

ing.

e. Inverter rating and location.

f. Three-line diagram.

g. Connection to utility. Line

side or load side. Buss bar

ratings.

h. Grounding.

i. Labeling.
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C. Gas.

1. Gas piping.

2. Venting.

3. Combustion air.

4. Chimneys and vents.

5. Appliances.

6. Type of gas.

7. Fireplaces.

8. LP tank location.

9. Riser diagram/shutoffs.

10. Design flood elevation.

D. Mechanical.

1. Calculations of heating and cool-

ing loads as required by FBC En-

ergy Conservation.

2. A complete duct layout with:

a. Specified materials.

b. Duct sizes.

c. Ventilation calculations, out-

side air intakes/make up air.

f. CFM air volumes at each

duct inlet and outlet.

d. Diffuser sizes.

e. Routing and location of

ducts, including risers.

f. Thermal resistance ratings for

ducts and duct insulation.

3. Heating, ventilation, air condition-

ing and refrigeration equipment,

boilers and appliances, show:

a. Equipment manufacturer.

b. Equipment model numbers.

c. Equipment locations.

d. Equipment efficiency ratings.

e. Equipment mounting/sup-

port details (Mechanical

equipment exposed to the

wind must comply with Sec-

tion 301.15 of the Florida

Mechanical Code).

f. For air conditioner replace-

ments include "Broward

CountyUniformData Form

for Residential and Light

Commercial Air Condition-

ing Replacements".

4. Roof mounted equipment:

a. Equipment access.

b. Equipment capacity in ton-

nage and/or horsepower.

c. Air conditioning refrigerant

type and amount of refriger-

ant in system (pounds).

d. Detail of equipment attach-

ment to roof stand/curb and

attachment of roof stand/

curb to supporting structure.

(Must comply with require-

ments of the High Velocity

Hurricane Zone.)

5. Fire protection assemblies and de-

vices - Show make, model, type,

location, and installationdetails for,

but not limited to:

a. Fire dampers.

b. Ceiling dampers.

c. Smoke dampers.

d. Smoke detectors (duct).

e. Heat detectors.

f. Automatic fire doors.

d. Clean agent fire suppression

systems.

6. Exhaust systems - Show:

a. Bathroom ventilation.

b. Kitchen equipment exhaust.

c. Clothes dryer exhaust.

d. Specialty exhaust systems.

e. Laboratory.

f. Smoke control systems.

7. Piping show:

a. All pipingmaterials and sizes.

b. Piping locations and termi-

nations.

c. Piping insulation materials

and thickness.

8. Chimneys, fireplaces, and vents -

Show:

a. Location.
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b. Venting requirements.

c. Combustion air.

9. Other:

a. Details for exterior ventila-

tion devices,

b. Any available product speci-

fications,

c. Product listings,

d. Compressedair, vacuum,and

pneumatic systems, and

e. Liquid fuel storage and dis-

pensing.

10. Mechanical equipment, devised

and appurtenances compliance

with the design flood elevation.

E. Plumbing.

1. Minimum plumbing facilities.

2. Fixture requirements.

3. Water supply piping.

4. Sanitary drainage.

5. Water heaters.

6. Vents.

7. Roof drainage.

8. Backflow prevention.

9. Irrigation.

10. Location of water supply line.

11. Grease traps.

12. Environmental requirements.

13. Plumbing risers/Isometric.

14. Design flood elevation.

F. Demolition.

1. Asbestos removal.

107.3.5.1 Plans and/or specifications com-

pletely defining the work for each discipline

(Electrical, Mechanical, Plumbing, Roofing,

and Structural) shall be submitted. Plans shall

be electronically or mechanically reproduced

prints on substantial paper showing com-

pletely all foundation,wall sections, floorplans,

roof plans and elevations at a scale no less

than 3/16-inch equals one (1) foot, and themain

details at a scale not less than ¾inch equals

one (1) foot or equivalent metric scale. Electri-

cal plans shall be drawn at a minimum scale of

¼inch equals one (1) foot for all buildings of

less than five thousand (5,000) square feet or

equivalent metric scale, except that an isomet-

ric or riser diagram need not be to scale. Des-

ignated Electrical Equipment Rooms andMe-

ter Rooms shall be drawn at a minimum scale

of ½inch equals one (1) foot or equivalent

metric scale.

107.3.5.2Computations, stress diagrams, shop

drawings, results of site tests, floor plans of

existing buildings to which additions are pro-

posed and other data necessary to show com-

pliance with this Code, the correctness of the

plans and the sufficiency of structural and

mechanical design shall be included when re-

quired by the Building Official.

107.3.5.2.1When applying for a permit,

calculations prepared by the designer of

record for Group R3 or R2 (Townhouse

only) shall be submitted for the complete

building for the structural requirements

of this Code.

Exception: Component systems covered

by product approval or designed by a

delegated professional.

107.3.5.3 Any specifications in which general

expressions are used to the effect that "work

shall be done in accordance with the Building

Code" or "to the satisfaction of the Building

Official" shall be deemed imperfect and incom-

plete, and every reference to this Code shall be

by section or subsection number applicable to

the materials to be used, or to the methods of

construction proposed.

107.3.5.4 Product Approvals shall be reviewed

and approved by the Building Designer prior

to submittal to verify that such products com-

ply with the design specifications. Reviewed

and approved Product Approvals shall then

become part of the plans and/or specifica-

tions. Product Approval shall be filed with the

BuildingOfficial for review and approval prior

to installation.

107.3.5.5When applying for a permit, the Ar-

chitect or Engineer of Record shall provide a

framing plan. The truss system designer (del-

egated Engineer) shall submit to the Architect

or Engineer of record a truss system shop
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drawing which conforms to this framing plan,

plus a collation of the applicable truss designs

and truss connections which denote their loca-

tion on the placement plan. The truss system

shop drawing does require the seal of an En-

gineer and shall be reviewed and accepted by

theArchitect or Engineer of record for confor-

mance to design concepts and load interaction

with the building. After the Architect and/or

Engineer of record have indicated their review

and acceptance, the truss system shop draw-

ings, design drawings for individual trusses,

and truss to truss connection details shall be

submitted to the building department. This

submittal shall take place prior to the inspec-

tion of the foundation. The designs for indi-

vidual trusses shall be prepared by an Engi-

neer.

107.3.5.6 Structural and fire resistance integ-

rity. Plans for all buildings shall indicate how

required structural and fire resistance integ-

rity will be maintained where a penetration of

a required fire-resistant wall, floor or partition

will be made for electrical, gas, mechanical,

plumbing and communication conduits, pipes

and systems. Such plans shall also indicate in

sufficient detail how the fire integrity will be

maintainedwhere required fire-resistant floors

intersect the exterior walls and where joints

occur in required fire resistant construction

assemblies.

107.4 Amended construction documents. Work shall be

installed in accordance with the approved construction

documents and any changes made during construction

that are not in compliance with the approved construc-

tion documents shall be resubmitted to the Building

Official for approval as an amended set of construction

documents.

107.5 Retention of construction documents. One (1) set

of approved construction documents shall be retained

by the Building Official for a period of not less than

what is required by Section 107.5.1, 107.5.2 or 107.5.3;

or as required by Florida Statutes and Administrative

Rules (General Records Schedule GS1-SL for State

and Local Government Agencies).

107.5.1 Architectural/Building Plans: Commercial.

For life of structure or ten (10) anniversary years

after issuance of certificate of occupancy, comple-

tion, or final inspectionof thepermittedwork,which-

ever is later.

107.5.2Architectural/BuildingPlans:Residential.For

ten (10) anniversary years after issuance of certifi-

cate of occupancy or final inspection.

107.5.3 Architectural/Building Plans and Permits,

Abandoned/With-Drawn. For six (6) months after

last action.

107.6 Affidavits. Reserved.

Section 108 Temporary Structures and Uses

108.1 General. The Building Official is authorized to

issue a special building permit for the erection of tem-

porary structures and temporary uses such as seats,

canopies, tents, and fences used in construction work

or for temporary purposes such as viewing stands.

Such permits shall be limited as to time of service but

shall not be permitted for more than one hundred

eighty (180) days. TheBuildingOfficial is authorized to

grant extensions for demonstrated cause.

108.2 Conformance. Temporary structures and uses

shall conform to the fire safety, means of egress, acces-

sibility, light, ventilation, and sanitary requirements of

this Code andFBCBuilding Section 3103, as necessary

to ensure public health, safety, and general welfare.

108.3 Temporary power. The Building Official/Chief

Electrical Inspector is authorized to give permission to

temporarily supply and use power in part of an electric

installation before such installation has been fully com-

pleted and the final certificate of completion has been

issued. The part covered by the temporary certificate

shall comply with the requirements specified for tem-

porary lighting, heat, or power in Chapter 27 of FBC,

Building.

108.4 Termination of approval. The Building Official is

authorized, for good cause, to terminate such permit

for a temporary structure or use and to order the

temporary structure or use to be discontinued.

Section 109 Fees

109.1 Payment of fees.A permit shall not be valid until

the fees prescribed by law have been paid, nor shall an

amendment to a permit be released until the additional

fee, if any, has been paid.
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109.2 Schedule of Permit Fees. On all buildings, struc-

tures, electrical, plumbing, mechanical, and gas sys-

tems or alterations requiring a permit, a fee for each

permit shall be paid as required in accordance with the

schedule as established by the applicable governing

authority.

109.3 Building permit valuations. The applicant for a

permit shall provide an estimated permit value at a time

of application. Permit valuations, shall include total

value of work, including materials and labor, for which

the permit is being issued, such as electrical, gas, me-

chanical, plumbing equipment, and permanent sys-

tems. If, in the opinion of the building official, the

valuation is underestimated on the application, the

permit shall be denied, unless the applicant can show

detailed estimates to meet the approval of the Building

Official. Final building permit valuation shall be set by

the Building Official.

109.3.1 The Building Official may require an esti-

mate of the cost utilizingRSMeans, copies of signed

contract and/or other descriptive data as a basis for

determining the permit fee.

109.4 Work commencing before permit issuance. Any

person who commences any work on a building, struc-

ture, electrical, gas, mechanical or plumbing system

before obtaining the necessary permits or the Building

Official's written approval, shall be subject to a penalty

not to exceed one hundred (100) percent of the usual

permit fee that shall be in addition to the required

permit fees.

109.5 Related fees. Reserved.

109.6 Refunds. Reserved.

Section 110 Inspections

110.1 General. Construction or work for which a per-

mit is required shall be subject to inspection by the

Building Official and such construction or work shall

remain accessible and exposed for inspection purposes

until approved. Approval of an inspection shall not be

construed to be an approval of a violation of the

provisions of this Code or of other ordinances of the

jurisdiction. Inspections presuming to give authority

to violate or cancel the provisions of this Code or of

other ordinances of the jurisdiction shall not be valid.

It shall be the duty of the permit applicant to cause the

work to remain accessible and exposed for inspection

purposes.Neither theBuildingOfficial nor the jurisdic-

tion shall be liable for expense entailed in the removal

or replacement of any material required to allow in-

spection.

110.1.1The BuildingOfficial shall make inspections

required by this Code or may accept reports in

writing and certified by inspectors with recognized

qualifications for special inspections.

110.1.2 No inspection shall be made until sanitary

facilities have been provided, as required in Section

311.1 of the FBC Plumbing.

110.1.3 When the services, reports of inspections,

and testing laboratories are required by this Code,

only such services and reports shall be accepted as

are submitted from impartial inspecting and testing

laboratories having an Engineer in active responsi-

ble charge.

110.1.4 Testing laboratories engaged in the sam-

pling and testing of concrete and steel products shall

have complied with the Standard Specification for

Agencies Engaged inConstruction Inspection, Test-

ing, or Special Inspection ASTM E329-14a.

110.1.5 Testing laboratories located outside of the

State of Florida and under the supervision of an

Engineer legally qualified in the State in which the

laboratory is located, and where such testing labo-

ratory has complied with the above Standard, may

submit test reports as required by this Code.

110.1.6 All equipment, material, power, coordina-

tion for access and labor, necessary for inspection

and/or test shall be supplied by the permit holder.

110.2 Preliminary inspection. Before issuing a permit,

the Building Official is authorized to examine or cause

to be examined buildings, structures, and sites forwhich

an application has been filed.

110.3Required Inspections.TheBuildingOfficial, upon

notification from the permit holder or his or her agent,

shall make the following inspections performed by In-

spectors certified by BORA in the categories involved

who shall either release that portion of the work com-

pleted or shall notify the permit holder or his or her

agent of any violations which shall be corrected in

order to comply with the technical codes. The Building
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Official shall determine the timing and sequencing of

when inspections occur and what elements are in-

spected at each inspection.

A. Building.

1. Piling: To be made during the installa-

tion of piles by Special Inspector.

2. Foundation Inspection: Include piling/

pile caps, footer/grade beams, stem-wall,

andmonolithic slab-on-grade tobemade

after necessary excavation, form erec-

tion, and reinforcing steel placement,

prior to pouring of concrete.

a. In flood hazard areas, upon place-

ment of the lowest floor, including

basement, and prior to further ver-

tical construction, the elevation cer-

tification shall be submitted to the

AHJ.

3. Floor Slab on Grade and/or Elevated: To

bemadeafter necessary excavations, form

erection as may be required, placement

of reinforcing steel,mesh, and vapor bar-

rier when specified, and prior to pouring

concrete.

4. Concrete Columns: To be made after the

placement of reinforcing steel and prior

to complete erection of forms and pour-

ing of concrete.

5. Concrete Unit Masonry: To be made at

each successive pour after placement of

the reinforcement and prior to the pour-

ing of grout. See Sections 110.10.2.2 and

110.10.5.

6. Concrete Beams: To be made after the

erection of forms, placement of reinforc-

ing steel, hangers, bracing and shoring

and prior to pouring of concrete.

7. Framing Inspection:Tobemade after the

installation of all structural elements,

including: the roof, furring, fire stops,

fireblocking, nailers, anchors, and brac-

ing is in place, chimneys, and prior to the

installation of interior cladding, but af-

ter inspection of rough in electrical, me-

chanical and plumbing, which shall be

completed prior to request for framing

inspection. See mandatory inspections

for electrical, mechanical, and plumb-

ing. Framing inspection shall at a mini-

mum include the followingbuilding com-

ponents:

a. Window/door framing.

b. Vertical cells/columns.

c. Lintel/tie beams.

d. Framing/trusses/bracing/connec-

tors.

e. Draft stopping/fire blocking/fire

stopping.

f. Curtain wall framing.

g. Accessibility.

h. Verify rough opening dimensions

are within tolerances.

8. Roof/Floor Trusses:To bemade after the

erection of truss members, permanent

and temporary bracing, roof sheathing

and bottom chord furring members and

anchors.

9. Roof Sheathing: To be made after place-

ment of panels or planking and sheath-

ing fasteners; prior to application of base

or anchor coat of roofing.

10. Wall/Floor Sheathing: To be made after

placement of panels or planking and

sheathing fasteners.

11. Roofing Inspection:To bemade in accor-

dance with Chapter 15 of the FBC and

Chapter 44 of the Florida Residential

Code and Section 706 of the FBC Exist-

ing Building.

12. Window and Door Inspection: Two (2)

inspections to be made, one (1) after

door and window bucks have been in-

stalled, and the second, after window

and door assemblies have been installed

and before attachments and connections

to the building frame are concealed.

13. Wire Lath: To be made after installation

of all metal lath and accessories prior to

application of any coatings.
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14. Exterior wall covering. Shall at a mini-

mum include the followingbuilding com-

ponents in-progress inspections:

a. Exteriorwall covering and veneers.

b. Soffit coverings.

15. Energy insulation: After installation in

compliance with type and "R" values

stipulated in energy calculationsandprior

to installation of rock lath and drywall.

16. Rock Lath:To bemade after installation

of all rock lath, corner beads, strip rein-

forcement and nailers for molding and

trim and prior to application of plaster

basecoat.

17. Drywall:To bemade after installation of

drywall panels and prior to taping and

spackling.

18. Curtain Wall Inspection: To be made at

each floor level after curtain walls are

installed and before curtain wall attach-

ments are concealed.

19. Storefront Inspection: To be made after

storefronts are installed and before store

front attachments are concealed.

20. Concealed Work: The Building Official

or his or her duly authorized representa-

tive may order portions of the structural

frame of a building and/or structure to

be exposed for inspection when, in his or

her opinion, there is a good reason to

believe that a building or portion thereof

is in an unsafe or dangerous condition or

that there is willful or negligent conceal-

ment of a violation of this Code.

21. Hurricane Shutters: To be made before

the attachments and connections to the

building are concealed and when job is

completed. All shutters shall be installed

for final inspection. On occupied build-

ings, all required means of egress and

emergency exits shall be left uncovered.

22. Photovoltaic:

a. Rough.

1. Check specifications, model

numbers and lay out.

2. Check attachments, penetra-

tions on roof, torque require-

ments.

b. Final.

23. Final Inspection:To bemade after instal-

lation and completion of all elements of

construction, safeguards, and protective

devices, andafter final electrical,mechan-

ical, and plumbing. Approval of Fire

Department accessibility and all tests of

fire alarmdetection and suppression sys-

tems, smoke evacuation systems and life

safety systems shall be approved prior to

final inspection and issuance of Certifi-

cate of Occupancy.

a. In flood hazard areas, as part of

the final inspection, a final certifi-

cation of the lowest floor elevation

shall be submitted to the authority

having jurisdiction.

24. Certificate of Occupancy: This final in-

spection shall signify the completion of

all work and that the structure is safe for

Occupancy. Final adjustments to me-

chanical devices may be made after this

inspection and during Occupancy.

25. Fence: Final.

26. Swimming Pools/Spas Inspection: First

inspections to be made after excavation

and installationof reinforcing steel, bond-

ing, and main drain and prior to placing

of concrete, gunite or shotcrete. Second

inspection(s) of perimeter plumbing,

pressure test, deck electrical perimeter

bonding and deck structural (includes

soil reports as applicable, paver type

decks, special perimeter footings or deck

features) is (are) to follow after the com-

pletionof eachphase.Child barrier (exit)

alarms (if applicable), and yard barriers

that are part of the fourth wall protec-

tion as described in FBC Building Sec-

tion 454.2.17, shall be completed and

approved inspection prior to the swim-

ming pool/spa being filled with water.

Final zoning (if applicable) is to be com-

pleted prior to the swimming pool/spa

being completed. Electrical final is to be
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completed prior to the swimming pool/

spa being filled with water. Final struc-

tural and plumbing are to be completed

after the swimmingpool/spa is filledwith

water and the filtration system is in op-

eration.

a. Structural inspections:

(1) Steel.

(2) Deck (includes soil reports

as applicable, paver type

decks, special perimeter foot-

ings or deck features).

(3) Child barrier fences (if appli-

cable) and yard barriers that

are part of the fourth wall

protection prior to the swim-

ming pool/spa being filled

with water.

(4) Final structural (after filling

of the swimming pool/spa

with water and the filtration

system is in operation).

B. Electrical.

1. General:AllUnderground,Slab, lowvolt-

age and Rough Electrical Installations

shall be left uncovered and convenient

for examination until Inspected and ap-

proved by the Electrical Inspector.

2. Temporary Electrical Service Installa-

tions:

a. Rough.

b. Final.

3. Underground Electrical Inspection:To be

made after trenches or ditches are exca-

vated, underground conduits or cables

installed, and before any backfill is put

in place.

4. Slab Electrical Inspection: To be made

and after conduits and boxes are in-

stalled, and prior to pouring concrete.

a. GroundingElectrodeConductor to

Foundation Steel.

5. Rough Electrical Inspection: To be made

after the roof, framing, fire blockingbrac-

ing are in place, and the building is

deemed dry, and conduits, cables, pan-

els, receptacles, etc. are installed, and

prior to the installation of wall or ceiling

membranes.

6. Electrical Service Inspection:

a. Electrical rough.

b. Electrical Final Inspection.

7. Miscellaneous Electrical Inspection.

8. Swimming Pool/Spa Electrical Inspec-

tion:

a. Steel bonding.

b. Underground.

c. Deck perimeter bonding.

d. Electrical rough.

e. Final electrical prior to the swim-

ming pool/spa being filledwithwa-

ter.

f. Existing Swimming Pools. To be

made after all repairs or altera-

tions are complete, all required elec-

trical equipment, GFCI protec-

tion, and equipotential bondingare

in place on said alterations or re-

pairs.

9. Temporary Electrical 30-Day Power for

Testing.

10. Photovoltaic:

a. Rough. Before modules are in-

stalled.

1. Check specifications, model

numbers and lay out.

2. All wiring for junction boxes,

combiner, and inverter com-

pleted.

3. Grounding system com-

pleted, torque requirements.

b. Final. Module must be available

for inspection.

1. Verify proper labeling.

2. Test system.

c. Service change if required by de-

sign.

11. Final Inspection: To be made after the

building is complete, all electrical fix-

tures are in place and properly con-
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nected, or protected, and the structure is

ready for occupancy and deemed safe

for power by the Building Official. Final

Electrical Inspection shall bemade prior

to Final Structural Inspection.

C. Gas.

1. General:Tobemade for all underground

work, and at each floor and roof level

where gas work is installed. All gas work

shall be left uncovered and convenient

for examination until inspected and ap-

proved by the Plumbing Inspector.

2. Underground inspection: To be made af-

ter trenches or ditches are excavated, pip-

ing installed, and before any backfill is

put in place.

3. Rough piping inspection: To be made af-

ter all new piping authorized by the per-

mit has been installed, and before any

such piping has been covered or con-

cealed or any fixtures or gas appliances

have been connected. This inspection

shall include a pressure test.

4. Final Gas inspection: To be made on all

new gas work authorized by the permit

and such portions of existing systems as

may be affected by new work or any

changes, to ensure compliance with all

the requirements of this Code and to

assure that the installation and construc-

tion of the gas system is in accordance

with reviewed plans.

FinalGas Inspection shall bemade prior

to Final Structural Inspection.

D. Mechanical.

1. General:Tobemade for all underground

work, and at each floor and roof level

where mechanical work is installed. All

mechanical work shall be left uncovered

and convenient for examination until in-

spected and approved by theMechanical

Inspector.

2. Underground inspection: To be made af-

ter trenches or ditches are excavated, un-

derground duct and all piping installed,

and before any backfill is put in place.

3. Rough-in inspection: To be made after

the roof, framing, fire blocking andbrac-

ing are in place and all ducting, and

other concealed components are com-

plete, and prior to the installation of

wall or ceiling membranes.

4. FinalMechanical inspection:To bemade

after the building is complete, the me-

chanical system is in place and properly

connected, and the structure is ready for

occupancy.

Final Mechanical Inspection shall be

made prior to Final Structural Inspec-

tion.

E. Plumbing.

1. General:Tobemade for all underground

work, and at each floor and roof level

where plumbing work is installed. All

plumbing work shall be left uncovered

and convenient for examination until in-

spected and approved by the Plumbing

Inspector.

2. Underground inspection: To be made af-

ter trenches or ditches are excavated, pip-

ing installed, and before any backfill is

put in place.

3. Rough-in inspection: To be made after

the roof, framing, fire-blocking andbrac-

ing is in place and all soil, waste and vent

piping is complete, and prior to this in-

stallation of wall or ceiling membranes.

Floors shall be left open in all bath-

rooms and elsewhere above all sanitary

plumbing, and water-supply piping and

other plumbing work until it shall have

been examined, tested, and approved.

4. Swimming Pool/Spa Plumbing Installa-

tions:

a. Main drain(s).

b. Perimeter plumbing, pressure test

and water features.

c. Final plumbing (after filling of

swimming pool/spawithwater and

the filtration system is in opera-

tion).

5. Final Plumbing inspection: To be made

after the building is complete, all plumb-
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ing fixtures are in place and properly

connected, and the structure is ready for

occupancy. Water shock or hammer in

the water supply system will be cause to

fail the final inspection.

Note:SeeSection312of theFBC,Plumb-

ing for required tests.

Final Plumbing Inspection shall bemade

prior to Final Structural Inspection.

F. Demolition Inspections. First inspection to be

made after all utility connections have been

disconnected and secured in such manner that

no unsafe or unsanitary conditions shall exist

during or after demolition operations.

Final inspection to be made after all demoli-

tion work is completed.

G. Manufactured building inspections. The Build-

ing Department shall inspect construction of

foundations; connecting buildings to founda-

tions; installation of parts identified on plans

as site installed items, joining the modules,

including utility crossovers; utility connec-

tions from the building to utility lines on site;

and any other work done on site which re-

quires compliance with the FBC. Additional

inspections may be required for public educa-

tional facilities (see Section 453.27.20 of FBC

Building).

110.3.1 Footing and foundation inspection. See Sec-

tion 110.3.A, Building, of this Code.

110.3.2 Concrete slab and under floor inspection. See

Section 110.3.A, Building, of this Code.

110.3.3 Lowest floor elevation. Reserved

110.3.4 Reinforcing steel and structural frames. No

reinforcing steel or structural framework of any part

of any building or structure shall be covered or

concealed in any manner whatsoever without the

approval of the Building Official. It shall be unlaw-

ful for any person, firm or corporation, or their

agents or employees, to cover or conceal any wiring

for light, heat, power or low voltage systems until

the appropriate Sections of the building permit card

and/or inspection record are signed, signifying that

the wiring has been inspected and approved.

110.3.5 Lath and gypsum board inspection. Lath and

gypsum board inspections shall be made after lath-

ing and gypsum board, interior and exterior, is in

place, but before any plastering is applied or gypsum

boards joints and fasteners are taped and finished.

Exception. Reserved.

110.3.5.1 Weather exposed balcony and walk-

ing surfaces waterproofing. Where balcony or

other elevated walking surfaces are exposed to

water from direct or blowing rain, or irriga-

tion, and the structural framing is protected

by an impervious moisture barrier, all ele-

ments of the impervious moisture barrier sys-

tem shall not be concealed until inspected and

approved.

110.3.6 Fire- and smoke-resistant penetrations. Pro-

tection of joints and penetrations in fire-resistance-

rated assemblies, smoke barriers and smoke parti-

tions shall not be concealed fromviewuntil inspected

and approved.

110.3.7 Energy efficiency inspections. Inspections

shall be made to determine compliance with FBC

Energy Conservation (FBC EC) and shall include,

but not be limited to, inspections for: envelope insu-

lation R- and U-values, fenestration U-value, duct

systemR-value, andHVACandwater heating equip-

ment efficiency per C104.2 and R104.2 of the FBC

EC as described in Sections 110.3.7.1 and 110.3.7.2.

110.3.7.1 Rough inspections:

1) Footing and foundation inspection.

Inspections associated with foot-

ings and foundations shall verify

compliance with the code as to R-

value, location, thickness, depth of

burial and protection of insulation

as required by the code and ap-

proved plans and specifications.

2) Framingand rough-in inspection. In-

spections at framing and rough-in

shall bemade before application of

interior finish and shall verify com-

pliance with the code as to types of

insulation and corresponding R-

values and their correct location

and proper installation; fenestra-

tion properties (U-factor, SHGC

and VT) and proper installation;

andair leakage controls as required

by the code and approved plans

and specifications.
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3) Plumbing rough-in inspection. In-

spections at plumbing rough-in

shall verify compliance as required

by the code and approved plans

and specifications as to types of

insulation and corresponding R-

values and protection; required

controls; and required heat traps.

4) Mechanical rough-in inspection.

a) Commercial. Inspections at

mechanical rough-in shall

verify compliance as required

by the code and approved

plans and specifications as to

installed HVAC equipment

type and size; required con-

trols, system insulation and

corresponding R-value; sys-

tem and damper air leakage;

and required energy recov-

ery and economizers.

b) Residential. Inspections at

mechanical rough-in shall

verify compliance as required

by the code and approved

plans and specifications as to

installed HVAC equipment

type and size, required con-

trols, system insulation and

corresponding R-value, sys-

tem air leakage control, pro-

grammable thermostats,

dampers, whole-house venti-

lation, and minimum fan ef-

ficiency.

Exception: Systems serving

multiple dwelling units shall

be inspected in accordance

with Florida Energy Conser-

vation Code for commercial

buildings.

5) Electrical rough-in inspection. In-

spections at electrical rough-in shall

verify compliance as required by

the code and approved plans and

specifications as to installed light-

ing systems, components and con-

trols, and installation of an electric

meter for each dwelling unit.

110.3.7.2 Final inspection.

1. Commercial. The building shall

have a final inspection and shall

notbeoccupieduntil approved.The

final inspection shall include veri-

fication of the installation and

proper operation of all required

building controls, and documenta-

tion verifying activities associated

with requiredbuilding commission-

ing have been conducted and find-

ings of noncompliance corrected.

Buildings, or portions thereof, shall

not be considered for a final inspec-

tion until the code official has re-

ceived a letter of transmittal from

the building owner acknowledging

that the building owner has re-

ceived the Preliminary Commis-

sioning Report as required in The

FloridaEnergyConservationCode.

2. Residential.Thebuilding shall have

a final inspection and shall not be

occupied until approved. The final

inspection shall include verifica-

tion of the installation of all re-

quiredbuilding systems, equipment

and controls and their proper op-

eration and the required number

of high-efficacy lamps and fix-

tures.

110.3.8 Other Inspections. In addition to the inspec-

tions previously specified, the Building Official is

authorized to make or require other inspections of

any construction work to ascertain compliance with

the provision of this Code and other applicable laws.

110.3.9 Special inspections. See Section 110.10 of

this Code.

110.3.10 Final Inspection. See Section 110.3 of this

Code.

110.3.10.1 Flood hazard documentation. Re-

served

110.3.11 Termites. Building components and build-

ing surroundings required to be protected from ter-

mite damage in accordance with Section 1503.7,

Section 2304.12 or Section 2304.12.4, specifically

required to be inspected for termites in accordance
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with Section 2114, or required to have chemical soil

treatment in accordance with Section 1816 shall not

be covered or concealed until the release from the

Building Official has been received. (Refer to Sec-

tion 105.10, Certificate of Protective Treatment for

prevention of termites and Section 105.11, Notice

of termite protection.)

110.3.12 Impact-resistant coverings inspections.Where

impact-resistant coverings or impact resistant sys-

tems are installed the Building Official shall sched-

ule adequate inspections of impact-resistant cover-

ings or impact resistant systems to determine the

following:

1. The system indicated on the plans was

installed.

2. The system is installed in accordance

with the manufacturer's installation in-

structions and the product approval.

110.4 Inspection agencies. Reserved

110.5 Inspection requests. It shall be the duty of the

permit holder or their duly authorized agent to notify

the BuildingOfficial whenwork is ready for inspection.

It shall be the duty of the permit holder to provide

access to and means for inspections of such work that

are required by this Code. Failure to request such in-

spections constitutes a violation of this Code. The

inspection request shall be made to the Building De-

partment office at least one (1) day prior to the required

inspection and shall provide reasonable time for such

inspections to be made. Inspections shall be made not

later than the following workday after the day of the

request for inspection when a request is made prior to

12:00 noon. Requests for inspections received after

12:00 noon, shall be made not later than the day after

the following workday.

110.6 Approval required.No work shall be done on any

part of a building or structure or any electrical, me-

chanical or plumbing installation beyond the point

indicated hereinabove for each successive inspection

until such inspection has been made and the work

approved and the Inspector has so indicated on the

permit card or an inspection record pad at the job site,

or other electronic means which has been approved by

the Building Official.

110.7 Shoring. For threshold buildings, shoring and

associated formwork or false work shall be designed

and inspected by an Engineer, employed by the permit

holder or subcontractor, prior to any required manda-

tory inspections by the threshold building inspector.

110.8 Threshold Buildings. For structures defined in

Section 553.71, Florida Statutes, as "Threshold Build-

ings," permitting and inspection shall be as required by

Section 553.79, Florida Statues.

110.8.1During new construction or during repair or

restoration projects in which the structural system

or structural loading of a building is beingmodified,

the enforcing agency shall require a special inspector

to perform structural inspections on a threshold

building pursuant to a structural inspection plan

prepared by the Engineer or Architect of record.

The structural inspection plan must be submitted to

the enforcing agency prior to the issuance of a build-

ing permit for the construction of a threshold build-

ing. The purpose of the structural inspection plans

is toprovide specific inspectionprocedures and sched-

ules so that the building can be adequately inspected

for compliance with the permitted documents. The

special inspector may not serve as a surrogate in

carrying out the responsibilities of the Building Of-

ficial, the Architect, or the Engineer of record. The

contractor's contractual or statutory obligations are

not relieved by any action of the special inspector.

110.8.2The special inspector shall determine that an

Engineer who specializes in shoring design has in-

spected the shoring and reshoring for conformance

with the shoring and reshoring plans submitted to

the enforcing agency.

110.8.3A fee simple title owner of a building, which

does not meet the minimum size, height, occupancy,

occupancy classification or number-of-stories crite-

ria which would result in classification as a thresh-

old building under Section 553.71(12), may desig-

nate such building as a threshold building, subject to

more than the minimum number of inspections re-

quired by the FBC.

110.8.4 The fee owner of a threshold building shall

select and pay all costs of employing a special in-

spector, but the special inspector shall be responsi-

ble to the enforcement agency. The inspector shall be

aperson certified, licensed, or registeredunderChap-

ter 471, Florida Statutes, as an Engineer or under

Chapter 481, Florida Statutes, as an Architect.
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110.8.5 Each enforcement agency shall require that,

on every threshold building:

110.8.5.1 The special inspector, upon comple-

tion of the building and prior to the issuance

of a certificate of occupancy, file a signed and

sealed statement with the enforcement agency

in substantially the following form: "To the

best of my knowledge and belief, the above

described construction of all structural load-

bearing components complieswith the permit-

ted documents, and the shoring and reshoring

conforms to the shoring and reshoring plans

submitted to the enforcement agency."

110.8.5.2 Any proposal to install an alternate

structural product or system towhich building

codes apply be submitted to the enforcement

agency for review for compliancewith the codes

and made part of the enforcement agency's

recorded set of permit documents.

110.8.5.3 All shoring and reshoring proce-

dures, plans and details be submitted to the

enforcement agency for recordkeeping. Each

shoring and reshoring installation shall be su-

pervised, inspected, and certified to be in com-

pliance with the shoring documents by the

contractor.

110.8.5.4 All plans for the building which are

required to be signed and sealed by the Archi-

tect or Engineer of record contain a statement

that, to the best of the Architect's or Engi-

neer's knowledge, the plans and specifications

comply with the applicable minimum building

codes and the applicable fire-safety standards

as determined by the local authority in accor-

dance with this section andChapter 633, Flor-

ida Statutes.

110.8.5.5 No enforcing agency may issue a

building permit for construction of any thresh-

old building except to a licensed general con-

tractor, as defined in Section 489.105(3)(a),

Florida Statutes, or to a licensed building con-

tractor, as defined in Section 489.105(3)(b),

Florida Statutes, within the scope of her or his

license. The named contractor to whom the

building permit is issued shall have the respon-

sibility for supervision, direction, manage-

ment, and control of the construction activi-

ties on the project forwhich the buildingpermit

was issued.

110.8.5.6 The building department may allow

a special inspector to conduct the minimum

structural inspection of threshold buildings

required by this Code, Section 553.73, Florida

Statutes, without duplicative inspection by the

building department. The Building Official is

responsible for ensuring that any person con-

ducting inspections is qualified as a building

inspector under PartXII of Chapter 468, Flor-

ida Statutes, or certified as a special inspector

under Chapter 471 or 481, Florida Statutes.

Inspections of threshold buildings required by

Section 553.79(5), Florida Statutes, are in ad-

dition to theminimum inspections required by

this Code.

110.8.5.7Construction inspected by theBuild-

ing Department may be rejected or approval

refused for reasons of incompleteness or code

violation. The work shall be made to comply

and the request for inspection repeated as out-

lined herein. It shall be assumed that the re-

sponsible individual or individuals in charge

of the work shall have themselves inspected

the work and found it to be in compliance with

this Code and plans requirements before the

request for inspection is made. It is the respon-

sibility of the permit holder to ensure that the

job is accessible and means for inspections of

such work that are required by this Code for

all requested inspections. Failure to provide

for this access shall constitute a violation of

this Code.

110.9 The Inspector shall inspect all work for which a

request for inspection is made and shall, after inspec-

tion, either approve by signing the appropriate sections

of the building permit card or inspection record, or

other electronic means which has been approved by the

Building Official, or disapprove the work and notify

the permit holder of the discrepancies found and order

corrections within a reasonable period of time. Viola-

tions and/or correction notices shall be written and

posted at the job site stating the specific reference to the

Code Section(s) that have been violated. Any person,

firm or corporation who fails to correct defective work

within ten (10) days after having been duly notified of

such defects shall not be issued any further permits by
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the BuildingDepartment. Permits will resume after the

defects have been corrected, inspected, and approved

or upon the filing of an appeal with BORA.

110.10 Special Building Inspector.

110.10.1 The Building Official upon the recommen-

dation of theChief Structural Inspector or upon the

Building Official's initiative may require the owner

to employ a special inspector for the inspection of

the structural framework, or any part thereof, as

herein required:

110.10.1.1 Buildings or structures or part

thereof of unusual size, height, design or

method of construction and critical structural

connections.

1. Placement of Piling.

2. Windows, glass doors, external pro-

tection devices and curtain walls

on buildings over two (2) stories.

3. The method or pace of construc-

tion requires continuous inspec-

tion.

4. In the opinion of the Building Of-

ficial, any other additional inspec-

tions that are required.

110.10.2TheBuildingOfficial shall require theowner

to employ a special building inspector for the inspec-

tions herein required:

110.10.2.1 Precast Concrete Units.

110.10.2.2 Reinforced unit masonry.

110.10.2.3 Connections.

110.10.2.4Metal Building Systems.

110.10.2.5 Smoke Control Systems.

110.10.3 The person employed by the owner as a

Special Building Inspector shall be subject to verifi-

cation of qualifications by the Chief Structural In-

spector or Chief Mechanical Inspector, as applica-

ble.

110.10.4 The Chief Structural Inspector or Chief

Mechanical Inspector, as applicable shall require

that the Architect or Engineer of record submit an

inspection plan which shall specify the scope and

nature of inspections to be performed. The special

building inspector or their authorized representative

shall make all inspections in accordance with the

approved inspection plan.

110.10.5 Special building inspector shall be an Ar-

chitect or Engineer or their duly authorized repre-

sentative.

Exception 1: Building Inspectors (structural) certi-

fied by BORAwho have satisfactorily completed an

approved masonry course may perform inspections

of Reinforced Unit Masonry and any precast lintels

incorporated into such masonry for Group R-3 Oc-

cupancy.

Exception 2: Special building inspector for Smoke

control systems shall meet the qualifications re-

quired in FBC 909.18.8.2.

110.10.6 The special building inspector shall be re-

sponsible for compliance with the applicable por-

tions of the permitted construction documents as

delineated in the special building inspection plan

and shall submit progress reports and inspection

reports to the Chief Structural Inspector or Chief

Mechanical Inspector, as applicable, for submittal

to the Building Official. Structural inspections per-

formed by the special building inspector shall satisfy

the requirements for mandatory inspections by the

FBC.

110.10.6.1 A log of all progress reports and

inspection reports shall be maintained at the

job site.

110.10.6.2 Signed and Sealed progress reports

and inspection reports shall be submitted to

the Chief Structural Inspector, or Chief Me-

chanical Inspector, as applicable, for submittal

to the Building Official on a weekly basis.

Exception: The Chief Mechanical Inspector,

and or Building Official shall determine the

frequency for the submitting of progress re-

ports for Smoke Control Systems.

110.10.6.3 The municipality shall monitor the

progress of the special building inspector on a

regular basis.

110.10.7 At the completion of the work, the special

building inspector shall submit a signed and sealed

Certificate of Compliance to the Chief Structural

Inspector or Chief Mechanical Inspector, as appli-

cable for submittal to the Building Official, stating

that the work was done, substantially in accordance

with the applicable portions of the permitted con-

struction documents as delineated in the special

building inspection plan.
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Exception:Reports for SmokeControl Systems shall

comply with FBC 909.18.8.3 Reports, and FBC

909.18.8.3.1 Report filing.

110.11 Official Reports. The Building Official shall

keep records of inspections, Certificates of Compli-

ance, results of tests, plans, specifications, surveys, and

Certificates of Occupancy for a period of not less than

what is required in Section 107.5. Such records shall

become a part of the public records and open to public

inspection, except as may be elsewhere specifically stip-

ulated.

110.12 Clean-up of Construction Site. Upon comple-

tion of the proposedwork, the permit holder shall leave

the construction site cleared of rubbish, debris, con-

struction sheds or materials of construction. In the

event there has been damage to public property or that

rubbish, debris, construction sheds ormaterials of con-

struction have been left at the construction site, then

the Building Official shall refuse to make final inspec-

tion and shall notify the permit holder to correct the

condition of violation with five (5) days. For failure to

comply with such notice after such period of five (5)

days, the permit holder is subject to the penalties spec-

ified herein, and the Building Official shall have the

clean-up work done and public property restored and

shall notify the legal authority, who shall institute the

necessary action to have the costs placed as a lien

against the property in relation towhich the permit was

issued.

110.13 Special Hurricane Provisions.During such peri-

ods of time as are designated by the National Weather

Service as being a hurricane watch, all furniture, dis-

play racks, material and similar loose objects in ex-

posed outdoor locations, shall be lashed to rigid con-

struction or stored in buildings. The Building Official

shall issue orders to secure all construction sites. Or-

ders shall be oral or written and shall be given to any

person on the premises most logically responsible for

maintenance or by facsimile to the responsible entity if

such entity is known.

110.13.1 Any person, firm or corporation receiving

an order from the Building Official to comply with

this section shall comply with said order within the

time specified on the order.

110.13.2 Construction Waste and Construction Ma-

terials.

110.13.2.1 It shall be the joint responsibility of

any owner of real property upon which con-

struction is occurring, and any contractor re-

sponsible for said construction, to ensure that

all road rights-of-way remain free at all times

of all construction waste and trash resulting

from such construction, and that all waste and

trash resulting from the construction are con-

tained on the real property upon which the

construction occurs. After a hurricane watch

or warning has been suspended, the City's

Building Official shall give said owner or con-

tractor reasonable time to clear the road rights-

of-way of construction waste and trash.

110.13.2.2 Notices issued by the National

Weather Service of a hurricane watch are

deemed sufficient notice to the owner of real

property upon which construction is occur-

ring, or any contractor responsible for said

construction, to secure loose construction de-

bris and loose construction materials against

the effects of hurricane force winds.

110.13.2.3 Pursuant to this section, it shall be

a violation of this Code for an owner of the

real property upon which construction is oc-

curring, or any contractor responsible for said

construction, to have on that property loose

constructionmaterials that are not fastened or

secured to the ground or any permanent struc-

ture. Materials stockpiled on top of any struc-

ture under construction shall be permanently

installed by the property owner or contractor

upon a hurricane watch; provided, however, in

the event such installation cannot be timely

completed, then the property owner or con-

tractor shall:

1. Band together the constructionma-

terials and fasten them to the top

of the structure in such a manner

so as not to present a threat of

their becoming airborne during se-

vere weather; or

2. Remove the construction materi-

als from the top of the structure

and fasten down to the ground; or

3. Remove the construction materi-

als from the job site; or

4. Store the constructionmaterials in-

side an enclosed structure.
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110.13.3 From June 1 to November 30 of each cal-

endar year (the National Weather Service desig-

nated hurricane season), building materials shall be

loaded on a roof no earlier than twenty (20) working

days prior to the permanent installation of those

materials.

110.13.4After winds of hurricane velocity are expe-

rienced and have subsided, the Building Official

shall investigate to determine if damage has oc-

curred to buildings or other structures.

110.13.5No building or other structure or assembly

or part thereof, which was damaged or collapsed;

out of plumb or line shall be repaired or altered, or

otherwise returned to its original position, without

inspection and approval by the Building Official.

110.13.6Physical damageoccurring tometer troughs,

risers andmasts, weather-heads and associated elec-

trical equipment on the exterior portion of residen-

tial structures shall be repaired by a qualified elec-

trical contractor. Upon completion of said repairs:

110.13.6.1 Contractor shall tag the completed

work with appropriate identification includ-

ing Customer Name, Customer Address, brief

description of repair, Contractor Name, Con-

tractorLicenseNumber andContractor phone

number for Florida Power & Light Company

(FPL) and inspecting authorities. Tag and text

shall be durable and weather resistant.

110.13.6.2 FPLmay, upon acknowledging the

tag, reconnect the electrical service without

inspection by the inspecting authorities. FPL

shall take due care to ensure safety before

energizing the service.

110.13.6.3Contractor shall obtain permits af-

ter the fact within thirty days of the occur-

rence.

110.13.6.4 Florida Power & Light Co. shall

record and submit to individual inspecting au-

thorities a list of electrical service reconnec-

tions and locations within thirty (30) days af-

ter the emergency or crisis conditions have

subsided.

110.13.7 Storm Shutter Placement during Hurricane

Season. After the termination of such periods of

time that had been designated by the National

Weather Service as being a hurricanewatch orwarn-

ing, hurricane protective devices installed on occu-

pied buildings which impede required egress or re-

quired light and ventilation shall be removed within

fifteen (15) days.

110.14 Period of declared disaster.During periods of a

state of emergency or disaster as declared by the Gov-

ernor, building owners and/or their designated repre-

sentativesmay institute temporary repairs to their prop-

erty, inorder to restore the impermeability to thebuilding

envelope and/or perform any service required to make

the structure safe, secure andminimize further damage.

Such repairs shall be temporary in nature and may be

undertaken without repair permits and inspections by

the local building department, as long as the damaged

building components and their respective attachments

are not permanently concealed. Prior to the permanent

repair/reconstruction being commenced, a permit shall

be obtained per Section 105, or a demolition permit

shall be obtained by a licensed Demolition Contractor

pursuant to Section 105.18 of this Code. All work

performed prior to obtaining a permit shall comply

with the FBC or shall be replaced by permitted work.

In order to comply with the FBC, and with the ap-

proval of the BuildingOfficial, the property ownermay

retain the services of a Special Building Inspector as

described in, complying with all the requirements of

Section 110.10.

110.14.1 Inspection requests.Duringperiods of emer-

gency or disaster as declared by the Governor, the

time frame for performing requested inspections

can be extended by the Building Official as person-

nel availability allows.

110.14.2 Approval required.During periods of emer-

gency or disaster as declared by the Governor, in-

spections performed via electronic or photographic

media can be acceptable, on a case by case basis as

determined by the Building Official.

110.14.3 Inspection records.During periods of emer-

gency or disaster as declared by the Governor, elec-

tronic records of inspection results can be accept-

able, on a case by case basis as determined by the

Building Official.

110.14.4 Special inspections. During the emergency

or disaster period, as declared by the Governor, the

Building Official may accept special inspection re-

ports as outlined in Section 110.11, Special Inspec-

tor, for structural, electrical,mechanical, andplumb-

ing inspections portions, including performed by

qualified Engineers or Architects for electrical, me-
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chanical and plumbing inspections. During periods

of emergency or disaster as declared by the Gover-

nor, inspections performed via electronic or photo-

graphic media can be acceptable, on a case by case

basis as determined by the Building Official.

110.14.5 Reroofing Inspections. During the emer-

gency or disaster period, as declared by the Gover-

nor, the Building Official may at his or her option

allow an Architect or an Engineer, or their duly

authorized representative to perform required re-

roofing inspections. The Architect or Engineer shall

submit sealed inspection reports to the Building

Official. During periods of emergency or disaster as

declared by the Governor, inspections performed

via electronic or photographic media can be accept-

able, on a case by case base as determined by the

Building Official.

110.14.6 Damage assessments. When conducting

emergency damage assessments, the Building Offi-

cial shall complete the Broward County Emergency

ManagementDivisionUnsafe Structures Reporting

Form. The reports can be faxed, emailed, or if nec-

essary, telephoned in to the numbers prescribed on

the form within forty-eight (48) hours of a building

being posted as unsafe and a secondary report shall

be submitted when the building is deemed safe, also

within forty-eight (48) hours. The reporting form

will be approved by both the Emergency Manage-

ment Division and BORA.

110.14.7The protocol for Sections 110.14.1 through

110.14.6 applies during a state of emergency or

disaster as declared by the Governor of the State of

Florida.

110.14.8 Inspections and records of inspections re-

quired by Section 110.3 and as set forth in Sections

110.6, 110.9, and 110.14.2 through 110.14.4 can be

acceptable, on a case by case base as determined by

the Building Official.

110.14.9 Suspension of Certification Requirements.

See Section 113.11.7.

110.15 Building Safety Inspection Program. BORA has

established a building safety inspection program for

buildings and structures that have been in existence for

a period of 40 years or longer. BORAbywritten policy

shall establish the guidelines and criteria which will be

the minimum requirements for the Building Safety In-

spection Program. The Building Official shall enforce

the building safety inspection Program. U. S. Govern-

ment buildings, State of Florida buildings, buildings

built on Indian Reservations, Schools buildings under

the jurisdiction of the Broward County School Board,

One- and Two-Family Dwellings, and minor structures

defined as buildings or structures in any occupancy

group having a gross floor area less than three thou-

sand five hundred (3,500) square feet; are exempt from

this program.

In order to implement the new Building Safety Inspec-

tion Program in an orderly manner to clear a backlog

of buildings needing inspection, implementation shall

proceed as follows:

1. 40 year or older buildings of eleven thousand

(11,000) square feet or more - compliance in

calendar year 2006.

2. 40 year or older buildings seven thousand

(7,000) square feet or more - compliance no

later than calendar year 2007.

3. 40 year or older building five thousand five

hundred (5,500) square feet or more - compli-

ance no later than calendar year 2008.

4. 40 year or older buildings four thousand six

hundred fifty (4,650) square feet or more -

compliance no later than calendar year 2009.

5. 40 year or older buildings three thousand eight

hundred (3,800) square feet or more - compli-

ance no later than calendar year 2010.

6. 40 year or older buildings three thousand five

hundred (3,500) square feet or more - compli-

ance no later than calendar year 2011.

Subsequent building inspections shall be required at

ten (10) year intervals, Section 110.15 Effective January

1, 2006, regardless of when the inspection report for

same is finalized or filed. Any buildings or structures

not otherwise excluded as set forth herein shall be

inspected at the same time as the initial 40-year inspec-

tion of the building and shall be re-inspected in accor-

dance with the schedule for the building.

Section 111 Certificates of Occupancy and Comple-

tion

111.1 Certificate of Occupancy.

111.1.1 Use and Occupancy. No building or struc-

ture shall be used or occupied, and no change in the

existing occupancy classification of a building or
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structure or nature or use or portion thereof shall be

made until the Building Official has issued a Certif-

icate of Occupancy therefor as provided herein. Said

certificate shall not be issued until all requirements

of the FBC, and the FFPC have been inspected for

compliance with the technical codes and other ap-

plicable laws and ordinances and released by the

Building Official. Issuance of a Certificate of Occu-

pancy shall not be construed as an approval of a

violation of the provisions of this Code or of other

ordinances of the jurisdiction.

Exception: Certificates of occupancy are not re-

quired for work exempt from permits under Section

105.2.

111.2 Certificate Issued. After the Building Official or

duly authorized representative, inspects the building or

structure and does not find violations of the provisions

of this Code or other laws that are enforced by the

AHJ, the Building Official shall issue a Certificate of

Occupancy that contains the following:

1. The building permit number.

2. The address of the structure.

3. The name and address of the owner.

4. A description of that portion of the structure

for which the certificate is issued.

5. A statement that the described portion of the

structure has been inspected for compliance

with the requirements of this Code for the

occupancy and division of occupancy and the

use for which the proposed occupancy is clas-

sified.

6. For buildings and structures in flood hazard

areas, a statement that documentation of the

as-built lowest floor elevation has been pro-

vided and is retained in the records of the

authority having jurisdiction.

7. The name of the Building Official.

8. The edition of the code under which the per-

mit was issued.

9. The use and occupancy, in accordance with

the provisions of FBC Building Chapter 3.

10. The type of construction as defined in FBC

Building Chapter 6.

11. The design occupant load and the number of

persons for each floor, and the allowable load

live or dead per square foot for each floor in

accordance with the provisions of this Code.

12. If an automatic sprinkler system is provided,

whether the sprinkler system is required.

13. Any special stipulations and conditions of the

building permit.

111.3 Temporary/Partial Certificate of Occupancy.

111.3.1The BuildingOfficial is authorized to issue a

TemporaryCertificate of Occupancybefore the com-

pletion of the entire work covered by the permit,

provided that such portion or portions shall be oc-

cupied safely providing the building to be occupied

has, to the satisfaction of the Building Official, met

all the code provisions related to sanitary facilities,

electric service, means of egress, fire resistive sepa-

ration, structural adequacy, and life safety require-

ments as found in the FBC, Fire Protection Provi-

sionsof thisCodeandFFPCfor theuseof abuilding.

The Building Official shall set a time period during

which the temporary certificate of occupancy is valid.

111.3.2 Partial Certificate of Occupancy. A Partial

Certificate of Occupancymaybe issuedby theBuild-

ingOfficial for portions of a building providing such

portions comply with the requirements for a Certif-

icate of Occupancy, and the portions of the building

are isolated from the portions in which construction

activities are continuous. Areas not included in the

Partial Certificate of Occupancy shall not be occu-

pied until such areas are completed satisfactorily for

an issuance of a Certificate of Occupancy. Each

area shall not be occupied until inspected and ap-

proved and additional Partial Certificates of Occu-

pancy are issued. The final Certificate of Occupancy

shall not be issued for the entire building until the

requirements of Section 111.1 are complied with.

111.4 Revocation. The Building Official is authorized

to serve a notice of the suspension or revocation of the

certificate of occupancy or completion, issued under

the provisions of this Code, in writing, on the person or

persons using or causing the use of a building or struc-

ture, wherever the certificate is issued in error, or on the

basis of incorrect information supplied, or where it is

determined that the building or structure or portion

thereof is in violation of any ordinance, regulation, any

of the provisions of this Code or Fire Protection Pro-
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visions of this Code and FFPC. After the receipt of

such notice or order, the building or portion thereof

shall be brought into compliance with this Code within

a reasonable time, as determined by the Building Offi-

cial.

111.5 Certificate of Completion. A certificate of com-

pletion is proof that a structure or system is complete

and for certain types of permits is released for use and

may be connected to a utility system. This certificate

does not grant authority to occupy or connect a build-

ing, such as a shell building, prior to the issuance of a

Certificate of Occupancy.

Section 112 Service Utilities

112.1 Connection of service utilities.A person shall not

make connections from a utility source of energy, fuel

or power to any building or system that is regulated by

this Code and for which a permit is required, until a

Certificate of Occupancy, or Completion is issued, or

released by the Building Official or his/her duly autho-

rized discipline Chief.

Exception: Temporary connections per Section 112.2.

112.2 Temporary connection. The Building Official or

his/her duly authorized discipline Chief may authorize

the temporary connection of the building or system to

the utility source of energy, fuel or power for the pur-

pose of testing building service systems or for use

under a Temporary Certificate of Occupancy.

112.2.1 Energizing Systems. It shall be unlawful for

any person, firm or corporation to energize any

wiring system or portion thereof until the electrical

work has been inspected and approved and the re-

sponsible person, firm or corporation is authorized

by the appropriate governmental jurisdiction to en-

ergize the system.

112.3Authority to disconnect service utilities.TheBuild-

ing Official or his/her duly authorized discipline Chief

or Fire Chief, shall have the authority to authorize

disconnection of utility service to the building, struc-

ture or system regulated by the reference codes and

standards set forth in Section 101.4 in case of emer-

gency where necessary to eliminate an immediate haz-

ard to life or property or where such utility connections

have been made without the approval required by Sec-

tion 112.1 or 112.2. The Building Official or Chief

Electrical Inspector shall notify the serving utility, and

whenever possible the owner andoccupant of the build-

ing, structure, or service system of the decision to

disconnect prior to taking such action. If not notified

prior to disconnecting, the owner or occupant of the

building, structure or service system shall be notified in

writing, as soon as practical thereafter.

112.4 Sewer connections. No person shall make any

connection to a public or private sewer, or appurte-

nance thereof, without the authorization of the Build-

ing Official or Chief Plumbing Inspector.

Section 113 Board of Rules and Appeals

113.1 General. In order to determine the suitability of

alternate materials and types of construction to pro-

vide for reasonable interpretation of the provisions of

this Code and to assist in the control of the construc-

tion of buildings and structures, there is hereby created

BORA, appointed by the appointing authority, consist-

ing of thirteen (13) members and nine (9) alternates

who are qualified by training and experience to pass on

matters pertaining to building construction.

113.1.1 Secretary to theBoard (AdministrativeDirec-

tor) and employees. BORA is authorized to hire a

full-time secretary. Office space, office equipment

and such other material, equipment and services

required to operate such office shall be furnished by

the Broward County Commissioners. The Board

may hire other personnel as they are deemed neces-

saryby saidBoardwithpermission from theBroward

CountyCommissioners. Allmoneys collected by the

Boardas fees shall be retainedby theBrowardCounty

Commission to offset operating costs of such office.

113.2 Staff.BORA shall maintain a staff to coordinate

the enforcement of this Code and FFPC and shall be

called the Code Compliance Department. TheDepart-

ment shall consist of the Administrative Director, and

Chief Code Compliance Officers (Electrical, Fire Pre-

vention,Mechanical, Plumbing, Energy Conservation,

and Structural). Chief Code Compliance Officers shall

be certifiable as Chiefs, in their respective disciplines,

and the Chief Fire Prevention Code Compliance Offi-

cer shall be certifiable as Fire Marshal/Fire Code Offi-

cial. The Chief Code Compliance Officers shall have

the authority to make inspections in their disciplines

and shall be responsible to see that this Code is being

uniformly enforced by all Building and Fire Depart-

ments in all cities and the unincorporated areas in
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Broward County. The Code Compliance staff shall

work directly under the Administrative Director, who

will be directed by the full BORA.

113.3 Membership.

113.3.1 TheMembership of BORA is as stated in the

current County Charter.

113.3.1.1Aquorumof theBoard of Rules and

Appeals shall consist of amajority of the total

membership of the Board of Rules and Ap-

peals, and a majority vote of those members

voting on a measure shall be necessary for the

Board of Rules and Appeals affirmative ac-

tion.With a total membership of 13members,

quorum is 7.

113.3.1.2All appointments shall be for a term

of three (3) years. All members and alternates

shall continue in office until their successors

are duly appointed.

113.3.1.3 The Board shall adopt rules of pro-

cedure to seat alternates in the event all board

members are not present for a scheduledmeet-

ing of the Board.

113.4 The Broward County Commission or Broward

County League of Cities, whichever is the appointing

authority,may remove, either by its own action or upon

recommendation of the majority of BORA, any mem-

bers or alternate for misconduct, incompetence, or ne-

glect of duty. However, any member or alternate so

removed may, within ten (10) days, request a public

hearing before the public bodywho attempts to remove

the member or alternate, and the member or alternate

shall receive such hearing before such removal shall be

final.

113.5Any vacancies occurring on BORA shall be filled

for the remainder of the formermember's or alternate's

term of office by appointment of the Broward County

Commission when the formermember or alternate was

an appointee of the Commission, or by the Broward

League of Cities when the former member or alternate

was an appointee of the League.

113.6 It shall be the function of BORA, created by

this Charter, to exercise the powers, duties, respon-

sibilities, and obligations as set forth and established

in Chapter 71-575, Laws of Florida, Special Acts of

1971, as amended by Chapters 72-482 and 72-485,

Laws of Florida, Special Acts of 1972; Chapters

73-437, and 74-448, Laws of Florida, Special Acts

of 1974; the FloridaBuildingCode and the SFBCas

enacted and amended by Chapter 71-575, as

amended.

113.7 Compensation. Members shall serve without

compensation but shall be entitled to reimburse-

ment for necessary expenses in performance of their

Official duties upon approval of the appointing au-

thority.

113.8 Meetings.

113.8.1 Meetings of BORA shall be held at the call

of the Chairperson and at such other times as the

Board may determine.

113.8.2 The Board shall select one (1) of its mem-

bers to serve as Chairman and one (1) to serve as

Vice-Chairman, to act in the absence of the Chair-

man. A detailed record of all proceedings shall be

kept on file in the office of the Secretary. The Board

shall establish rules and regulations for its own pro-

cedure.

113.8.3 Hearings.

113.8.3.1 All hearings shall be open to the

public, and any person whose interest may be

affected by the matter on appeal shall be given

an opportunity to be heard.

113.8.3.2 The hearing shall be informal and

need not be conducted according to technical

rules relating to evidence and witnesses.

113.8.3.3Any relevant evidence shall be admit-

ted if it is the sort of evidence onwhich respon-

sible persons are accustomed to rely in the

conduct of serious affairs, regardless of the

existence of any common law or statutory

rules which might make improper the admis-

sion of such evidence over objection in civil

actions.

113.8.3.4 Hearsay evidence may be used for

the purpose of supplementing or explaining

any direct evidence but shall not be sufficient

in itself to support a finding unless it would be

admissible over objection in civil actions.

113.8.3.5 The rules of privilege shall be effec-

tive to the same extent that they are now, or

hereafter may be, recognized in civil actions,

and irrelevant and unduly repetitious evidence

shall be excluded.
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113.8.4Conflict of Interest.Nomember of theBoard

shall sit as a votingmember in any hearing involving

any question in which he or she has personal or

financial interest and shall be sequestered during the

deliberation and vote of the Board.

113.8.5 Quorum. A quorum of the Board of Rules

and Appeals shall consist of a majority of the total

membership of the Board of Rules and Appeals,

and a majority vote of those members voting on a

measure shall be necessary for the Board of Rules

and Appeals affirmative action. With a total mem-

bership of 13 members, quorum is 7.

113.8.6 Written notice of Board decision shall be

furnished to the appellant when requested.

113.8.7When an appeal of a decision of a Building

Official/Fire Code Official or his or her subordinate

has been filed with BORA that Building Official/

Fire Code Official or his or her designated represen-

tative shall be responsible to (1, 2, 3, or all):

113.8.7.1Respond toBORA inwriting defend-

ing his or her decision and/or interpretation,

within five (5) (working) days.

113.8.7.2 Attend the Board meeting when the

appeal is on the agenda.

113.8.7.3 Take immediate action in accor-

dance with decision of BORA. Immediate ac-

tion shall be that a Certificate of Completion,

Temporary Occupancy, or a Certificate of Oc-

cupancy shall not be issued until compliance

with the decision of the Board has been com-

pleted.

Exception: For fire related appeals only, see

FFPC.

113.9 Duties.

113.9.1 Appeal from decision of Building Official,

Assistant Building Official or Chief Inspector. The

Board shall hear all appeals from the decisions of

the Building Official, Assistant Building Official or

Chief Inspector wherein such decision is on matters

regulated by this Code from any person, aggrieved

thereby, and specifically as set forth inSection104.32,

"Alternate Materials, designs and methods of Con-

struction and equipment." Application for Appeal

shall be in writing and addressed to the Secretary of

the Board.

113.9.2 Interpret code at request of BuildingOfficial,

AssistantBuildingOfficial,Chief Inspector, FireCode

Official, or the staff of BORA.The Board shall pass

on all matters pertaining to this Code and referred

to the Board by the Building Official, Assistant

BuildingOfficial, Chief Inspector or staff of BORA

for interpretation or clarification.

113.9.3 Investigate Enforcement. BORA, upon the

request of any person charged with the responsibil-

ity of enforcing the Code, or upon its own initiative,

shall conduct investigation into enforcement of this

Code, and shall have the power to suspend or revoke

any permits issued thereunder, after a hearing at

which interested persons may appear and be heard

and evidence indicates that the best interests of the

public are served by such action except in regard to

the qualifications of the applicant for permit.

113.9.4 Report and Recommendations.

113.9.4.1BORAmayrecommend to the elected

Officials of the jurisdictionsadopting thisCode,

ordinances prescribing the fee for examina-

tions, permits, inspections of boilers and ele-

vators, the testing of materials, and all other

such work required by this Code.

113.9.4.2BORAshallmakeanydesiredamend-

ments or revisions to the Code.

113.10 Cost of appealing to Board. Reserved.

113.11 Procedure for Appeals.Any person aggrieved by

anyone enforcing this Code who desires to appeal to

this Board shall first contact the Secretary of the Board

for a date for his Appeal to be heard. A notice of

Appeal shall be sent to the governing body of the

jurisdiction wherein the dispute arose and said notice

shall contain the following:

113.11.1 The time and date of the hearing.

113.11.2 A clear and concise statement of the sub-

ject to be decided on appeal sufficient to put the said

governing body on notice so that they may defend

their interpretation of this Code.

113.11.3 The notice shall be sent by certified mail

with return receipt and by facsimile or electronic

media, with a receipt showing delivery by noon, or

by personal delivery by noon at least nine (9) days

prior to the hearing. The Board in its discretionmay

require a specific form for this notice. For an appeal
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to be valid, a written rejection from the denial AHJ

shall be includedwith the appeal. The denial author-

ity shall respond in writing to the appellant.

113.11.4The appellant shall also file a copy of his or

her notice of Appeal with the Secretary of theBoard

at the same time that he or she notifies the governing

body and said Secretary shall deliver to each mem-

ber of the Board, a copy of the notice, with suffi-

cient time before the hearing for the Boardmembers

to study the dispute. Procedure for Appeals may be

changed from time to time by the Board if they

deem it necessary for the benefit of the public.When-

ever feasibly possible, the Chief Inspector involved

in the appeal shall present the jurisdiction's position

and justifications for the appeal at the Board meet-

ing.

113.11.5 Notwithstanding, and in addition to, the

jurisdiction of BORA created by Chapter 71-575,

Laws of Florida, Building Code as applicable to

Broward Countymay be enforced by injunctive pro-

ceedings, or other appropriate legal proceedings, in

the appropriate court having jurisdiction thereof,

upon petition or complaint filed by BORA, which is

hereby granted the power to sue and be sued, or by

any aggrieved person, any interested citizen, citi-

zen's association, corporation or other business en-

tity if any elected or appointed Officials named in

Section 3 of Chapter 71-575 or any BuildingOfficial

fails or refuses to comply with said Code.

113.11.6 Certification of Building Official, Assistant

Building Official/Code Administrator, Chief Electri-

cal Inspector, Electrical Plans Examiner, Electrical

Inspector, Chief Mechanical Inspector, Mechanical

PlansExaminer,Mechanical Inspector,Chief Plumb-

ing Inspector, Plumbing Plans Examiner, Plumbing

Inspector,Roofing Inspector,Chief Structural Inspec-

tor, Structural Plans Examiner, Structural Inspector,

Fire Marshal/Fire Code Official, Fire Plans Exam-

iner, and Fire Inspector. BORA shall have the duty,

as set forth in Section 104 of this Code, to accept

and review certification applications and to certify

or refuse to certify applicants for Building Official,

Assistant Building Official, Chief Electrical Inspec-

tor, Electrical Plans Examiner, Electrical Inspector,

Chief Mechanical Inspector, Mechanical Plans Ex-

aminer, Mechanical Inspector, Chief Plumbing In-

spector, PlumbingPlansExaminer, Plumbing Inspec-

tor, Roofing Inspector, Chief Structural Inspector,

Structural PlansExaminer, Structural Inspector,Fire

Marshal/Fire Code Official, Fire Plans Examiner,

andFire Inspector to be employed by any inspection

authority regulated by this Code.

113.11.7 Suspension of Certification Requirements.

During an emergency periodproclaimedby theGov-

ernor, the Chairperson of BORA or designee may

temporarily suspend the Broward County certifica-

tion requirements for all individuals Certified by the

State of Florida, Department of Business and Pro-

fessional Regulation, BCAIB as Building Code Ad-

ministrators, Plans Examiners and Inspectors. The

length of time that this suspension will be in effect

will be for an initial period not to exceed ninety (90)

calendar days. BORA may extend this period if

conditions warrant. This temporary suspension of

the certification requirement shall not apply to an

individual being hired on a permanent basis.

113.12 Powers.

113.12.1 BORAmay interpret the provisions of this

Code to cover a special case if it appears that the

provisions of this Code do not definitely cover the

point raised or that the intent of this Code is not

clear or that ambiguity exists in the wording; but it

shall have no authority to grant variances where the

Code is clear and specific.

113.12.2 The use of alternate materials or types of

construction not clearly comparable with the mate-

rials and types of construction specified in this Code

may not be granted by BORA; but the Board, if

favorable to such use, may amend this Code tomake

such use lawful.

113.12.3 The Board shall have the power to affirm,

modify or reverse the decision of the Building Offi-

cial wherein such decision is onmatters regulated by

this Code.

113.12.4BORA shall have the powers as specified in

Section 116, "Unsafe Structures and Equipment."

113.12.5 BORA shall have the power to suspend or

revoke permits, as specified in Section 105.6 of this

Code.

113.12.6When it is deemed necessary by the Board,

it may request experienced and technical advice on

any specific subject or subjects from any qualified

person or persons, and such request may be for

attendance at Board Meetings or for written analy-
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sis of the specific problem. BORA may establish

Panels of Industry, either standing or temporary, for

technical analysis of specific subjects.

113.13 Reciprocity.

113.13.1 BORA shall have the authority to meet

with similarly constituted and authorized boards for

the purposes of discussion, decision, and similar

matters of area-wide industry concern.

113.13.2Decisions of themajority of allmembers at

joint meetings as referred to herein, shall not be

binding on BORA. The decisions of joint meetings

with other boards may be accepted or rejected or

accepted with modifications.

113.14 Review of Board Decisions.

113.14.1 Any person aggrieved by a decision of

BORA, whether or not a previous party to the

decision, may file an appeal pursuant to Section

553.775(3)(c), Florida Statutes. Appeals of deci-

sions within the review jurisdiction of the Florida

Building Commission shall be to the Florida Build-

ing Code in the manner prescribed in the referenced

statute. Review of other decisions of BORA shall be

as provided in the Florida Rules of Appellate Pro-

cedure for judicial review of administrative action.

113.15 Amendments to Code.

113.15.1 The provisions of the SFBC, Broward Lo-

cal Amendments to FFPC, and the FBC as applica-

ble to Broward County, shall be amended only by

BORA and only to the extent and in the manner

specified in this Code, and in Section 553.73(4),

Florida Statutes. For fire code related amendments

see FFPC and Section 633.202, Florida Statutes.

113.15.2 Neither the Broward County Board of

CountyCommissioners nor anymunicipalitywithin

Broward County may enact any ordinance in con-

flict with Chapter 71-575, as amended, the Florida

Building Code, or the SFBC.

Section 114 Violations

114.1 Violations and Penalties. Any person, firm, or

corporation, who violates a provision of this Code, or

FFPC or fails to comply therewith, or with any of the

requirements thereof, shall be guilty of amisdemeanor.

Each such person shall be deemed guilty of a separate

offense for each and every day or portion thereof dur-

ing which any violation of any of the provisions of this

Code or FFPC is committed or continued, and upon

conviction of any such violation, such person shall be

punishable bya fineof not less than fifty dollars ($50.00)

nor more than five hundred dollars ($500.00), or by

imprisonment not exceeding sixty (60) days, or by both

such fine and imprisonment.

Section 115 Stop Work Order

115.1 Authority.Whenever the BuildingOfficial or Fire

Chief finds any work regulated by this Code being

performed in a manner either contrary to the provi-

sions of this Code or dangerous or unsafe, the Building

Official or Fire Chief is authorized to issue a stop work

order. See also Sections 105.4, 105.6, 111.4, and 112.3.

115.2 Issuance. The stop work order shall be in writing

and shall be given to the owner of the property in-

volved, or to the owner's agent, or to the person doing

the work, or posted on the job site in a conspicuous

location. Upon issuance of a stop work order, the cited

work shall immediately cease by such persons. The stop

work order shall state the reason for the order, and the

work that is required to correct a violation or unsafe

condition.

115.3Unlawful continuance.Any personwho continues

any work after having been served with a stop work

order, shall be subject to penalties as prescribed by law.

Exception: Work required to correct a violation or

unsafe condition.

Section 116 Unsafe Structures and Equipment

116.1 General.

116.1.1Buildings or structures that in the opinion of

the Building Official are, or hereafter shall become

unsafe, unsanitary or deficient in adequate facilities

for means of egress, or which constitute a fire or

windstorm hazard, or illegal or improper use, occu-

pancy ormaintenance, or which do not comply with

the provisions of the applicable Minimum Housing

Code, or which have been substantially damaged by

the elements, acts of God, fire, explosion or other-

wise shall be deemed unsafe buildings and a permit

shall be obtained to demolish the structure or bring

the building to comply with the applicable Codes.

116.1.2 Incomplete buildings or structures com-

menced without a permit or the permit for which

has expired, or completed buildings or structures

commencedwithout a permit or the permit forwhich
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expired prior to completion and no Certificate of

Occupancy has been issued, shall be presumed and

deemed unsafe.

116.1.3 Unsafe buildings or structures shall be de-

molished and removed from the premises con-

cerned, or made safe, sanitary and secure in a man-

ner required by theBuildingOfficial and as provided

in this Code, provided that where replacement, re-

pair, alteration or demolition is required on Build-

ings or structures within the purview of the applica-

bleMinimumHousing Code, the provisions of such

Code shall be complied with and shall control.

116.1.4 A permit shall be issued for the demolition

of any unsafe building or structure in accordance

with Section 105.18 of this Code.

116.2 Criteria. When any one (1) of the following

conditions exist, a building may be deemed unsafe or a

fire hazard:

116.2.1 Physical Criteria.

116.2.1.1 A Building shall be deemed a fire

hazard and/or unsafe when:

116.2.1.1.1 It is vacant, unguarded and

open at doors or windows.

116.2.1.1.2 There is an unwarranted ac-

cumulation of dust, debris or other com-

bustible material therein.

116.2.1.1.3 The building condition cre-

ates hazards with respect to means of

egress and fire protection as provided

herein for the particular occupancy.

116.2.1.2 A building shall be deemed unsafe

when:

116.2.1.2.1 There is a failure, hanging

loose or loosening of any siding, block,

brick, or other building material.

116.2.1.2.2 There is a deterioration of

the structure or structural parts. ;b23

116.2.1.2.3 The building is partially de-

stroyed.

116.2.1.2.4 There is an unusual sagging

or leaning out of plumb of the Building

or any parts of the building and such

effect is caused by deterioration or over-

stressing.

116.2.1.2.5 The electrical or mechanical

installations or systems create a hazard-

ous condition in violation of this Code.

116.2.1.2.6 An unsanitary condition ex-

ists by reason of inadequate or malfunc-

tioning sanitary facilities or waste dis-

posal systems.

116.2.1.2.7 Swimming pools that con-

tain stagnant water are deemed unsani-

tary and dangerous to human life and

public welfare and shall be presumed

and deemed unsafe.

116.2.1.2.8 By reason of use or Occu-

pancy the area, height, type of construc-

tion, fire-resistivity,meansof egress, elec-

trical equipment, plumbing, air

conditioning or other features regulated

by this Code do not comply with this

Code for the use and Group of Occu-

pancy.

116.2.1.2.9 Any mobile home that is be-

ingmodified in violation of Department

of Highway safety and motor vehicles

Florida Administrative Code section

15C-2.0081 may be deemed unsafe or a

fire hazard.

116.2.1.3 A Building, or part thereof, shall be

presumed to be unsafe if:

116.2.1.3.1 The construction, installa-

tion of electrical, plumbing or other

equipment therein or thereon, or the par-

tial construction or installation of equip-

ment has been commenced or completed

without a permit therefore having been

obtained or the permit therefore expired

prior to completion and a Certificate of

Occupancy issued.

116.2.1.3.2 By reason of illegal or im-

proper use, occupancy, or maintenance

does not comply with this Code or the

Code in effect at the time of construc-

tion or the applicable Minimum Hous-

ing Code.

116.2.2 Valuation Criteria.

116.2.2.1 If the cost of completion, alteration,

repair and/or replacement of an unsafe build-

ing or structure or part thereof exceeds fifty
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(50) percent of its value, such building shall be

demolished and removed from the premises. If

the cost of completion, alteration, repair and/or

replacement of an unsafe building or structure

or part thereof does not exceed fifty (50) per-

cent of such replacement cost, such building

or structure may be repaired andmade safe, as

provided in the FBC Existing Building.

116.2.2.2 If the cost of structural repair or

structural replacement of an unsafe building

or structure or part thereof exceeds thirty-

three (33) percent of the structural value such

building or structure or part thereof shall be

demolished and removed from the premises;

and if the cost of such structural repairs does

not exceed thirty-three (33) percent of such

replacement cost, such building or structure

or part thereof may be structurally repaired

and made safe, as provided in FBC Existing

Building.

116.2.2.3 In order to determine the value of a

building or structure and the cost of altera-

tions, repairs and replacement, the guides and

standards provided in the FBCExistingBuild-

ings shall apply.

116.2.2.4 An Exception to the above percent-

ages may be recognized provided:

116.2.2.4.1 The owner of property has

thewaysandmeans to complete thework.

116.2.2.4.2All imminent danger hasbeen

removed from the site.

116.2.2.4.3 All applicable Zoning regu-

lations are met.

116.2.2.4.4 All applicable requirements

of other departments and agencies are

met.

116.2.2.4.5 Criteria noted in FBC Exist-

ing Building are followed.

116.2.2.4.6Any remaining portionof the

structure to be used in rebuilding is cer-

tified as safe by an Engineer or Archi-

tect.

116.3 Inspection of Unsafe Buildings and Structures.

The Building Official, on his or her own initiative or as

a result of reports by others, shall examine or cause to

be examined every building or structure appearing or

reported to be unsafe, and if such is found to be an

unsafe Building or structure as defined in this Section,

the Building Official shall post the property concerned

and shall furnish the owner of such Building or struc-

ture with written notice, the manner of posting and

furnishing of written notice is provided hereinafter.

116.4 Posting. The Building Official shall post a signed

notice in a conspicuous location on the building or

structure which has been determined to be unsafe. The

posted notice shall read substantially as follows:

"UNSAFEBUILDING." This building or structure is,

in the opinion of the Building Official, unsafe, as de-

fined in Section 116 of this Code.

This Building Shall Be Vacated — Shall Not Be Occu-

pied. Action shall be taken by the owner as further

prescribed by written notice previously served. This

Notice Shall Not Be Removed Except By The Building

Official. Date _____________________

116.5 Emergency Action.

116.5.1 When in the opinion of the Building Offi-

cial, there is actual or immediate danger of the

failure or the collapse of a building or structure, or

there is a health, windstorm or fire hazard, he or she

mayorder the occupants to vacate, temporarily close

for use or occupancy the rights-of-way thereto, side-

walks, streets or adjacent buildings or nearby area

and institute such other temporary safeguards, in-

cluding securingposting anddemolitionof thebuild-

ing or structure, as he or she may deem necessary

under the circumstances, and may employ the nec-

essary labor and materials to perform the required

work as expeditiously as possible.

116.5.2 Costs incurred in the performance of such

emergency work shall be paid by the appropriate

governmental authority and upon the recording in

the public records of this County a certificate exe-

cuted by the BuildingOfficial, certifying the amount

so expended and why expended, the same shall be-

come a lien against the property involved.

116.6 Notice of Violation. The Building Official shall

give the owner of record of the premises concerned

written notice by certified or registeredmail, addressed

to such person's last known address. If proof of service

by registered or certified mail is not completed by

signed return receipt, then a copy of the written notice

shall be affixed to the structure concerned and such

procedure shall be deemed proper service, and the time

for compliance, stipulated in the notice, shall be deemed
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to commence with the date such notice is so affixed.

This written notice shall state the defects which consti-

tute a violation of this Section and shall prescribe the

action to be taken to comply and the time within which

compliance must be accomplished, such time to be ten

(10) business days, subject to reasonable extensionwhen

requested in writing, for reasons which the Building

Official considers justifying an extension of time. All

such extensions of time shall be by written approval of

the Building Official. In addition, this written notice

will explain the right of appeal of the decision of the

BuildingOfficial to theUnsafe Structures andHousing

Appeals Board, and also advise that unless there is

compliance with the instructions in the Notice of Vio-

lation or an appeal is filed that a public hearing before

theUnsafe Structures andHousingAppeals Boardwill

be initiated by the Building Official after time for com-

pliance has expired.

116.7 Recording of Notice of Violation.

116.7.1 If the owner of the property concerned has

not complied with the requirements as stated in the

Notice of Violationwithin the time stipulated or has

not appealed the action of the Building Official as

stated in the Notice of Violation within the time

specified, the Building Official may file an appropri-

ate instrument in the office of the Clerk of the

Circuit Court, to be recorded in the public records of

this County, indicating that violations of this Code,

and of Section 116 thereof, exist upon the property

involved.

116.7.2The recording of such notice shall constitute

constructive notice to all concerned, as well as to

any subsequent purchasers, transferees, grantees,

mortgages, lessees and all persons claiming or ac-

quiring interest in said property.

116.7.3When the violation specified in theNotice of

Violation has been corrected, the Building Official

shall file for record a certificate certifying that the

violation has been corrected, upon being paid for

the filing fees incurred.

116.8 Appeal and Review. The owner or anyone having

an interest in a building or structure which has been

determined to be unsafe, and concerning which a No-

tice of Violation has been served by the Building Offi-

cial, may appeal the decision of the Building Official as

stated in the Notice of Violation, to the Unsafe Struc-

tures and Housing Appeals Board, if such appeal is

filed prior to the expiration of the time allowed for

compliance specified in such notice; provided, in no

event shall appeal period be less than ten (10) business

days. Such appeal shall be in writing, addressed to the

Secretary of the Unsafe Structures and Housing Ap-

peals Board, and shall be in the form of a certified

statement, stating the reasons for such an appeal and

stating wherein they consider the Building Official to

be in error. Upon receipt of the appeal, the Secretary of

the Boardwill proceed to notify all parties in interest as

to the time and place the Unsafe Structures and Hous-

ing Appeals Board shall conduct a public hearing on

the matter. The procedure for the serving of and the

form of notice is provided hereinafter.

116.9 Notice of Public Hearing. If the owner, or

other parties having an interest do not comply with

the terms of the Notice of Violation and do not file

an appeal within the time stipulated, the Building

Official shall then apply for a public hearing to be

conducted by the Unsafe Structures and Housing

Appeals Board, and the Secretary of the Unsafe

Structures and Housing Appeals Board shall notify

all parties in interest of the time and place of such

public hearing on the matter. The procedure for the

serving and the formof notice shall be the same as in

the case where an appeal has been filed by the owner

or other parties in interest and such procedure and

form of notice shall be as set forth hereinafter.

116.9.1 When an appeal has been properly filed, or

when the public hearing is initiated by the Building

Official, as provided herein, the Secretary of the

Unsafe Structures andHousingAppeals Board shall

issue a notice in the Board's name, requiring the

owner of record and all parties having an interest to

appear before the Board in person or by an attorney

at the time set forth in such notice, but not earlier

than ten (10) days after service thereof, and show

causewhy thedecisionof theBuildingOfficial should

not be carried out.

116.9.2 As many alias and pluries notices may be

issued as may be necessary.

116.9.3 Service of such notices shall be certified or

registered mail to the last known address of the

party being served, if known; however, failure to

receive such notice shall not invalidate the same as

such notice shall also be perfected by posting such

notice on the property and by publishing a copy

§ 116FLORIDA BUILDING CODE

73FBC 7th Edition, 2020

UniquePageID
UniquePageID
15755_07401543



thereof in a newspaper published in this County,

such publication to be for two (2) times one (1) week

apart.

116.9.4 The time for appearing and showing cause

as aforesaid, and a description of the property shall

be as set forth in such published notice; provided,

such time shall not be less than ten (10) days after

the last publication thereof.

116.9.5 Any person or party who shall not appear

and show cause as aforesaid shall be as fully bound

by proceedings taken as if he or she had appeared

and shown cause.

116.10 Public Hearing.

116.10.1 On the day established in the notice of

public hearing the Board shall review all pertinent

evidence and hear all testimony from the Building

Official, the owner and other parties in interest and

their respective witnesses.

116.10.2 The Board may modify, rescind, or uphold

the decision of the Building Official as recited in the

Notice of Violation and may order the owner or

persons responsible for the building or structure to

vacate, or cause to be vacated forthwith, to make

repairs and to take necessary action to secure the

building, or to demolish the building or structure

and remove the salvage, contents debris and aban-

doned property from the premises, all within the

time stipulated in the order by the Board.

116.10.3 Such order shall be entered in the minute

book of the Board within three (3) days after such

public hearing and a copy of such order shall be

forwarded to the owner and all parties in interest by

registered or certifiedmail and a copy thereof posted

on the premises.

116.10.4 If the owner or those responsible shall fail

to comply with the order of the Board within the

time stipulated therein, and such order is to repair,

or secure the building to make safe, then the Build-

ing Official shall cause such building to be vacated,

if occupied, and shall through his or her employees

or through a contractor making the lowest respon-

sible bid, secure the building or structure.

116.10.5 If the order is to demolish the building or

structure and to remove the salvage, contents, debris

and abandoned property from the premises, and the

owner or those responsible shall have failed to com-

ply with such order, then the Building Official may

do so thereafter through his or her employees or

through a contractor making the lowest responsible

bid.

116.10.6 The Building Official may sell to the high-

est bidder or bidders for cash the salvage and the

contents of such building or other structure so de-

molishedwhich have not been removed by the owner

of the land.

116.10.7 If no bids are received for such salvage or

contents the Building Official may destroy that for

which no bids are received.

116.10.8Advertisement calling for bids shall be pub-

lished by the Building Official one (1) time in a

newspaper published in the County.

116.11 Recovery of Cost.

116.11.1 The entire costs incurred pursuant to Sec-

tion 116.5 to Section 116.10 of this Code shall be

paid by the owner or occupant of the premises or by

the person who caused or maintained the violation.

116.11.2 The Building Official shall file among his

or her records an affidavit stating with fairness and

accuracy the items of expense and the date of exe-

cution of actions authorized by Section 116.5 or

Section 116.10 of this Code.

116.11.3The enforcing agencymay institute a suit to

recover such expenses against any liable person or

may cause such expenses to be charged against the

property as a lien or as a special assessment collect-

able according to established procedures.

116.11.4 Except with respect to a lien imposed for

expenses incurred in demolition, nothing herein shall

be construed as placing a lien upon property which

supersedes the lien of any mortgage on such prop-

erty executed and recorded prior to the existence of

a lien authorized herein.

116.11.5 Any costs incurred pursuant to Section

116.5 or Section 116.10 of this Code which result in

demolition of unsafe buildings, structures or equip-

ment shall be a lien prior in dignity to all liens,

excepting county tax liens and liens of equal dignity

with county tax liens.

116.12 Review. Any person aggrieved by a decision of

the Unsafe Structure Boardmay seek judicial review of

that decision in accordance with the Florida Appellate

Rules.
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116.13Unsafe Structures Board.TheUnsafe Structures

Board is hereby created, consisting of nine (9)members

who shall be appointed by the Appointing Authority.

All professional members of the Unsafe Structures

Board should be registered and licensed in the State of

Florida. In the event the Appointing Authority cannot

find a properly qualified resident of the area under its

jurisdiction, it may bymajority vote of its membership,

appoint a qualified non-resident of the specific catego-

ries or professions required.

116.13.1 Qualification of Members.Members of the

Board shall be permanent residents of the area un-

der the jurisdiction of the Appointing Authority,

who possess outstanding reputations for civic activ-

ity, interest, integrity, responsibility, and business or

professional ability. The composition and represen-

tative membership of the Board shall be as follows:

an Engineer, an Architect, a General Contractor, an

Electrical Contractor, anAttorney at Law, a Plumb-

ing Contractor, a Real Estate Appraiser, a Real

Estate PropertyManager and a Citizen with experi-

ence and background in social problems.

116.13.2 Terms of Office. In order that the terms of

office of allmembers of the Board shall not expire at

the same time, the initial appointments to the Board

shall be as follows: Three (3) members for the term

of two (2) years, three (3) members for the term of

three (3) years, and three (3)members for the termof

four (4) years. Thereafter, all appointments shall be

for the term of three (3) years, provided that the

term in all instances shall continue until a successor

is appointed and qualified. Appointments to fill any

vacancy on the Board shall be for the remainder of

the unexpired term, but failure to fill a vacancy shall

not invalidate any action or decision of the Board.

116.13.3 Organization of the Board.

116.13.3.1 The members of the board shall

elect a Chairman and a Vice Chairman and

such other officers as may be deemed neces-

sary or desirable, who shall serve at the will of

the Board. Election of officers shall be held at

the first meeting after February First, and

such officers shall hold office for one (1) year.

116.13.3.2Five (5)members of theBoard shall

constitute a quorum necessary to hold a meet-

ing or take any action.

116.13.3.3Amajority vote of the Boardmem-

bership present and voting at a duly consti-

tuted meeting shall be sufficient to overrule,

modify or affirm any action or decision of the

Building Official or to take any other action

within the scope of the power and duties of

the Board.

116.13.3.4 Members shall serve without com-

pensation but shall be entitled to reimburse-

ment for necessary expenses incurred in the

performance of their Official duties, upon ap-

proval by the legislative body adopting this

Code.

116.13.3.5 No member of the Board shall sit

as a voting member in any hearing on amatter

in which he or she has a personal or financial

interest.

116.13.3.6 The Building Official, or his or her

designee, shall be the Secretary of the Board

but shall have no vote.

116.13.3.7TheChairmanor the Secretarymay

call meetings of the Board, and meetings may

be called by written notice signed by three (3)

members of the Board.

116.13.3.8 Minutes and records shall be kept

of all meetings of the Board and all meetings

shall be public.

116.13.3.9 All hearings shall be open to the

public, and any person whose interest may be

affected by the matter on appeal shall be given

an opportunity to be heard in person, or

through his or her attorney.

116.13.3.10 Witnesses may be sworn and sub-

poenaed by the Board in a like manner as they

are subpoenaed by the court or courts in the

County in which this Code is adopted.

116.13.3.11The hearings shall be informal and

need not be conducted according to technical

rules relating to evidence and witnesses. Any

relevant evidence shall be admitted if it is the

type of evidence on which responsible persons

are accustomed to rely in the conduct of seri-

ous affairs regardless of the existence of any

common law or statutory rules which might

make improper the admission of such evi-

dence over objection in civil actions.

116.13.3.12Hearsay evidence may be used for

the purpose of supplementing or explaining
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any direct evidence but shall not be sufficient

itself to support a finding unless it would be

admissible over objection in civil actions.

116.13.3.13 The rules of privilege shall be ef-

fective to the same extent that they are now, or

hereafter may be, recognized in civil actions;

and irrelevant and unduly repetitious evidence

shall be excluded.

116.13.3.14TheBoardmay establish rules and

regulations for its own procedure.

116.13.3.15 The Building Official shall pro-

vide adequate and competent clerical and ad-

ministrative personnel and such technical or

scientific personnel as may be reasonably re-

quired by the Board for the proper perfor-

mance of its duties, and shall maintain a re-

cord of all proceedings in the office of the

Building Official, and shall make available for

copying any and all portions of the record of

the proceeding and may certify the same as a

true copy andmake a reasonable charge there-

fore.

116.13.3.16 The Building Official shall pro-

vide a regular meeting place for the Board.

116.13.4 Duties and Powers of the Board. The board

shall have the following duties, functions, powers,

and responsibilities:

116.13.4.1 Hear and determine appeals from

actions and decisions of the Building Official

pursuant to the provisions thereof.

116.13.4.2Hear and review the application of

the Building Official for review of his action

where his decision as indicated in a Notice of

Violations has not been complied with.

116.13.4.3Affirm, modify, or reverse the deci-

sion of the Building Official upon appeal or

on application for review.

116.13.4.4 The Board, through its Secretary,

shall transmit the record with all exhibits, in-

struments, papers, and transcripts of its pro-

ceedings to the appointing authority in the

event that authority shall consider the matter

pursuant to applicable law in that regardmade

and provided.

116.13.4.5 Hear and determine appeals from

actions and decisions of the enforcing agency

pursuant to the provisions of the applicable

Minimum Housing Code.

116.14 Duties of Legal Counsel. It shall be the duty of

the attorney for the appointing authority, when so

requested, to appear at all hearings before the Unsafe

StructuresBoard and to represent andadvise theBoard.

116.15Conflict of Interest.NoBuildingOfficial, Board

Member or employee charged with the enforcement of

this law shall have any financial interest, directly or

indirectly, in any repairs, corrections, construction or

demolition whichmay be required, nor shall any Build-

ing Official, boardmember or employee give to anyone

the location of any property or the names of owners

thereof on which repairs, corrections or demolition

have been ordered, except as otherwise directed herein-

after, until after the owners have been formally advised

at which time such shall become a matter of public

record.

116.16 Alternative Board.As an alternative to use of its

own Unsafe Structures Board, any municipality in

Broward Countymay utilize bymeans of an applicable

inter-local agreement, the Unsafe Structures Board of

Broward County or that of another municipality lo-

cated within Broward County.

Section 117 Powers and Duties of the Floodplain Ad-

ministrator; Delegation, Administration,

Enforcement, and Variances

117.1 Scope. In accordance with Section 553.73, Flor-

ida Statutes, the appointing Authority of Broward

County or theMunicipalities may delegate the author-

ity to enforce the floodplain provisions of the Florida

BuildingCode toaFloodplainAdministrator, theBuild-

ing Official, or any other appropriate agency or com-

bination thereof.

117.2 Intent.AFloodplainAdministrator, the Building

Official, or any other appropriate agency or combina-

tion thereof, as designated, is authorized and directed

to administer and enforce the flood provisions of the

FBC and any adopted flood hazard ordinances. The

designated authority shall delegate such duties and

assignments as may be deemed necessary to carry out

provisions of the FBC and any adopted flood hazard

ordinances, to render interpretations consistent with

the intent and purpose of these codes and may estab-
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lish policies and procedures in order to clarify the

application of their provisions including the applica-

tion of the variance procedures of any adopted flood

hazard ordinances to the flood provisions of the FBC.

The variance procedures herein shall not apply to sec-

tion 3109 of the FBC, Building.

117.3 General. Where, in any specific case, different

sections of the FBC or adopted flood hazard ordi-

nances specify differentmaterials,methods of construc-

tion or other requirements, the most restrictive shall

govern.

Section 118 Two-WayRadioCommunicationEnhanced

Public Safety Signal Booster Systems

118.1 General.

118.1.1 The Two-Way Radio Communication En-

hancementPublic Safety SignalBooster System shall

be installed as per NFPA 1-11.10, NFPA 70, NFPA

1221, and NFPA 72.

118.1.2 The Authority Having Jurisdiction (AHJ),

in Broward County, for the Two-Way Radio Com-

munication Enhancement Public Safety Signal Sys-

tems has two (2) permitting entities and multiple

frequency licenses as follows:

1. The Installation and Wiring shall com-

ply with the local municipality Building

and Fire Departments permitting pro-

cess and shall be approved by the local

and countyFCCLicensee prior to instal-

lation.

2. The FCC Licensees are:

Broward County Regional Emergency

Services and Communication Division

City of Coral Springs

City of Fort Lauderdale

City of Hollywood

City of Plantation

118.1.3 The AHJ shall determine if a new building

or existing building shall require that a two-way

radio communication enhanced public safety signal

booster system be installed to comply with NFPA

1-11.10.1. The Building owner shall install a public

safety signal booster to meet this requirement if so

directed.

118.1.4 Design. For new buildings, a temporary,

partial or certificate of occupancy shall not be is-

sued until the AHJ determines that the building is in

compliancewithNFPA1-11.10.1. It is recommended

that the local Development Review Committee

(DRC) notify the new building owner, architect, and

engineers of this requirement in writing before the

building is designed. At the time of BDA permit-

ting, a design package, comprising of block level

diagrams, materials submittals, coverage measure-

ments and predictions are required. Sufficient and

substantial engineering design and support informa-

tion and data shall be submitted with the applica-

tion. A sealed submittal from an Engineer, with

training and experience in electrical engineering,

shall also be required.

118.1.5 To the extent authorized by law, Distributed

Antenna Systems Integrators with Public Safety

and/or Communication installation and repair ex-

perience, as a sub-contractor in association with

qualified electrical contractors, andFireAlarm con-

tractors,may install or repair Two-WayRadioCom-

munication Enhancement Systems. Should the con-

tractor of record fail to have radio communications

installation and repair experience with Distributed

Antenna Systems, the contractor of record shall

sub-contract the installation or repair of non-fire

alarm function toaqualified company, havingknowl-

edge of Radio communications installation and re-

pair

118.2 Permit Documentation.

118.2.1 The following documentation shall be

required for permitting a "Two-Way Radio

Communication Enhancement System":

1. Signed and Sealed drawings shall

be submitted to the FCC Licens-

ee(s) for approval of the proposed

installation of Two-Way Radio

Communicating Enhanced Sys-

tems.

2. FCCLicensee(s) shall providewrit-

ten approval of the sealed docu-

ments which shall be provided to

the local Fire Prevention Bureau

office at the time of plan submittal

and prior to plan review.

3. Plans shall comply with FBC 107,

NFPA 1, 1.7, NFPA 70, NFPA
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1221, andNFPA72.All plans shall

be signed and sealed by an engi-

neer.

4. Sealed floor plans showing radio

coverage for critical and general

areas using industry standard ra-

dio frequency computer generated

propagation modeling.

5. Schedule of signal strength as per

NFPA 72 or as agreed to by the

Fire Code Official in consultation

with the FCC licensee in writing.

6. Schedule of the system radio fre-

quencies or band of frequencies.

7. Notation that the system is com-

patible with the Broward County

Regional Emergency Services and

Communication Division.

8. Plans shall show that the BDA en-

closure shall be painted red. A sign

affixed next to or stenciling on the

enclosure shall be provided in high

contrasting letters over a red back-

ground, weatherproof plaque and

shall include the following informa-

tion:

a) Fire Department Signal

Booster.

b) PermitNumber: __________.

c) Serviced by: Vendor name

and telephone.

118.3 System Notifications.

118.3.1 The AHJ's for the FCC licensee along

with Broward County Regional Emergency

Services and Communication Division shall

be notified in writing of the following events

by the permit holder, the systemvendor, and/or

the building owner. The AHJ for the FCC

Licensee shall approve the date and time and

may request that the AHJ shall be present

during the following events:

1. Initial system testing,with date and

time start and finish.

2. Periodic system testing, with date

and time start and finish.

3. System placed in operation with

date and time.

118.4 Prior to the Initial Testing.

1. The vendor shall provide the system's settings

prior to the initial system testing as accepted

by the AHJ, FCC Licensee and Broward

County Regional Emergency Services and

Communication Division. The AHJ may ask

for additional information prior to testing.

2. The system shall remain "off the air" until the

initial testing with AHJ, FCC Licensee,

Broward County Regional Emergency Sys-

tems and Communication Division, and the

Fire Code Official are ready to begin and pro-

vide their approval.

118.5 Annual Test.

118.5.1 In addition to the annual fire alarm test, an

annual test and report, in compliance withNFPA72

Chapter 14, shall be completed by a qualified com-

pany having the knowledge of RF installation with

training and experience of two-way radio commu-

nication enhanced radio systems to ensure that the

original installed system is still in compliance.

118.5.2 Annual Test Report. The annual test report

shall bemaintainedwith the fire alarm log book and

copies shall be submitted to the local AHJ and to

City and BrowardCountyRegional Emergency Ser-

vices and Communication Division for review. All

problems found, with any corrective action(s), shall

be noted in the test report, along with the name and

license number of the Fire Alarm Contractor and

sub-contractor Inspection Company.

118.6. System Monitoring and Maintenance.

1. Any Public Safety Signal Booster system in-

stalled in a premises shall be tied into a fire

alarm system for monitoring.

2. In case of failure, the building owner shall be

notified within two (2) hours and he/she shall

cause to occur an inspection of the system. If a

trouble condition is found the system shall be

repaired within forty-eight (48) hours of noti-

fication. If such repair proves to be longer in

time or impossible to perform, a notification

to the Fire Marshal shall be made indicating
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the failure of the system, so that in case of

emergency the system shall not be relied upon

by the First Responders.

Any system installed shall have a service level

agreement with a responsible company. Once

the system is repaired the service company

shall notify both the building owner and the

fire marshal.

End

of Broward County Administrative Provisions for the

2020 FBC (7th Edition)
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INDEX

Description Section

40 year program, Building Safety Inspection Program 110.15

Alarm, Streamlined low-voltage alarm system installation permitting 105.17

Alternative materials, design, and methods 104.32

Amended construction documents 107.4

Annual Facility Permit 105.1.1

Appeal 104.36

Appeals, Procedure for Appeals 113.11

Application Form 105.3.0.2

Asbestos 105.3.6

Building Official 104.1

Building permit valuations 109.3

Certificate of Occupancy 111.1

Certification of Building Departments 104.17

Changes to Application 105.3.0.4

Chickees 102.2.H

Commencement, Notice of 105.8

Concealed Work 104.25.1

Conflict between requirements 102.1

Definitions 101.2.2

Demolition 105.18

Design flood elevation 107.2.5.1

Documents, Information on construction documents 107.2.1

Egress, Means of egress 107.2.3

Emergency repairs 105.2.1

Energizing Systems 112.2.1

Exempt from the FBC 102.2

Existing mechanical equipment 102.8

Existing, Inspection of existing residential building not impacted by construction 105.16

Fees 109

Fire Prevention Bureau 104.19

Fire protection system shop drawings 107.2.2

Floor, Posting floor loads 106.1

Food Permit 105.1.3

Requirements for Professional Design General 107.3.4.0.1

Hunting lodge 102.2.K

Inspection approval required 110.6

Intent 101.3

Interim Building Official 104.1.1.1

Interim Chief Inspector 104.3.1

Land survey 107.3.4.3.4
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Description Section

Minimum plan review criteria for buildings 107.3.5

Minor repairs 105.2.2

Moved residential building 102.2.3

Moving of Building and Structures 102.2.2

Opening protection 105.15

Operations requiring permits 105.3.1.4

Other Approvals/ Public Service Agencies 105.2.3

Period of declared disaster 110.14

Permit application Appendix A

Permit required 105.1

Plans, No approved plans on site 105.6.2

Placement of permit card 105.7

Public swimming pool 105.1.4

Qualification of Applicant 105.3.0.1

Recertification of Building Departments 104.18

Required Inspections. 110.3, 110.10

Research reports 104.32.1

Retention of construction documents 107.5

Right of Entry 104.28

Scope 101.2

Special Hurricane Inspections 110.13

Special inspector 110.10

Suspension of Certification Requirements 104.17.11

Temporary certification 104.17.8

Temporary power 108.3

Temporary Sets 102.2.6

Termite Notice of termite protection 105.11

Tests 104.32.2

Threshold Buildings 110.8

Unsafe, Inspection of Unsafe Buildings & Structures 116.3

Used materials and equipment 104.34.1

Violation, Notice of Violation Unsafe Building 116.6

Work exempt from permit 105.2

Work not to plans 105.6.2

Stop Work Order 115
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